
T A N N E R    C O N S U L T A N T S,   I N C.

(678) 656-8832

BUFORD, GA 30519

3447 LAKE SEMINOLE PLACE

SECURITY

ARCHITECT
I P G ,  I N C O R P O R A T E D 
2722 NORTH OAK STREET

VALDOSTA, GA 31602

(229) 242-3557

C R E W S  E N G I N E E R I N G ,  I N C .

VALDOSTA, GA 31601

101 B, SOUTH PATTERSON STREET

STRUCTURAL

(229) 244-3100

FAYETTE  COUNTY JUSTICE CENTER

RENOVATION
OF

FAYETTE COUNTY,  GEORGIA

BID DOCUMENTS

architects & planners
IPG, Incorporated

807 Northwood Park Drive
Valdosta, Georgia 31602

T: 229.242.3557
F: 229.242.4339

E: mail@ipgarchitects.com
www.ipgarchitects.com

FA
YE

TT
E 

CO
U

N
TY

 JU
ST

IC
E 

CE
N

TE
R

RE
N

O
VA

TI
O

N
 

O
F

1 
CE

N
TE

R 
D

RI
VE

, F
AY

ET
TE

VI
LL

E,
 G

A 
30

21
4

FAYETTE COUNTY

RENOVATION
JUSTICE CENTER

Fayetteville, GABID DOCUMENTS

N B P  E N G I N E E R S ,  I N C .

MACON, GA 31210-1152

316 CORPORATE PARKWAY

PLUMBING MECHANICAL ELECTRICAL

(478)745--1691

CONSULTANTS, LLC
TANNER   HOSKINS

ELECTRONIC  SECURITY
SYSTEMS,  ELECTRICAL
&  SECURITY  HARDWARE X1.0

TITLE
SHEET

ELECTRICAL

INDEX TO DRAWINGS
ARCHITECTURAL FIRE PROTECTION PLUMBING MECHANICAL ELECTRICAL SECURITY

INTERIORS

CIVIL

GENERAL

STRUCTURAL

CIVIL
E M C   E N G I N E E R I N G
103 N CENTER STREET

THOMASTON, GA 30286

(229) 244-0596

AutoCAD SHX Text
RE/ZA/RC/JB

AutoCAD SHX Text
RE

AutoCAD SHX Text
DRAWN

AutoCAD SHX Text
CHECKED

AutoCAD SHX Text
JOB #

AutoCAD SHX Text
DATE

AutoCAD SHX Text
2312

AutoCAD SHX Text
REV.

AutoCAD SHX Text
REV.

AutoCAD SHX Text
REV.

AutoCAD SHX Text
REV.

AutoCAD SHX Text
or reused without permission and credit.

AutoCAD SHX Text
Architect and may not be reproduced 

AutoCAD SHX Text
IPG, Incorporated. 2025

AutoCAD SHX Text
These drawings are the property of the 

AutoCAD SHX Text
c

AutoCAD SHX Text
14APRIL2025

AutoCAD SHX Text
T

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
H

AutoCAD SHX Text
C

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
ROBERT F. EVANS, JR.

AutoCAD SHX Text
C

AutoCAD SHX Text
R

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
G

AutoCAD SHX Text
I

AutoCAD SHX Text
A

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
F

AutoCAD SHX Text
I

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
o.

AutoCAD SHX Text
8

AutoCAD SHX Text
2

AutoCAD SHX Text
5

AutoCAD SHX Text
2

AutoCAD SHX Text
X1.0     COVER SHEET

AutoCAD SHX Text
A0.00   ARCHITECTURAL SITE & BUILDING ELEVATION A1.00   OVERALL FLOOR PLANS EXISTING/DEMO A1.01   OVERALL FLOOR PLANS LIFE SAFETY A2.00   SUB-SURFACE FLOOR LEVEL A2.01   FIRST FLOOR PLAN DEMO A2.02   SECOND FLOOR PLAN DEMO A2.03   THIRD FLOOR PLAN DEMO A2.06   FIRST FLOOR RCP DEMO A2.07   SECOND FLOOR RCP DEMO A2.08   THIRD FLOOR RCP DEMO A2.11   FIRST FLOOR PLAN NEW WORK A2.12   SECOND FLOOR PLAN NEW WORK A2.13   THIRD FLOOR PLAN NEW WORK A2.16   FIRST FLOOR RCP NEW WORK A2.17   SECOND FLOOR RCP NEW WORK A2.18   THIRD FLOOR RCP NEW WORK A3.00   INTERIOR PARTITION TYPES & DETAILS A3.03   OVERALL BUILDING SECTIONS A3.06   PARTIAL BUILDING WALL SECTIONS A3.07   PARTIAL BUILDING WALL SECTIONS A3.12   WALL SECTIONS & DETAILS A4.00   ENLARGED FLOOR PLANS A4.01   ENLARGED COURTROOM PLANS A4.02   ENLARGED COURTROOM PLANS A4.03   ENLARGED COURTROOM PLANS A4.12   DOOR SCHEDULE A4.13   DOOR TYPES & DETAILS A4.14   ALUMINUM FRAMES & DETAILS A5.00   INTERIOR ELEVATIONS A5.01   CASEWORK SECTIONS A5.02   COURTROOM INTERIOR ELEVATIONS A5.03   COURTROOM SECTIONS A5.04   COURTROOM DETAILS A5.05   COURTROOM INTERIOR ELEVATIONS A5.06   COURTROOM INTERIOR ELEVATIONS

AutoCAD SHX Text
F0.01   LEGEND, SCHEDULE, NOTES, & DETAILS - FIRE PROTECTION F1.11   FIRST FLOOR PLAN - DEMOLITION - FIRE PROTECTION    F1.21   SECOND FLOOR PLAN - DEMOLITION - FIRE PROTECTION F1.31   THIRD FLOOR PLAN - DEMOLITION - FIRE PROTECTION    F2.11   FIRST FLOOR PLAN - NEW WORK - FIRE PROTECTION F2.21   SECOND FLOOR PLAN - NEW WORK - FIRE PROTECTION F2.31   THIRD FLOOR PLAN - NEW WORK - FIRE PROTECTION

AutoCAD SHX Text
P0.01   LEGEND, SCHEDULE, NOTES, & DETAILS - PLUMBING    P0.10   DEMOLITION & NEW WORK NOTES - PLUMBING P1.01   BASEMENT FLOOR PLAN - DEMOLITION - PLUMBING  P1.11   PARTIAL FIRST FLOOR PLAN - DEMOLITION - PLUMBING  P1.12   PARTIAL FIRST FLOOR PLAN - DEMOLITION - PLUMBING P1.13   PARTIAL FIRST FLOOR PLAN - DEMOLITION - PLUMBING P1.14   PARTIAL FIRST FLOOR PLAN - DEMOLITION - PLUMBING P1.21   PARTIAL SECOND FLOOR PLAN - DEMOLITION - PLUMBING P1.22   PARTIAL SECOND FLOOR PLAN - DEMOLITION - PLUMBING P1.23   PARTIAL SECOND FLOOR PLAN - DEMOLITION - PLUMBING P1.24   PARTIAL SECOND FLOOR PLAN - DEMOLITION - PLUMBING P1.31   PARTIAL THIRD FLOOR PLAN - DEMOLITION - PLUMBING P1.32   PARTIAL THIRD FLOOR PLAN - DEMOLITION - PLUMBING P1.33   PARTIAL THIRD FLOOR PLAN - DEMOLITION - PLUMBING P1.34   PARTIAL THIRD FLOOR PLAN - DEMOLITION - PLUMBING P1.41   ROOF PLAN - DEMOLITION - PLUMBING P2.01   BASEMENT FLOOR PLAN - DEMOLITION - PLUMBING     P2.11   PARTIAL FIRST FLOOR PLAN - NEW WORK - PLUMBING P2.12   PARTIAL FIRST FLOOR PLAN - NEW WORK - PLUMBING P2.13   PARTIAL FIRST FLOOR PLAN - NEW WORK - PLUMBING P2.14   PARTIAL FIRST FLOOR PLAN - NEW WORK - PLUMBING P2.21   PARTIAL SECOND FLOOR PLAN - NEW WORK - PLUMBING P2.22   PARTIAL SECOND FLOOR PLAN - NEW WORK - PLUMBING P2.23   PARTIAL SECOND FLOOR PLAN - NEW WORK - PLUMBING P2.24   PARTIAL SECOND FLOOR PLAN - NEW WORK - PLUMBING P2.31   PARTIAL THIRD FLOOR PLAN - NEW WORK - PLUMBING P2.32   PARTIAL THIRD FLOOR PLAN - NEW WORK - PLUMBING P2.33   PARTIAL THIRD FLOOR PLAN - NEW WORK - PLUMBING P2.34   PARTIAL THIRD FLOOR PLAN - NEW WORK - PLUMBING P2.41   ROOF PLAN - NEW WORK - PLUMBING P4.01   RISERS - PLUMBING P4.02   RISERS - PLUMBING P5.01   DETAILS - PLUMBING

AutoCAD SHX Text
M0.01   ABBREVIATIONS, LEGEND, & SCHEDULE - HVAC M0.02   SCHEDULES - HVAC M0.03   SCHEDULES - HVAC M1.11   FIRST FLOOR PLAN - DEMOLITION - HVAC M1.21   SECOND FLOOR PLAN - DEMOLITION - HVAC M1.31   THIRD FLOOR PLAN - DEMOLITION - HVAC M1.41   ROOF PLAN - DEMOLITION - HVAC M2.11   FIRST FLOOR PLAN - NEW WORK - HVAC M2.21   SECOND FLOOR PLAN - NEW WORK - HVAC M2.31   THIRD FLOOR PLAN - NEW WORK - HVAC M2.41   ROOF PLAN - NEW WORK - HVAC M4.01   FLOW DIAGRAM - HVAC M5.01   DETAILS - HVAC M5.02   DETAILS - HVAC

AutoCAD SHX Text
E0.01   LEGEND, & SCHEDULE - ELECTRICAL       E0.10   DEMOLITION & NEW WORK NOTES - ELECTRICAL       E1.01   BASEMENT FLOOR PLAN - DEMOLITION - LIGHTING         E1.02   BASEMENT FLOOR PLAN - DEMOLITION - POWER    E1.03   BASEMENT FLOOR PLAN - DEMOLITION - SYSTEMS/HVAC POWER E1.11   FIRST FLOOR PLAN - DEMOLITION - LIGHTING E1.12   FIRST FLOOR PLAN - DEMOLITION - POWER E1.13   FIRST FLOOR PLAN - DEMOLITION - HVAC POWER E1.21   SECOND FLOOR PLAN - DEMOLITION - LIGHTING        E1.22   SECOND FLOOR PLAN - DEMOLITION - POWER E1.23   SECOND FLOOR PLAN - DEMOLITION - HVAC POWER    E1.31   THIRD FLOOR PLAN - DEMOLITION - LIGHTING E1.32   THIRD FLOOR PLAN - DEMOLITION - POWER E1.33   THIRD FLOOR PLAN - DEMOLITION - HVAC POWER E1.41   ROOF PLAN - DEMOLITION - SYSTEMS/HVAC POWER   E2.01   BASEMENT FLOOR PLAN - NEW WORK - LIGHTING E2.02   BASEMENT FLOOR PLAN - NEW WORK - POWER E2.03   BASEMENT FLOOR PLAN - NEW WORK - SYSTEMS/HVAC POWER E2.11   FIRST FLOOR PLAN - NEW WORK - LIGHTING E2.12   FIRST FLOOR PLAN - NEW WORK - POWER E2.13   FIRST FLOOR PLAN - NEW WORK - HVAC POWER E2.21   SECOND FLOOR PLAN - NEW WORK - LIGHTING E2.22   SECOND FLOOR PLAN - NEW WORK - POWER E2.23   SECOND FLOOR PLAN - NEW WORK - HVAC POWER E2.31   THIRD FLOOR PLAN - NEW WORK - LIGHTING  E2.32   THIRD FLOOR PLAN - NEW WORK - POWER  E2.33   THIRD FLOOR PLAN - NEW WORK - HVAC POWER E2.34   THIRD FLOOR PLAN - NEW WORK - AV INFRASTRUCTURE E2.41   ROOF PLAN - NEW WORK - SYSTEMS/HVAC POWER    E6.01   RISER - ELECTRICAL E7.01   DETAILS - ELECTRICAL E8.01   PANELBOARD SCHEDULES - ELECTRICAL   E8.02   PANELBOARD SCHEDULES - ELECTRICAL    E8.03   PANELBOARD SCHEDULES - ELECTRICAL E8.04   PANELBOARD SCHEDULES - ELECTRICAL      E8.05   PANELBOARD SCHEDULES - ELECTRICAL  E8.06   PANELBOARD SCHEDULES - ELECTRICAL  E8.07   PANELBOARD SCHEDULES - ELECTRICAL  E8.08   PANELBOARD SCHEDULES - ELECTRICAL 

AutoCAD SHX Text
T0.01      LEGEND AND GENERAL NOTES - LOW VOLTAGE & SECURITY       T0.02      LEGEND AND GENERAL NOTES - LOW VOLTAGE & SECURITY SHEET 2  T0.03      LEGEND AND GENERAL NOTES - LOW VOLTAGE & SECURITY SHEET 3       T2.11      FIRST FLOOR PLAN NEW WORK    T2.12      SECOND FLOOR PLAN NEW WORK T2.13      THIRD FLOOR PLAN NEW WORK T3.11      LARGE SCALE LAYOUTS NEW WORK T4.11      CCTV DETAILS SHEET ONE NEW WORK FA.21      THIRD LEVEL FIRE ALARM NEW WORK    FA.22     THIRD LEVEL FIRE ALARM NEW WORK   EX.11  SUB SURFACE EXISTING CAMERA LOCATIONS SUB SURFACE EXISTING CAMERA LOCATIONS EX.12  FIRST FLOOR EXISTING CAMERA LOCATIONS FIRST FLOOR EXISTING CAMERA LOCATIONS EX.13  SECOND LEVEL EXISTING CAMERA LOCATIONS SECOND LEVEL EXISTING CAMERA LOCATIONS 

AutoCAD SHX Text
ID2.00   FINISH SCHEDULES & INDEX ID2.01   FIRST FLOOR INTERIOR FINISHES PLAN    ID2.02   SECOND FLOOR INTERIOR FINISHES PLAN    ID2.03   THIRD FLOOR INTERIOR FINISHES PLAN   

AutoCAD SHX Text
- COVER SHEET - SITE DEVELOPMENT PLANS COVER SHEET - SITE DEVELOPMENT PLANS C2.0 GENERAL NOTES GENERAL NOTES C3.0 EXISTING CONDITIONS & DEMOLITION PLAN EXISTING CONDITIONS & DEMOLITION PLAN C4.0 SITE PLAN SITE PLAN C4.1 SITE PLAN (2) SITE PLAN (2) C5.0 PAVING, GRADING, & DRAINAGE PLAN PAVING, GRADING, & DRAINAGE PLAN C6.0 CONSTRUCTION DETAILS CONSTRUCTION DETAILS - COVER SHEET - EROSION, SEDIMENT, & POLLUTION CONTROL PLANS COVER SHEET - EROSION, SEDIMENT, & POLLUTION CONTROL PLANS EC2.0 INITIAL PHASE EROSION CONTROL PLAN INITIAL PHASE EROSION CONTROL PLAN EC3.0 INTERMEDIATE PHASE EROSION CONTROL PLAN INTERMEDIATE PHASE EROSION CONTROL PLAN EC4.0 FINAL PHASE EROSION CONTROL PLAN FINAL PHASE EROSION CONTROL PLAN EC5.0 HYDROLOGY PLAN HYDROLOGY PLAN EC6.0 EROSION CONTROL NOTES EROSION CONTROL NOTES EC6.1 EROSION CONTROL NOTES EROSION CONTROL NOTES EC7.0 EROSION CONTROL DETAILSEROSION CONTROL DETAILS

AutoCAD SHX Text
S101   EXISTING TUNNEL FOUNDATION PLAN   EXISTING TUNNEL FOUNDATION PLAN 



Know what's below.
www.Georgia811.com

R

Call before you dig.

UTILITY LOCATION DISCLAIMER

THE UTILITIES ARE SHOWN AS PER THE LOCATION OF POLES, MANHOLES, VALVES,
PEDESTALS, ETC., EXISTING DRAWINGS AND INFORMATION PROVIDED BY UTILITY
PERSONNEL. THE SURVEYOR MAKES NO GUARANTEE THAT THE UTILITIES SHOWN
COMPRISE ALL SUCH UTILITIES IN THE AREA, EITHER IN SERVICE OR ABANDONED.
THE SURVEYOR FURTHER DOES NOT WARRANT THAT THE UTILITIES SHOWN ARE
THE EXACT LOCATION INDICATED, ALTHOUGH HE DOES CERTIFY THAT THEY ARE
LOCATED AS ACCURATELY AS POSSIBLE FROM INFORMATION AVAILABLE.
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EMC ENGINEERING SERVICES, INC.
ENVIRONMENTAL- MARINE - CIVIL - SURVEY

PROJECT LOCATION: REVISION DESCRIPTION
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SITE DEVELOPMENT PLANS
FOR

EMC  ENGINEERING  SERVICES,  INC.
3575 MACON ROAD, SUITE 15
 COLUMBUS, GEORGIA 31907

PHONE:  (706) 565-5985
FAX:  (706) 565-5983

columbus@emc-eng.com
www.emc-eng.com
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OWNER/DEVELOPER:

24HR CONTACT:

PARCEL AREA:

TAX MAP & PARCEL NUMBER:

ZONING CLASSIFICATION:

TOTAL BUILDING AREA:

PROPOSED USE:

PARKING SPACES REQUIRED:

PARKING SPACES PROVIDED:

DISTURBED AREA:

IMPERVIOUS AREA:

FAYETTE COUNTY JUSTICE CENTER
1 CENTER DRIVE, FAYETTEVILLE, GA
FAYETTEVILLE, GEORGIA 30214
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PROJECT DESCRIPTION:
1. THE DEVELOPER'S INTENT IS TO CONSTRUCT AN ADDITION TO THE EXISTING PARKING LOT WITH

ASSOCIATED STORM DRAIN IMPROVEMENTS.

2. AN EXISTING CONDITIONS / TOPOGRAPHIC SURVEY OF THIS PARCEL WAS PERFORMED BY EMC
ENGINEERING ON MARCH 17, 2025.

3. A GEOTECHNICAL REPORT OF THE PROJECT SITE HAS NOT BEEN COMPLETED.

4. NO ENVIRONMENTAL SITE ASSESSMENT OF THE PROJECT SITE WAS PREPARED WITHIN THE PAST 12
MONTHS. THE CONTRACTOR SHALL REVIEW ALL RELEVANT ENVIRONMENTAL REPORTS PRIOR TO BEGINNING
CONSTRUCTION.

5. THE TOTAL PARCEL AREA IS: 40.85 ACRES.
THE TOTAL DISTURBED AREA IS: 0.2 ACRES.

6. THE PROJECT IS LOCATED AT 1 CENTER DRIVE, FAYETTEVILLE, FAYETTE COUNTY, GEORGIA.

7. EMC REVIEWED THE U.S. FISH AND WILDLIFE SERVICE NATIONAL WETLAND INVENTORY (NWI) MAP, WHICH
DOCUMENTED THAT THERE WERE NO REGULATED WETLANDS ON THE SUBJECT PROPERTY OR ADJOINING
PROPERTIES.

8. THERE ARE NO WATERS OF THE STATE PRESENT WITHIN 200 FEET OF THE DISTURBED AREA.

9. THERE ARE IMPAIRED STREAM SEGMENTS WITHIN ONE MILE OF THE PROJECT SITE.

10. THE SUBJECT SITE ULTIMATELY DRAINS INTO THE INITIAL RECEIVING WATERS OF OF PERRY CREEK.

11. THE PROPERTY SHOWN HEREON IS LOCATED ON MAP NO. 13113C0104E OF THE FEMA FLOOD INSURANCE
RATE MAP COVERING -, EFFECTIVE DATE: SEPTEMBER 26,2008, AND SHOWS THIS PROPERTY IS NOT
LOCATED IN A DESIGNATED FLOOD HAZARD AREA.

12. THE POINT OF CONTACT FOR CIVIL SITE WORK FOR THIS PROJECT IS:

ENGINEER OF RECORD:
JOEL D. WOMACK, PE
EMC ENGINEERING SERVICES INC.
3575 MACON ROAD, SUITE 15
COLUMBUS, GEORGIA 31907
PHONE: (706) 565-5985
JOEL_WOMACK@EMC-ENG.COM

PROJECT MANAGER:
JOEL D. WOMACK, PE
EMC ENGINEERING SERVICES INC.
3575 MACON ROAD, SUITE 15
COLUMBUS, GEORGIA 31907
PHONE: (706) 565-5985
JOEL_WOMACK@EMC-ENG.COM

DEVELOPER/OWNER :
FAYETTE COUNTY JUSTICE CENTER
PHONE: (770) 716-4292
1 CENTER DRIVE, FAYETTEVILLE, GA 30214

13. TWENTY-FOUR HOUR CONTACT RESPONSIBLE FOR EROSION AND SEDIMENT CONTROL:
TBD

< <
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ABBREVIATIONS

GENERAL NOTES:
1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR SITE SAFETY AND ALL WAYS, MEANS, AND METHODS OF

CONSTRUCTION.

2. THE SAFE AND ORDERLY PASSAGE OF TRAFFIC AND PEDESTRIANS SHALL BE PROVIDED WHERE
CONSTRUCTION OPERATIONS ABUT PUBLIC THROUGH-FARES AND ADJACENT PROPERTY.

3. THE CONTRACTOR WILL COORDINATE THE WORK WITH THE UTILITY COMPANIES AND WILL VERIFY ALL
EXISTING PIPE INVERTS AND EXISTING ROAD ELEVATIONS PRIOR TO CONSTRUCTION.

4. IT WILL BE THE RESPONSIBILITY OF THE CONTRACTOR TO INSURE THAT ALL REQUIRED PERMITS ARE
OBTAINED AND IN HAND PRIOR TO THE COMMENCEMENT OF CONSTRUCTION.

5. THE DATA, TOGETHER WITH ALL OTHER INFORMATION SHOWN ON THESE PLANS, OR IN ANY WAY INDICATED
THEREBY, WHETHER BY DRAWINGS OR NOTES, OR IN ANY OTHER MANNER, ARE BASED UPON FIELD
INVESTIGATIONS AND ARE BELIEVED TO BE INDICATIVE OF ACTUAL CONDITIONS. HOWEVER, THE SAME ARE
SHOWN AS INFORMATION ONLY, ARE NOT GUARANTEED AND DO NOT BIND THE ENGINEER IN ANY WAY.

6. UNDERGROUND UTILITY INFORMATION SHOWN HEREON IS BASED ON GROUND MARKINGS BY UTILITY
MARKING. NO CERTIFICATION IS MADE AS TO THE ACCURACY OR COMPLETENESS OF THIS INFORMATION.
VISIBLE EVIDENCE OF UTILITY STRUCTURES OBSERVED DURING THE COURSE OF THE FIELD SURVEY IS
SHOWN HEREON.

7. PRIOR TO INSTALLATION OF ANY UTILITY LINES, THE CONTRACTOR SHALL GIVE THE UTILITY COMPANIES
THREE (3) WORKING DAYS NOTICE TO ALLOW TIME FOR EXISTING UTILITIES TO BE STAKED.  BEFORE CALLING
(811) THE CONTRACTOR SHALL HAVE THE FOLLOWING INFORMATION READY:  COUNTY, TOWN, LOCATION,
NEAREST STREET INTERSECTIONS, TYPE OF WORK (SEWER, WATER, PAVING, ETC.) YOUR COMPANY NAME,
TELEPHONE NUMBER, OWNER'S NAME, DATE AND TIME YOU EXPECT TO COMMENCE CONSTRUCTION, AND
WHERE AND HOW YOU CAN BE REACHED AND THE BEST TIME TO CONTACT YOU.  THE CONTRACTOR SHALL
EXERCISE CAUTION WHEN CROSSING AN UNDERGROUND UTILITY, WHETHER SHOWN ON THE PLAN OR
LOCATED BY THE UTILITY COMPANY.  ALL UTILITIES WHICH INTERFERE WITH THE PROPOSED CONSTRUCTION
SHALL BE RELOCATED BY THE RESPECTIVE UTILITY COMPANIES, AND THE CONTRACTOR SHALL COOPERATE
WITH THEM DURING RELOCATION OPERATIONS.  THE CONTRACTOR SHALL NOTIFY THE ENGINEER OF ANY
VARIANCES PRIOR TO COMMENCEMENT OF WORK OR PURCHASING ANY MATERIALS.

8. IT IS THE OBLIGATION OF THE CONTRACTOR TO MAKE HIS OWN INTERPRETATION OF ALL SURFACE AND
SUBSURFACE DATA THAT IS AVAILABLE AS TO THE NATURE AND EXTENT OF THE MATERIALS TO BE
EXCAVATED AND WASTED, AND/OR GRADED AND COMPACTED. THE INFORMATION SHOWN ON THESE PLANS
AND SPECIFICATIONS DOES NOT IN ANY WAY GUARANTEE THE AMOUNT OR NATURE OF THE MATERIAL WHICH
MAY BE ENCOUNTERED.

9. ALL DISTURBED AREAS, NOT DESIGNATED TO BE PAVED, SHALL BE GRASSED WITH PERMANENT SEEDING OR
PLANTED WITH PERMANENT VEGETATION, EXCEPT WHERE PROPOSED CONSTRUCTION INDICATES
OTHERWISE.

10. THE CONTRACTOR IS RESPONSIBLE FOR THE LOCATION AND FURNISHING OF BORROW MATERIAL AS
NECESSARY FOR THE CONSTRUCTION OF THIS PROJECT. FILL MATERIAL SHALL BE CLEAN AND FREE OF ALL
DEBRIS AND ORGANIC MATERIAL.

11. ALL ITEMS REMOVED FROM THE PROJECT WHICH ARE NOT TO BE REUSED SHALL BE MOVED TO A LOCATION
APPROVED BY THE OWNER.

12. ALL STRIPING AND SIGNS SHALL BE IN CONFORMITY WITH THE MANUAL ON UNIFORM TRAFFIC CONTROL
DEVICES FOR STREETS AND HIGHWAYS, LATEST EDITION.

13. ANY SURVEY MARKER OR MONUMENTS DISTURBED DURING CONSTRUCTION REQUIRES RE-ESTABLISHMENT
BY A SURVEYOR LICENSED IN THE STATE THE PROJECT RESIDES IN AT THE CONTRACTOR'S EXPENSE.

14. ANY INFORMATION BY THE GOVERNING AGENCY, INCLUDING BUT NOT LIMITED TO STANDARDS,
REQUIREMENTS, SPECIFICATIONS, NOTES, AND DETAILS, SHALL SUPERCEDE IF THERE IS ANY CONFLICTING
INFORMATION HEREIN.

15. IF ANY CONFLICTS, DISCREPANCIES, OR OTHER UNSATISFACTORY CONDITIONS ARE DISCOVERED, EITHER ON
THE CONSTRUCTION DOCUMENTS OR THE FIELD CONDITIONS, THE CONTRACTOR MUST NOTIFY THE
ENGINEER IMMEDIATELY IN WRITING, AND SHALL NOT COMMENCE OPERATION UNTIL CONFLICTS,
DISCREPANCIES, OR OTHER UNSATISFACTORY CONDITIONS ARE RESOLVED.



PNT#5000
NS

N:1252400.97
E:2209552.30

EL:952.49

REMOVE EXISTING
TREE

DEMO ±162 LF OF EXISTING FENCE

DEMO ±80 LF OF EXISTING
CURB AND GUTTER

SAWCUT TO ENSURE
SMOOTH TRANSITION

RELOCATE EXISTING
POWER POLE

CONVERT EXISTING STORM
MANHOLE TO GRATE INLET

SAWCUT TO ENSURE
SMOOTH TRANSITION

REMOVE EXISTING
TREE

CONVERT EXISTING IRRIGATION CONTROL
VALVES TO TRAFFIC RATED CONTROL VALVES
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  X  

  X  
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FLOODPLAIN NOTES
THE PROPERTY SHOWN HEREON IS LOCATED ON PANEL NO. 13113C0104E OF THE FEMA FLOOD
INSURANCE RATE MAP, REVISED SEPTEMBER 26, 2008, AND SHOWS THIS PROPERTY IS LOCATED IN
AREA OF MINIMAL FLOOD HAZARD ZONE X.

GENERAL NOTES

1. EMC ENGINEERING  PROVIDED THE SURVEY OF THIS PROJECT ON THE DATE OF MARCH 17, 2025.
THERE MAY BE EASEMENTS, SETBACK LINES OR OTHER MATTERS AFFECTING THIS PROPERTY
THAT ARE NOT SHOWN ON THIS SURVEY.

2. THERE ARE NO STATE WATER  WITHIN 200' FEET OF SUBJECT PROPERTY.

3. THE CONSTRUCTION AREA DRAINS BY SHEET FLOW TO EXISTING STORM INLETS THEN BY STORM
DRAIN TO AN EXISTING DETENTION POND. THE DETENTION POND OUTFALLS INTO THE EXISTING
MUNICIPAL STORM SYSTEM WHICH EVENTUALLY DRAINS TO PERRY CREEK.

4. NO ENVIRONMENTAL ASSESSMENT HAS BEEN PERFORMED BY EMC ENGINEERING SERVICES, INC

5. THE EXISTING SITE CONSISTS OF AN OPEN GRASS AREA NEXT TO AN EXISTING PARKING LOT WITH
A FEW TREES  AND AN EXISTING STORM MANHOLE.

6. THE AREA FOR THIS PROJECT IS ±40.85 ACRES WITH A DISTURBED AREA OF ±0.2 ACRES, AND A
LIMIT OF CONSTRUCTION OF ±0.2 ACRES

UTILITY NOTES:
1. THE LOCATIONS OF UNDERGROUND UTILITIES AS SHOWN HEREON ARE BASED ON

ABOVE-GROUND STRUCTURES PROVIDED BY THE SURVEYOR. LOCATIONS OF UNDERGROUND
UTILITIES / STRUCTURES MAY VARY FROM LOCATIONS SHOWN HEREON.

2. UNDERGROUND UTILITIES / STRUCTURES MAY BE ENCOUNTERED.  NO EXCAVATIONS WERE MADE
DURING THE PROGRESS OF THIS SURVEY TO LOCATE BURIED UTILITIES / STRUCTURES.

3. BEFORE EXCAVATIONS ARE BEGUN, GIVE THREE WORKING DAYS NOTICE TO THE UTILITIES
PROTECTION CENTER AT 1-800-282-7411 PRIOR TO ANY EXCAVATION IN ORDER THAT
UNDERGROUND UTILITIES MAY BE LOCATED AND PROTECTED.

HATCH LEGEND:

EXISTING
ASPHALT PAVEMENT

Know what's below.
www.Georgia811.com

R

Call before you dig.

DEMOLITION AND EXISTING CONDITIONS NOTES

1. THE CONTRACTOR SHALL PROVIDE THREE WORKING DAYS NOTICE TO THE UTILITIES PROTECTION
CENTER BY CALLING 811 IN ORDER TO LOCATE UTILITIES PRIOR TO STARTING ANY EXCAVATION 
OR CONSTRUCTION.

2. THE LOCATIONS OF UNDERGROUND UTILITIES AS SHOWN HEREON ARE BASED ON
ABOVE-GROUND STRUCTURES PROVIDED BY THE SURVEYOR. NO EXCAVATIONS OR SUBSURFACE
LOCATING SERVICES WERE MADE DURING THE PERFORMANCE OF THE TOPOGRAPHIC SURVEY TO
LOCATE / IDENTIFY BURIED UTILITIES / STRUCTURES. LOCATIONS OF UNDERGROUND UTILITIES /
STRUCTURES MAY VARY FROM LOCATIONS SHOWN HEREON.

3. CONTRACTOR SHALL BE RESPONSIBLE FOR REPAIRING ANY UTILITIES DAMAGED DURING
DEMOLITION AND/OR CONSTRUCTION AT NO ADDITIONAL COST TO THE OWNER.

4. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS PRIOR TO
STARTING WORK AND SHALL BE RESPONSIBLE FOR THE PROPER FIT OF ALL COMPONENTS. SOME
DIMENSIONS AND CONDITIONS MAY VARY. NOTIFY ENGINEER IN WRITING OF ANY DISCREPANCIES
OR CONFLICTS.

5. CONTRACTOR SHALL PROVIDE ADEQUATE TEMPORARY BARRIERS & WARNINGS TO LIMIT ACCESS
TO PROJECT AREA TO ONLY THOSE PERSONNEL AUTHORIZED BY THE CONTRACTOR. SAFE
PASSAGE SHALL BE MAINTAINED FOR PEDESTRIANS TO AREAS ADJACENT TO THE PROJECT SITE
AS REQUIRED.

6. ALL ITEMS REMOVED OR DEMOLISHED BY THE CONTRACTOR, WHICH ARE NOT LISTED BY THE
SPECIAL PROVISIONS, OR HEREIN, TO BE TURNED OVER TO THE OWNER, SHALL BECOME THE
PROPERTY OF THE CONTRACTOR & SHALL BECOME THE CONTRACTOR'S RESPONSIBILITY FOR
PROPER DISPOSAL.

7. DEMOLITION ACTIVITIES ARE NOT EXPECTED TO INCLUDE THE REMOVAL OF HAZARDOUS
MATERIALS. IN THE EVENT THAT THAT HAZARDOUS MATERIALS ARE ENCOUNTERED OR
SUSPECTED, CONTRACTOR SHALL NOTIFY ENGINEER IN WRITING OF THE MATERIAL AND
LOCATION.

8. CONTRACTOR SHALL COORDINATE WITH APPROPRIATE UTILITY COMPANIES TO SCHEDULE ALL 
UTILITY & SERVICE INTERRUPTIONS TO OCCUPIED PORTIONS OF THE SITE.

9. CONTRACTOR SHALL REMOVE TREES AS INDICATED ON CIVIL PLANS. CONTRACTOR SHALL USE 
CAUTION DURING ALL CONSTRUCTION ACTIVITIES TO PROTECT ALL TREES, SHRUBS AND OTHER 
VEGETATION THAT ARE NOT INDICATED TO BE REMOVED. CONTRACTOR SHALL BE RESPONSIBLE
FOR ALL SITE CLEAN-UP, CLEARING AND GRUBBING PER SPECIFICATIONS. ALL TREES THAT HAVE
A MARKETABLE VALUE SHALL BE SALVAGED. CONTRACTOR SHALL COORDINATE WITH OWNER AS
TO THE TREES TO BE RELOCATED OR SOLD.

10. ALL TREE SAVE AREAS SHALL BE CLEARLY IDENTIFIED WITH TREE PROTECTION FENCING AS 
INDICATED ON THE CIVIL PLANS PRIOR TO COMMENCEMENT OF ANY LAND DISTURBANCE. NO
ABOVE OR BELOW-GROUND DISTURBANCE OF ANY KIND SHALL OCCUR WITHIN THE TREE
PROTECTION FENCING, NOR ANY PARKING, STOCK-PILING, BURNING ETC. SEE PLANS FOR TREE
PROTECTION FENCING.

11. REQUIRED DEMOLITION IS NOTED ON PLANS, SECTIONS AND DETAILS. ADDITIONAL DEMOLITION
AND REPAIR MAY BE REQUIRED. FAILURE TO NOTE SUCH WORK SHALL NOT BE THE BASIS FOR
CONTRACT MODIFICATIONS OR ADDITIONS.

12. WHERE ASPHALT OR CONCRETE DEMOLITION IS REQUIRED, CONTRACTOR SHALL USE A SAW CUT
AT THE LIMITS OF DEMOLITION OR NEAREST JOINT TO OBTAIN A CLEAN EDGE.

13. AT THE END OF EACH DAY'S WORK, REMOVE ANY DEBRIS (RESULTING FROM CONTRACTOR'S 
DEMOLITION OPERATIONS) THAT IS NOT WITHIN THE CONTRACTOR CONSTRUCTION LIMITS.

14. ALL PROPOSED AND EXISTING PAVEMENT AND CURB TO REMAIN SHALL BE PROTECTED. IF 
DAMAGED, IT SHALL BE REPLACED OR REPAIRED PROMPTLY TO MEET STATE AND LOCAL 
REQUIREMENTS AT THE CONTRACTOR'S EXPENSE.

15. CONTRACTOR IS REQUIRED TO NOTIFY ENGINEER IN WRITING OF ANY DISCREPANCIES OR 
CONFLICTS ENCOUNTERED DURING CONSTRUCTION ACTIVITIES.
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EXISTING CONCRETE
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10'

24'

20'

R5'

R5'

R15'
5'

R10'

20'

81'

81'

R5'
R5'

LIMITS OF
DISTURBANCE

0.2 AC
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O
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INSTALL ± 285 LF PERIMETER
SECURITY FENCE

N: 1252291.58
E: 2209611.58

N: 1252369.50
E: 2209629.70

N: 1252383.99
E: 2209567.36

N: 1252317.65
E: 2209509.12

BEGIN INSTALL OF PERIMETER
SECURITY FENCE

N: 1252286.66
E: 2209558.54 N: 1252274.94

E: 2209598.61

N: 1252250.16
E: 2209630.03

N: 1252246.65
E: 2209626.46

N: 1252285.65
E: 2209595.09

N: 1252344.99
E: 2209602.99

N: 1252263.90
E: 2209580.93

N: 1252339.88
E: 2209676.40
END INSTALL OF PERIMETER
SECURITY FENCE

N: 1252384.17
E: 2209588.65

N: 1252394.44
E: 2209564.12 N: 1252378.97

E: 2209612.12
N: 1252380.96
E: 2209622.10

N: 1252365.61
E: 2209637.23

N: 1252365.50
E: 2209651.16

N: 1252329.74
E: 2209549.08

PRIVACY FENCING W/TEMPORARY
GATE FOR CONSTRUCTION TRAFFIC

INSTALL TEMPORARY
CONSTRUCTION FENCE TO REMAIN

UNTIL END OF CONSTRUCTION
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HATCH LEGEND:

EXISTING
ASPHALT PAVEMENT

PROPOSED CONCRETE

EXISTING CONCRETE

SITE LAYOUT AND STAKING NOTES

1. THE CONTRACTOR SHALL PROVIDE THREE WORKING DAYS NOTICE TO THE UTILITIES
PROTECTION CENTER BY CALLING 811 IN ORDER TO LOCATE UTILITIES PRIOR TO STARTING ANY
EXCAVATION OR CONSTRUCTION.

2. THE LOCATIONS OF UNDERGROUND UTILITIES AS SHOWN HEREON ARE BASED ON
ABOVE-GROUND STRUCTURES PROVIDED BY THE SURVEYOR. NO EXCAVATIONS OR
SUBSURFACE LOCATING SERVICES WERE MADE DURING THE PERFORMANCE OF THE
TOPOGRAPHIC SURVEY TO LOCATE / IDENTIFY BURIED UTILITIES / STRUCTURES. LOCATIONS OF
UNDERGROUND UTILITIES / STRUCTURES MAY VARY FROM LOCATIONS SHOWN HEREON.

3. CONTRACTOR SHALL BE RESPONSIBLE FOR REPAIRING ANY UTILITIES DAMAGED DURING
DEMOLITION AND/OR CONSTRUCTION AT NO ADDITIONAL COST TO THE OWNER.

4. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS PRIOR TO
STARTING WORK AND SHALL BE RESPONSIBLE FOR THE PROPER FIT OF ALL COMPONENTS.
SOME DIMENSIONS AND CONDITIONS MAY VARY. NOTIFY ENGINEER IN WRITING OF ANY
DISCREPANCIES OR CONFLICTS.

5. CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFICATION OF ALL SETBACKS, EASEMENTS,
BUFFERS, ETC. PRIOR TO COMMENCEMENT OF CONSTRUCTION.

6. CONTRACTOR SHALL CAREFULLY EXAMINE ALL DOCUMENTS AND THE CONSTRUCTION SITE TO
OBTAIN FIRST HAND KNOWLEDGE OF EXISTING CONDITIONS.

7. ALL DIMENSIONS ARE MEASURED TO BACK OF CURB WHERE CURB & GUTTER IS PRESENT. ALL
OTHER DIMENSIONS ARE MEASURED TO EDGE OF PAVEMENT UNLESS NOTED OTHERWISE.
CONTRACTOR IS TO COORDINATE WITH THE ARCHITECTURAL PLANS AS TO THE BUILDING
LAYOUT AND DIMENSIONS.

8. ALL NEW ASPHALT AND/OR CONCRETE PAVING SHALL HAVE A SMOOTH TRANSITION TO EXISTING
PAVEMENT.

9. ALL SIGNS AND UTILITY MARKERS REMOVED/DISTURBED DURING CONSTRUCTION SHALL BE
REINSTALLED UNLESS NOTED OTHERWISE ON PLANS.

10. ALL HANDICAP ACCESSIBLE SITE IMPROVEMENTS INCLUDING HANDICAP PARKING SPACES AND
ACCESSIBLE ROUTES  SHALL CONFORM WITH THE AMERICANS WITH DISABILITY ACT DESIGN
GUIDELINES AND SPECIFICATIONS, LATEST EDITION, AND ANY ADDITIONAL FEDERAL, STATE, AND
LOCAL CODES, REQUIREMENTS, AND REGULATIONS.

11. ALL PARKING STRIPING SHALL BE 5" PAINTED WHITE UNLESS NOTED OTHERWISE. ALL PAINT TO
BE WATERBORNE TRAFFIC PAINT THAT IS ENVIRONMENTALLY FRIENDLY.

12. ALL STRIPING AND SIGNS SHALL CONFORM WITH THE STATE'S DEPARTMENT OF
TRANSPORTATION AND THE MANUAL ON UNIFORM TRAFFIC CONTROL DEVICES (MUTCD), LATEST
EDITION.

13. AT THE END OF EACH DAY'S WORK, REMOVE/RELOCATE ANY DEBRIS AND/OR CONSTRUCTION
MATERIALS THAT IS NOT WITHIN THE CONTRACTOR CONSTRUCTION LIMITS.

14. ALL PROPOSED AND EXISTING PAVEMENT AND CURB TO REMAIN SHALL BE PROTECTED. IF
DAMAGED, IT SHALL BE REPLACED PROMPTLY TO MEET STATE AND LOCAL REQUIREMENTS AT
THE CONTRACTOR'S EXPENSE.

15. CONTRACTOR IS REQUIRED TO NOTIFY ENGINEER IN WRITING OF ANY DISCREPANCIES OR
CONFLICTS ENCOUNTERED DURING CONSTRUCTION ACTIVITIES.
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PROPOSED ASPHALT



RETRACTABLE/ELECTRONIC BOLLARDS

STANDARD/REMOVABLE
BOLLARDS

BOULDERS OR PRE-FAB
PLANTER BOX

STANDARD/REMOVABLE
BOLLARDS

STANDARD/REMOVABLE
BOLLARDS

RETRACTABLE/ELECTRONIC
BOLLARDS

BOULDERS OR PRE-FAB
PLANTER BOX

LIMITS OF
DISTURBANCE

0.2 AC

O

O

BOULDERS OR PRE-FAB
PLANTER BOX

BOULDERS OR PRE-FAB
PLANTER BOX

BOULDERS OR PRE-FAB
PLANTER BOX
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HATCH LEGEND:

EXISTING
ASPHALT PAVEMENT

PROPOSED CONCRETE

EXISTING CONCRETE

SITE LAYOUT AND STAKING NOTES

1. THE CONTRACTOR SHALL PROVIDE THREE WORKING DAYS NOTICE TO THE UTILITIES
PROTECTION CENTER BY CALLING 811 IN ORDER TO LOCATE UTILITIES PRIOR TO STARTING ANY
EXCAVATION OR CONSTRUCTION.

2. THE LOCATIONS OF UNDERGROUND UTILITIES AS SHOWN HEREON ARE BASED ON
ABOVE-GROUND STRUCTURES PROVIDED BY THE SURVEYOR. NO EXCAVATIONS OR
SUBSURFACE LOCATING SERVICES WERE MADE DURING THE PERFORMANCE OF THE
TOPOGRAPHIC SURVEY TO LOCATE / IDENTIFY BURIED UTILITIES / STRUCTURES. LOCATIONS OF
UNDERGROUND UTILITIES / STRUCTURES MAY VARY FROM LOCATIONS SHOWN HEREON.

3. CONTRACTOR SHALL BE RESPONSIBLE FOR REPAIRING ANY UTILITIES DAMAGED DURING
DEMOLITION AND/OR CONSTRUCTION AT NO ADDITIONAL COST TO THE OWNER.

4. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS PRIOR TO
STARTING WORK AND SHALL BE RESPONSIBLE FOR THE PROPER FIT OF ALL COMPONENTS.
SOME DIMENSIONS AND CONDITIONS MAY VARY. NOTIFY ENGINEER IN WRITING OF ANY
DISCREPANCIES OR CONFLICTS.

5. CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFICATION OF ALL SETBACKS, EASEMENTS,
BUFFERS, ETC. PRIOR TO COMMENCEMENT OF CONSTRUCTION.

6. CONTRACTOR SHALL CAREFULLY EXAMINE ALL DOCUMENTS AND THE CONSTRUCTION SITE TO
OBTAIN FIRST HAND KNOWLEDGE OF EXISTING CONDITIONS.

7. ALL DIMENSIONS ARE MEASURED TO BACK OF CURB WHERE CURB & GUTTER IS PRESENT. ALL
OTHER DIMENSIONS ARE MEASURED TO EDGE OF PAVEMENT UNLESS NOTED OTHERWISE.
CONTRACTOR IS TO COORDINATE WITH THE ARCHITECTURAL PLANS AS TO THE BUILDING
LAYOUT AND DIMENSIONS.

8. ALL NEW ASPHALT AND/OR CONCRETE PAVING SHALL HAVE A SMOOTH TRANSITION TO EXISTING
PAVEMENT.

9. ALL SIGNS AND UTILITY MARKERS REMOVED/DISTURBED DURING CONSTRUCTION SHALL BE
REINSTALLED UNLESS NOTED OTHERWISE ON PLANS.

10. ALL HANDICAP ACCESSIBLE SITE IMPROVEMENTS INCLUDING HANDICAP PARKING SPACES AND
ACCESSIBLE ROUTES  SHALL CONFORM WITH THE AMERICANS WITH DISABILITY ACT DESIGN
GUIDELINES AND SPECIFICATIONS, LATEST EDITION, AND ANY ADDITIONAL FEDERAL, STATE, AND
LOCAL CODES, REQUIREMENTS, AND REGULATIONS.

11. ALL PARKING STRIPING SHALL BE 5" PAINTED WHITE UNLESS NOTED OTHERWISE. ALL PAINT TO
BE WATERBORNE TRAFFIC PAINT THAT IS ENVIRONMENTALLY FRIENDLY.

12. ALL STRIPING AND SIGNS SHALL CONFORM WITH THE STATE'S DEPARTMENT OF
TRANSPORTATION AND THE MANUAL ON UNIFORM TRAFFIC CONTROL DEVICES (MUTCD), LATEST
EDITION.

13. AT THE END OF EACH DAY'S WORK, REMOVE/RELOCATE ANY DEBRIS AND/OR CONSTRUCTION
MATERIALS THAT IS NOT WITHIN THE CONTRACTOR CONSTRUCTION LIMITS.

14. ALL PROPOSED AND EXISTING PAVEMENT AND CURB TO REMAIN SHALL BE PROTECTED. IF
DAMAGED, IT SHALL BE REPLACED PROMPTLY TO MEET STATE AND LOCAL REQUIREMENTS AT
THE CONTRACTOR'S EXPENSE.

15. CONTRACTOR IS REQUIRED TO NOTIFY ENGINEER IN WRITING OF ANY DISCREPANCIES OR
CONFLICTS ENCOUNTERED DURING CONSTRUCTION ACTIVITIES.
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UTILITY NOTES:

1. THE LOCATION OF ALL EXISTING UNDERGROUND UTILITIES AS SHOWN HEREON ARE
BASED ON ABOVE-GROUND STRUCTURES AND IS APPROXIMATE AND SHOWN FOR
INFORMATIONAL PURPOSES ONLY. NO CERTIFICATION IS MADE AS TO THE ACCURACY
OR COMPLETENESS OF THIS INFORMATION.

2. ADDITIONAL BURIED UTILITIES / STRUCTURES MAY BE ENCOUNTERED.  NO
EXCAVATIONS WERE MADE DURING THE PROGRESS OF THIS SURVEY TO LOCATE
BURIED UTILITIES / STRUCTURES.

3. BEFORE EXCAVATIONS ARE BEGUN, GIVE THREE WORKING DAYS NOTICE TO THE
UTILITIES PROTECTION CENTER AT 1-800-282-7411 PRIOR TO ANY EXCAVATION IN
ORDER THAT UNDERGROUND UTILITIES MAY BE LOCATED AND PROTECTED.

HATCH LEGEND:

GRADING AND DRAINAGE NOTES

1. THE CONTRACTOR SHALL PROVIDE THREE WORKING DAYS NOTICE TO THE UTILITIES
PROTECTION CENTER BY CALLING 811 IN ORDER TO LOCATE UTILITIES PRIOR TO STARTING ANY
EXCAVATION OR CONSTRUCTION.

2. THE LOCATIONS OF UNDERGROUND UTILITIES AS SHOWN HEREON ARE BASED ON
ABOVE-GROUND STRUCTURES PROVIDED BY THE SURVEYOR. NO EXCAVATIONS OR SUBSURFACE
LOCATING SERVICES WERE MADE DURING THE PERFORMANCE OF THE TOPOGRAPHIC SURVEY
TO LOCATE / IDENTIFY BURIED UTILITIES / STRUCTURES. LOCATIONS OF UNDERGROUND UTILITIES
/ STRUCTURES MAY VARY FROM LOCATIONS SHOWN HEREON.

3. CONTRACTOR SHALL BE RESPONSIBLE FOR REPAIRING ANY UTILITIES DAMAGED DURING
DEMOLITION AND/OR CONSTRUCTION AT NO ADDITIONAL COST TO THE OWNER.

4. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS PRIOR TO
STARTING WORK AND SHALL BE RESPONSIBLE FOR THE PROPER FIT OF ALL COMPONENTS. SOME
DIMENSIONS AND CONDITIONS MAY VARY. NOTIFY ENGINEER IN WRITING OF ANY DISCREPANCIES
OR CONFLICTS.

5. ALL SUITABLE FILL MATERIAL SHALL BE PLACED IN LIFTS NOT TO EXCEED 8 INCHES & COMPACTED
TO 95% OF MAX. DRY DENSITY OF STANDARD PROCTOR.

6. FILL MATERIAL SHALL BE CLEAN AND FREE OF ALL DEBRIS AND ORGANIC MATERIAL

7. CONTRACTOR TO FILL AND/OR EXCAVATE AS REQUIRED FOR INSTALLATION OF ALL PROPOSED
FEATURES. FINAL GRADES SHALL BE FLUSH WITH EDGE OF ASPHALT, SIDEWALK, AND/OR BACK
OF CURB AND GRADED TO ENSURE POSITIVE DRAINAGE. PONDING OF STORMWATER SHALL NOT
OCCUR.

8. ADJUST ALL TOP OF STRUCTURES ELEVATIONS (MANHOLES, CLEANOUTS, VALVE BOXES, ETC.) TO
FINISH GRADE ELEVATIONS. FAILURE TO NOTE SUCH WORK SHALL NOT BE THE BASIS FOR
CONTRACT MODIFICATIONS OR ADDITIONS.

9. ALL PROPOSED AND EXISTING PAVEMENT AND CURB TO REMAIN SHALL BE PROTECTED. IF
DAMAGED, IT SHALL BE REPLACED PROMPTLY TO MEET STATE AND LOCAL REQUIREMENTS AT
THE CONTRACTOR'S EXPENSE.

10. CARE SHALL BE TAKEN NEAR EXISTING TREES, SHRUBS, AND OTHER VEGETATION WHICH ARE TO
REMAIN SO AS TO NOT CAUSE INJURY TO ROOT SYSTEMS OR TRUNKS.

11. AT THE END OF EACH DAY'S WORK, REMOVE ANY DEBRIS, MATERIAL, ETC. (RESULTING FROM
CONTRACTOR'S GRADING OPERATIONS) THAT IS NOT WITHIN THE CONTRACTOR CONSTRUCTION
LIMITS.

12. ALL DISTURBED AREAS OF THE SITE SHALL BE DRESSED TO UNIFORM, WELL DRAINED AND
VISUALLY APPEALING SURFACE WITH A MINIMUM TOPSOIL LAYER OF FOUR INCHES.

13. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO ENSURE THE SITE IS ADA ACCESSIBLE AS
REQUIRED BY FEDERAL, STATE AND LOCAL GOVERNMENT.

14. FINISH GRADE ELEVATIONS INDICATE EDGE OF PAVEMENT/TOP OF PAVEMENT UNLESS
OTHERWISE NOTED.

15. REFER TO DETAILS FOR PAVEMENT TYPICAL SECTION.

16. SITE SHALL BE GRADED UNIFORMLY FOR POSITIVE DRAINAGE AS SHOWN FROM THE PROPOSED
ELEVATIONS, CONTOURS, AND THE DRAINAGE SLOPE ARROWS.

17. MAXIMUM SIDEWALK CROSS SLOPE IS 2%.  MAXIMUM LONGITUDINAL SLOPE ALONG AN
ACCESSIBLE SIDEWALK IS 5%.  MAXIMUM PAVEMENT SLOPE IN HANDICAP PARKING AREA AND
ACCESS AISLE IS 2% IN ANY DIRECTION.  MAXIMUM HANDICAP RAMP SLOPE IS 12H:1V.

18. CONTRACTOR IS REQUIRED TO NOTIFY ENGINEER IN WRITING OF ANY DISCREPANCIES OR
CONFLICTS ENCOUNTERED DURING CONSTRUCTION ACTIVITIES.
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ASPHALT PAVEMENT

PROPOSED CONCRETE

EXISTING CONCRETE

PROPOSED ASPHALT
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6"                                                                              

6 X 6 10/10 MESH                                                                

24"
SQUARE

36" SQUARE
(MINIMUM)

# 4 BARS @ 6" O.C.
(2" CLEAR) AROUND
OPENING Fc=3000
PSI
PLASTER 1:2
MORTAR 1/2" THICK

& FRAME                                                        

GRATE INLET DETAIL
NOT TO SCALE

2"

12"

6"

6" 1'-6"

3" R

2'- 0"

5"

3" 2" R
SLOPE 1" PER FT.

NOTES:
1.  PITCHED GUTTER TO BE USED IN ALL CASES WHERE PAVEMENT IS SLOPED AWAY FROM CURB.
2.  CURB AND GUTTER IS TO BE CONSTRUCTED IN 10 FOOT LENGTHS.
3.  1/2" EXPANSION JOINTS SHALL BE PROVIDED AT INTERVALS NOT TO EXCEED 50 FEET AT THE ENDS
AND MID POINTS OF RETURNS, AND AT ANY POINT WHERE NEW CURB AND GUTTER ABUT OTHER
CONCRETE STRUCTURES.
4.  5' LONG TRANSITIONS SHALL BE PROVIDED BETWEEN NORMAL GUTTER ADN PITCHED GUTTER UNLESS
OTHERWISE NOTED ON THE PLANS.
5.  30" CURB AND GUTTER TO BE USED IN DOT PAVING SECTIONS.
6.  TRANSITION ALL 30" CURB AND GUTTER TO 24" INSIDE RADII OF TURNS.

TYPE B-24"TYPE A-24"

12"

2"

PITCHED

6"

STANDARD

1'-6"6"

SLOPE 1" PER FT.
2" R
3" R

3"

5"

2'- 0"

24" STANDARD CURB AND GUTTER
NOT TO SCALE
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STANDARD DUTY ASPHALT PAVEMENT SECTION DETAIL
NOT TO SCALE

A

NOTES:

PRIME COAT MAY BE REQUIRED IF GAB IS LEFT UNPAVED FOR GREATER THAN 14 DAYS.  CONTACT
ENGINEER FOR FINAL DIRECTIVE.

THE GRADED AGGREGATE BASE SHALL BE COMPACTED TO 98% PROCTOR MAXIMUM DRY DENSITY.

3" ASPHALT
BINDER

A

12" COMPACTED GRADED
AGGREGATE BASE (DENSIFIED
EXISTING OR NEW FILL MATERIAL
(95% PROCTOR MAXIMUM DRY
DENSITY)

PRIME
COAT

2" ASPHALTIC CONCRETE (9.5 OR 12.5 MM SUPERPAVE)

CONTRACTOR IS TO REFER TO REPORT OF PRELIMINARY SUBSURFACE EXPLORATION AND
GEOTECHNICAL ENGINEERING EVALUATION PREPARED BY EMC ENGINEERING SERVICES, INC. AND
DATED MARCH 14, 2022 FOR INFORMATION ON ALL PAVEMENT INSTALLATIONS

NOTES:

1.  ALL CONSTRUCTION SHALL CONFORM TO THE LOCAL SPECIFICATIONS.
2.  ADA COMPLIANT HANDICAP RAMPS SHALL BE INSTALLED AT EACH INTERSECTION OR DESIGNATED

CROSSWALK LOCATION AND MUST MEET OR EXCEED THE MOST CURRENT ADA STANDARDS AND THE
LOCAL SPECIFICATIONS AT THE TIME OF CONSTRUCTION.

3.  CONTRACTOR TO INSTALL 1/2" WIDE AND 1/4" DEEP TOOLED JOINT EVERY 5 FEET OR AS SHOWN ON
THE PLAN.  CONTRACTOR IS TO INSTALL 1/2" PRE-MOLDED EXPANSION JOINT MATERIAL THAT IS
TRIM FLUSH WITH CONCRETE TOP EVERY 30' FEET, BETWEEN CONCRETE POURS OR AS SHOWN ON
THE PLANS.

4. ALL SIDEWALKS SHALL MEET ADA STANDARDS.

CONCRETE SIDEWALK DETAIL
NOT TO SCALE

FORMER OR SAWED CONTRACTION
JOINT, 3/4" DEEP.  SPACED AT 5'
INTERVALS.

PLAN VIEW

(TYPICAL)

6'-0"

MEDIUM BROOM FINISH

AS
 P

ER
 P

LA
N

S

2% MAX.
CROSS
SLOPE

INSTALL 1/2" EXPANSION
JOINT EVERY 30 FT. FORMED
OR SAWCUT 1" DEEP

SECTION VIEW

12" COMPACTED SOIL SUB GRADE
98% STANDARD PROCTOR

4" - 3,000 PSI CONCRETE
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UTILITY LOCATION DISCLAIMER

THE UTILITIES ARE SHOWN AS PER THE LOCATION OF POLES, MANHOLES, VALVES,
PEDESTALS, ETC., EXISTING DRAWINGS AND INFORMATION PROVIDED BY UTILITY
PERSONNEL. THE SURVEYOR MAKES NO GUARANTEE THAT THE UTILITIES SHOWN
COMPRISE ALL SUCH UTILITIES IN THE AREA, EITHER IN SERVICE OR ABANDONED.
THE SURVEYOR FURTHER DOES NOT WARRANT THAT THE UTILITIES SHOWN ARE
THE EXACT LOCATION INDICATED, ALTHOUGH HE DOES CERTIFY THAT THEY ARE
LOCATED AS ACCURATELY AS POSSIBLE FROM INFORMATION AVAILABLE.

VICINITY MAP
NOT TO SCALE

EMC ENGINEERING SERVICES, INC.
ENVIRONMENTAL- MARINE - CIVIL - SURVEY

PROJECT LOCATION: REVISION DESCRIPTION

ENVIRONMENTAL

CIVIL
MARINE

Prepared for

EROSION, SEDIMENT, AND POLLUTION CONTROL PLANS
FOR

EMC  ENGINEERING  SERVICES,  INC.
3575 MACON ROAD, SUITE 15
 COLUMBUS, GEORGIA 31907

PHONE:  (706) 565-5985
FAX:  (706) 565-5983

columbus@emc-eng.com
www.emc-eng.com

DATE

ALBANY • ATLANTA • AUGUSTA • BRUNSWICK • COLUMBUS • GREENVILLE
SAVANNAH • STATESBORO • THOMASTON • VALDOSTA

IPG

FAYETTEVILLE, FAYETTE COUNTY, GEORGIA

FAYETTEVILLE, FAYETTE COUNTY, GEORGIA
1 CENTER DRIVE

APRIL 2025
EMC PROJECT# 25-7020

FAYETTE COUNTY JUSTICE CENTER PARKING ADDITION

- - -

- - -

- - -

- - -

- - -

- - -

- - -

IDENTIFY THE PROJECT RECEIVING WATERS AND DESCRIBE ALL ADJACENT AREAS INCLUDING STREAMS, LAKES,
RESIDENTIAL AREAS, WETLANDS, ETC. WHICH MAY BE AFFECTED:  THE RUN-OFF FROM THE SITE WILL SHEET
FLOW INTO AN EXISTING STORM DRAIN SYSTEM THAT HAS NOW BEEN REPLACED AS A GRATE INLET AND THEN TO
THEN TO THE RECEIVING WATERS WHICH IS AN UNNAMED TRIBUTARY OF GINGER CAKE CREEK .

SEDIMENT BASIN: N/A

SEE SHEET # N/A  

EMD APPROVAL REVIEW: REVIEWER CERTIFICATION #  

* ALL STATE WATERS MUST BE IDENTIFIED WITH A SIGN.

CHECKLIST #3:
LIMITS OF DISTURBANCE SHALL BE NO GREATER THAN 50 ACRES FOR EACH INDIVIDUAL PERMITTEE (I.E. PRIMARY,
SECONDARY OR TERTIARY) AT ANY ONE TIME AND NO MORE THAN 50 CONTIGUOUS ACRES AT ONE TIME WITHOUT
PRIOR WRITTEN AUTHORIZATION FROM THE EPD DISTRICT OFFICE.  IF EPD APPROVES THE REQUEST TO DISTURB
50 ACRES OR MORE AT ANY ONE TIME, THE PLAN MUST INCLUDE AT LEAST 4 OF THE BMPS LISTED IN APPENDIX 1
OF THIS CHECKLIST. A COPY OF THE WRITTEN APPROVAL BY EPD MUST BE ATTACHED TO THE PLAN FOR THE PLAN
TO BE REVIEWED.

APPLICABLE: NOT APPLICABLE:      X

CHECKLIST #7:
GPS LOCATION OF THE CONSTRUCTION EXIT: N033.338393, W077.082879

OWNER/FACILITY CONTACT:

OWNER/OPERATOR:

FAYETTE COUNTY JUSTICE CENTER
1 CENTER DRIVE, FAYETTEVILLE, GA 30214
PHONE: (770) 716-4292

THE POINT OF CONTACT FOR CIVIL SITE WORK FOR
THIS PROJECT IS:

EMC ENGINEERING SERVICES, INC.
CONTACT:  JOEL D. WOMACK, PE
3575 MACON ROAD; SUITE 15
COLUMBUS, GA 31907
(706) 478-9035
EMAIL: JOEL_WOMACK@EMC-ENG.COM

FACILITY:

FAYETTE COUNTY JUSTICE CENTER
1 CENTER DRIVE, FAYETTEVILLE, GA 30214
OFFICE: (770) 716-4292

TWENTY-FOUR HOUR CONTACT RESPONSIBLE
FOR EROSION AND SEDIMENT CONTROL:

TBD

CHECKLIST #17:
AMENDMENTS/REVISIONS TO THE ES&PC PLAN WHICH HAVE A SIGNIFICANT EFFECT ON BMP'S WITH A HYDRAULIC
COMPONENT MUST BE CERTIFIED BY THE DESIGN PROFESSIONAL.

GSWCC GEORGIA SOIL AND WATER
CONSERVATION
COMMISSION

Joel D Womack
Level II Certified Design Professional

CERTIFICATION NUMBER             0000061976

ISSUED     04/01/2023         EXPIRES     04/01/2026

[CHECKLIST #4]

[CHECKLIST #2] LEVEL II CERTIFICATION

PROJECT INFORMATION & DATA
[CHECKLIST # 9] THE PROJECT IS LOCATED IN FAYETTE COUNTY, GA. THE PROJECT SITE IS LOCATED ON U.S.

HIGHWAY 78, WITHIN LAND LOT 441 IN THE 2ND SECTION OF THE 18TH DISTRICT. CONSTRUCTION WILL
CONSIST OF TREE AND PARKING LOT DEMOLITION AND CONSTRUCTION OF A NEW PARKING LOT WITH
ASSOCIATED STORM IMPROVEMENTS.

 TOTAL SITE AREA: 40.85 AC
[CHECKLIST #6] TOTAL DISTURBED AREA:  0.2 AC

                                        LIMIT OF CONSTRUCTION: 0.2 AC
VOLUME EARTHWORK:  236 CY FILL
TOTAL CUT VOLUME:  142 CY
TOTAL FILL VOLUME:  378 CY
EARTHWORK QUANTITIES SHOWN ARE FOR PURPOSES OF PERMITTING ONLY AND SHOULD NOT BE USED
FOR CONSTRUCTION.  THE CONTRACTORS IS RESPONSIBLE FOR DETERMINING EXACT EARTHWORK 
QUANTITIES
PRIMARY PERMITTEE: FAYETTE COUNTY JUSTICE CENTER

1. EXISTING CONDITIONS: EXISTING PARKING LOT ALONG WITH OPEN GRASS AREA AND EXISTING BUILDINGS.

2. PREDOMINANT SOIL TYPE: CeB - CECIL SANDY LOAM, 2 TO 6 PERCENT SLOPES

3. STORMWATER MANAGEMENT CONSIDERATIONS: EXISTING STORMWATER SYSTEM TIES TO STATE WATERS

4. EXISTING CONTOURS OBTAINED BY:  SURVEYED BY EMC ENGINEERING, MARCH 17, 2025

5. DISPOSAL OF DEBRIS: ALL DEBRIS WILL BE HAULED OFFSITE TO A STATE APPROVED LANDFILL.

6. INSTALLATION STATEMENT: THE INSTALLATION OF EROSION CONTROL MEASURES AND PRACTICES SHALL
OCCUR PRIOR TO OR CONCURRENT WITH LAND DISTURBING ACTIVITIES.

7. UPON REVIEW OF FIRM MAP PANEL NUMBER 13113C0104E DATED SEPTEMBER 26, 2008, THIS PROPERTY LIES
WITHIN FLOOD HAZARD ZONE X (UNSHADED) WHICH IS NOT A FLOOD HAZARD AREA.

8. MS4 FACILITY NAME: FAYETTE COUNTY, GA

24 HOUR CONTACT:
TBD
TBD
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JOEL DAV ID WOMACK

No. PE39141

4/16/2025

SITE

Sheet List Table
Sheet Number Sheet Title

EC1.0 EROSION CONTROL COVER

EC2.0 INITIAL PHASE EROSION CONTROL PLAN

EC3.0 INTERMEDIATE PHASE EROSION CONTROL PLAN

EC4.0 FINAL PHASE EROSION CONTROL PLAN

EC5.0 HYDROLOGY PLAN

EC6.0 EROSION CONTROL NOTES

EC6.1 EROSION CONTROL NOTES

EC7.0 EROSION CONTROL DETAILS
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INITIAL PHASE NARRATIVE:
1. CONTRACTOR SHALL INSTALL CONSTRUCTION SITE ENTRANCE / EXIT (Co).

2. CONTRACTOR SHALL INSTALL ALL INITIAL SEDIMENT STORAGE REQUIREMENTS AND
PERIMETER CONTROL BMP'S (Sd2-P).

3. CONTRACTOR SHALL UTILIZE DUST CONTROL AND OTHER EROSION & SEDIMENT CONTROL
MEASURES AS NEEDED.

4. CONTRACTOR SHALL ENSURE THAT SEDIMENT LADEN RUNOFF DOES NOT UNDERMINE
SEDIMENT BARRIERS. THE CONTRACTOR IS REQUIRED TO CHECK SEDIMENT BARRIERS
DURING STORM EVENTS AND MAKE REPAIRS AS NEEDED.

5. CONTRACTOR SHALL DEMO EXISTING TREES AS SHOWN IN THE DRAWING AND EXCAVATE TO
A MINIMUM DEPTH OF 11".

6. [CHECKLIST #6 & 47] THE DISTURBED AREA FOR THE INITIAL PHASE IS ±0.2 ACRES, WITH LIMITS
OF CONSTRUCTION OF ±0.2 ACRES.

HATCH LEGEND:

EXISTING
ASPHALT PAVEMENT

***THIS SHEET FOR EROSION CONTROL MEASURES ONLY***
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Call before you dig.

GSWCC GEORGIA SOIL AND WATER
CONSERVATION
COMMISSION

Joel D Womack
Level II Certified Design Professional

CERTIFICATION NUMBER             0000061976

ISSUED     04/01/2023         EXPIRES     04/01/2026

[CHECKLIST #4]

[CHECKLIST #2] LEVEL II CERTIFICATION

24 HOUR CONTACT:
TBD
TBD

*****NOTE: 

[CHECKLIST #15] NON-EXEMPT ACTIVITIES SHALL NOT BE CONDUCTED WITHIN THE 25 OR 50-FOOT
UNDISTURBED STREAM BUFFERS AS MEASURED FROM THE POINT OF WRESTED VEGETATION
WITHOUT FIRST ACQUIRING THE NECESSARY VARIANCES AND PERMITS.

[CHECKLIST #17] AMENDMENTS/REVISIONS TO THE ES&PC PLAN WHICH HAVE A SIGNIFICANT
EFFECT ON BMP'S WITH A HYDRAULIC COMPONENT MUST BE CERTIFIED BY THE DESIGN
PROFESSIONAL.

[CHECKLIST #18] WASTE MATERIALS SHALL NOT BE DISCHARGED TO WATERS OF THE STATE,
EXCEPT AS AUTHORIZED BY A SECTION 404 PERMIT.

[CHECKLIST #19] THE ESCAPE OF SEDIMENT FROM THE SITE SHALL BE PREVENTED BY THE
INSTALLATION OF EROSION AND SEDIMENT CONTROL MEASURES AND PRACTICES PRIOR TO, OR
CONCURRENT WITH, LAND DISTURBING ACTIVITIES.

[CHECKLIST #20] EROSION CONTROL MEASURES WILL BE MAINTAINED AT ALL TIMES.  IF FULL
IMPLEMENTATION OF THE APPROVED PLAN DOES NOT PROVIDE FOR EFFECTIVE EROSION
CONTROL, ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES SHALL BE IMPLEMENTED TO
CONTROL OR TREAT THE SEDIMENT SOURCE.

[CHECKLIST #21] ANY DISTURBED AREA LEFT EXPOSED FOR A PERIOD OF GREATER THAN 14 DAYS
SHALL BE STABILIZED WITH MULCH OR TEMPORARY SEEDING.

EXISTING CONCRETE

DEMOLITION

SEDIMENT STORAGE CALCULATIONS [CHECKLIST #49]:
REQUIRED SEDIMENT STORAGE (INITIAL)= 67 CY/ DISTURBED ACRE x 0.2 ACRES
REQUIRED SEDIMENT STORAGE (INITIAL)= 13 CY

EXCAVATED INLET SEDIMENT STORAGE = 12' x 12' x 2.5' = 360 CF = 13.3 CY

TOTAL PROVIDED SEDIMENT STORAGE = 13.3 CY

THE REQUIRED SEDIMENT STORAGE FOR THIS SITE IS 13 CY. THE SEDIMENT WILL BE TRAPPED
USING TYPE-S SILT FENCE.  THE STORAGE AVAILABLE FOR THIS SITE IS 13.3 CY. THEREFORE THE
AVAILABLE STORAGE > REQUIRED STORAGE.

INLET NO. DEPTH SLOPE VOL PROVIDED LENGTH WIDTH

INLET SEDIMENT STORAGE SUMMARY
SHAPE

SD2-F 1 2.5' 2:1 13.33 CF 12.0'RECTANGULAR 12.0'
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INTERMEDIATE PHASE:
1. CONTRACTOR SHALL INSTALL Ds1 ON ALL EXPOSED DISTURBED AREAS WITHIN 14 DAYS OF

DISTURBANCE.

2. CONTRACTOR SHALL MAINTAIN ALL TEMPORARY EROSION CONTROL DEVICES.

3. CONTRACTOR SHALL UTILIZE DUST CONTROL AND OTHER EROSION CONTROL MEASURES AS
NEEDED.

4. CONTRACTOR SHALL ENSURE THAT SEDIMENT LADEN RUNOFF DOES NOT UNDERMINE
SEDIMENT BARRIERS. THE CONTRACTOR IS REQUIRED TO CHECK SEDIMENT BARRIERS
DURING STORM EVENTS AND MAKE REPAIRS AS NEEDED.

5. [CHECKLIST #6 & 47] THE DISTURBED AREA FOR THE INTERMEDIATE PHASE IS ±0.2 ACRES,
WITH LIMITS OF CONSTRUCTION OF ±0.2 ACRES.
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***THIS SHEET FOR EROSION CONTROL MEASURES ONLY*** Know what's below.
www.Georgia811.com
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Call before you dig.

GSWCC GEORGIA SOIL AND WATER
CONSERVATION
COMMISSION

Joel D Womack
Level II Certified Design Professional

CERTIFICATION NUMBER             0000061976

ISSUED     04/01/2023         EXPIRES     04/01/2026

[CHECKLIST #4]

[CHECKLIST #2] LEVEL II CERTIFICATION

24 HOUR CONTACT:
TBD
TBD

HATCH LEGEND:

SEDIMENT STORAGE CALCULATIONS [CHECKLIST #49]:
REQUIRED SEDIMENT STORAGE (INTERMEDIATE)= 67 CY/ DISTURBED ACRE x 0.2 ACRES
REQUIRED SEDIMENT STORAGE (INTERMEDIATE)= 13 CY

EXCAVATED INLET SEDIMENT STORAGE = 12' x 12' x 2.5' = 360 CF = 13.3 CY

TOTAL PROVIDED SEDIMENT STORAGE = 13.3 CY

THE REQUIRED SEDIMENT STORAGE FOR THIS SITE IS 13 CY. THE SEDIMENT WILL BE TRAPPED
USING TYPE-S SILT FENCE.  THE STORAGE AVAILABLE FOR THIS SITE IS 13.3 CY. THEREFORE THE
AVAILABLE STORAGE > REQUIRED STORAGE.

*****NOTE: 

[CHECKLIST #15] NON-EXEMPT ACTIVITIES SHALL NOT BE CONDUCTED WITHIN THE 25 OR 50-FOOT
UNDISTURBED STREAM BUFFERS AS MEASURED FROM THE POINT OF WRESTED VEGETATION
WITHOUT FIRST ACQUIRING THE NECESSARY VARIANCES AND PERMITS.

[CHECKLIST #17] AMENDMENTS/REVISIONS TO THE ES&PC PLAN WHICH HAVE A SIGNIFICANT
EFFECT ON BMP'S WITH A HYDRAULIC COMPONENT MUST BE CERTIFIED BY THE DESIGN
PROFESSIONAL.

[CHECKLIST #18] WASTE MATERIALS SHALL NOT BE DISCHARGED TO WATERS OF THE STATE,
EXCEPT AS AUTHORIZED BY A SECTION 404 PERMIT.

[CHECKLIST #19] THE ESCAPE OF SEDIMENT FROM THE SITE SHALL BE PREVENTED BY THE
INSTALLATION OF EROSION AND SEDIMENT CONTROL MEASURES AND PRACTICES PRIOR TO, OR
CONCURRENT WITH, LAND DISTURBING ACTIVITIES.

[CHECKLIST #20] EROSION CONTROL MEASURES WILL BE MAINTAINED AT ALL TIMES.  IF FULL
IMPLEMENTATION OF THE APPROVED PLAN DOES NOT PROVIDE FOR EFFECTIVE EROSION
CONTROL, ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES SHALL BE IMPLEMENTED TO
CONTROL OR TREAT THE SEDIMENT SOURCE.

[CHECKLIST #21] ANY DISTURBED AREA LEFT EXPOSED FOR A PERIOD OF GREATER THAN 14 DAYS
SHALL BE STABILIZED WITH MULCH OR TEMPORARY SEEDING.

EXISTING
ASPHALT PAVEMENT

PROPOSED CONCRETE

EXISTING CONCRETE

PROPOSED ASPHALT

INLET NO. DEPTH SLOPE VOL PROVIDED LENGTH WIDTH

INLET SEDIMENT STORAGE SUMMARY
SHAPE

SD2-F 1 2.5' 2:1 13.33 CF 12.0'RECTANGULAR 12.0'
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FINAL PHASE NARRATIVE:
1. CONTRACTOR SHALL ESTABLISH PERMANENT VEGETATIVE COVER ON ALL DISTURBED

UNPAVED SURFACES UTILIZING PERMANENT SODDING (Ds4).

2. ONCE PERMANENT VEGETATION IS INSTALLED AND PROJECT HAS ACHIEVED FINAL
STABILIZATION, CONTRACTOR SHALL REMOVE ALL TEMPORARY EROSION AND SEDIMENT
CONTROL MEASURES.

3. [CHECKLIST #6 & 48] THE DISTURBED AREA FOR THE FINAL PHASE IS ± 0.0 ACRES

4. SOD ALL DISTURBED AREAS.

PROFESSIONAL

ENGINEER

REGISTERED

*G

EO
RGIA

*

JOEL DAV ID WOMACK

No. PE39141

4/16/2025

***THIS SHEET FOR EROSION CONTROL MEASURES ONLY*** Know what's below.
www.Georgia811.com
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Call before you dig.

GSWCC GEORGIA SOIL AND WATER
CONSERVATION
COMMISSION

Joel D Womack
Level II Certified Design Professional

CERTIFICATION NUMBER             0000061976

ISSUED     04/01/2023         EXPIRES     04/01/2026

[CHECKLIST #4]

[CHECKLIST #2] LEVEL II CERTIFICATION

24 HOUR CONTACT:
TBD
TBD

GENERAL NOTES:
1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR DISPOSING OF ALL CONSTRUCTION DEBRIS.

2. THE CONTRACTOR SHALL VERIFY EXISTING CONDITIONS AND ELEVATIONS PRIOR TO BEGINNING
NEW WORK, AN UPDATED TOPOGRAPHIC MAP, INCLUDING UTILITIES AND TREES SHALL BE DONE

3. CONTRACTOR SHALL PROVIDE ADEQUATE DUST CONTROL MEASURES & SHALL MAINTAIN SAFE
PASSAGEWAY FOR WORKERS & NON-WORKERS AS REQUIRED ADJACENT TO THE PROJECT SITE.

*****NOTE: 

[CHECKLIST #15] NON-EXEMPT ACTIVITIES SHALL NOT BE CONDUCTED WITHIN THE 25 OR 50-FOOT
UNDISTURBED STREAM BUFFERS AS MEASURED FROM THE POINT OF WRESTED VEGETATION
WITHOUT FIRST ACQUIRING THE NECESSARY VARIANCES AND PERMITS.

[CHECKLIST #17] AMENDMENTS/REVISIONS TO THE ES&PC PLAN WHICH HAVE A SIGNIFICANT
EFFECT ON BMP'S WITH A HYDRAULIC COMPONENT MUST BE CERTIFIED BY THE DESIGN
PROFESSIONAL.

[CHECKLIST #18] WASTE MATERIALS SHALL NOT BE DISCHARGED TO WATERS OF THE STATE,
EXCEPT AS AUTHORIZED BY A SECTION 404 PERMIT.

[CHECKLIST #19] THE ESCAPE OF SEDIMENT FROM THE SITE SHALL BE PREVENTED BY THE
INSTALLATION OF EROSION AND SEDIMENT CONTROL MEASURES AND PRACTICES PRIOR TO, OR
CONCURRENT WITH, LAND DISTURBING ACTIVITIES.

[CHECKLIST #20] EROSION CONTROL MEASURES WILL BE MAINTAINED AT ALL TIMES.  IF FULL
IMPLEMENTATION OF THE APPROVED PLAN DOES NOT PROVIDE FOR EFFECTIVE EROSION
CONTROL, ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES SHALL BE IMPLEMENTED TO
CONTROL OR TREAT THE SEDIMENT SOURCE.

[CHECKLIST #21] ANY DISTURBED AREA LEFT EXPOSED FOR A PERIOD OF GREATER THAN 14 DAYS
SHALL BE STABILIZED WITH MULCH OR TEMPORARY SEEDING.

HATCH LEGEND:

EXISTING
ASPHALT PAVEMENT

PROPOSED CONCRETE

EXISTING CONCRETE

PROPOSED ASPHALT
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[CHECKLIST #2] LEVEL II CERTIFICATION

24 HOUR CONTACT:
TBD
TBD

[CHECKLIST #4]

HYDROLOGIC INFORMATION:

PRE-DEVELOPED

PRE-BASIN A:  ± 0.16 AC

· PRE-DEVELOPED RUN-OFF CURVE NUMBER: 69
IMPERVIOUS AREA (CN 98): ± 0.00 AC
PASTURE FAIR COND. (CN 69): ± 0.16 AC

· TIME OF CONCENTRATION: 6.0 MIN

· PRE-DEVELOPED 25YR RUN-OFF: 0.819 CFS

POST-DEVELOPED

POST-BASIN A: ± 0.15 AC

· POST-DEVELOPED RUN-OFF COEFFICIENT: 91
IMPERVIOUS AREA (CN 98): ± 0.12 AC
PASTURE GOOD COND. (CN 61) ± 0.03 AC

· TIME OF CONCENTRATION: 6.0 MIN

· POST-DEVELOPED 25YR RUN-OFF: 1.239 CFS

DRAINAGE SUMMARY:

THE PROJECT SITE IS LOCATED AT 1 CENTER DRIVE IN FAYETTEVILLE, FAYETTE COUNTY, GEORGIA. THE
TOTAL SIZE OF THE PROJECT PARCEL IS 40.85 ACRES WITH A DISTURBED AREA OF ± 0.2 ACRES. THE PRE
DEVELOPED CONDITIONS CONSISTS OF PRE BASIN A (0.16 AC) AND PRE BASIN B (0.4 AC). THE SITE
CONSISTS OF AN OPEN GRASS AREA AND A PARKING LOT. THE PROPOSED IMPROVEMENTS TO THE SITE
WILL CONSIST OF AN ADDITION TO THE EXISTING PARKING LOT WITH ASSOCIATED STORM DRAINAGE
IMPROVEMENTS. THE PROPOSED DEVELOPMENT HAS POST BASIN A (0.15 AC) AND POST BASIN B (0.5 AC).
POST-BASIN A (± 0.17 AC). POST-DEVELOPED BASIN A CURRENTLY SHEET FLOWS EAST OVER EXISTING
GRASS AND THE PARKING LOT INTO THE PROPOSED STORM INLET. POST BASIN B SHEET FLOWS SOUTH
AND ACROSS THE EXISTING PARKING LOT AND INTO AN EXISTING STORM WATER SYSTEM.

PRE OUTFLOW (CFS) 1-YR 2-YR 5-YR 10-YR 25-YR 50-YR 100-YR

PRE BASIN A 0.233 0.313 0.463 0.604 0.819 1.004 1.205

PRE BASIN B 0.156 0.183 0.230 0.271 0.330 0.378 0.429

FLOODPLAIN NOTES:

THE PROPERTY SHOWN HERE IS LOCATED ON MAP NO. 13113C0104E OF THE FEMA FLOOD INSURANCE RATE
MAP, EFFECTIVE DATE: SEPTEMBER 26,2008, AND SHOWS THIS PROPERTY IS NOT LOCATED IN A DESIGNATED
FLOOD HAZARD AREA.

SOIL INFORMATION:

· CECIL SANDY LOAM (CeB)
2-6% SLOPES
HYDROLOGIC SOIL GROUP: B

HATCH LEGEND:

POST OUTFLOW (CFS) 1-YR 2-YR 5-YR 10-YR 25-YR 50-YR 100-YR

POST BASIN A 0.586 0.687 0.862 1.016 1.239 1.419 1.609

POST BASIN B 0.195 0.229 0.287 0.339 0.413 0.473 0.536

Know what's below.
www.Georgia811.com
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Call before you dig.

GSWCC GEORGIA SOIL AND WATER
CONSERVATION
COMMISSION

Joel D Womack
Level II Certified Design Professional

CERTIFICATION NUMBER             0000061976

ISSUED     04/01/2023         EXPIRES     04/01/2026

[CHECKLIST #2] LEVEL II CERTIFICATION

24 HOUR CONTACT:
TBD
TBD

[CHECKLIST #4]

EXISTING
ASPHALT PAVEMENT

PROPOSED CONCRETE

EXISTING CONCRETE

PROPOSED ASPHALT



SHEET

OF

Pr
ep

ar
ed

 fo
r:

SURVEY DATE:

SE
R

VI
C

ES
, I

N
C

.
 E

M
C

 E
N

G
IN

EE
R

IN
G

 

SCALE:
DATE:

PROJECT NO.:

SURVEYED BY:

CHECKED BY:

DESIGNED BY:
DRAWN BY:

35
75

 M
ac

on
 R

d.
, S

ui
te

 1
5

C
ol

um
bu

s,
 G

A 
31

90
7

Ph
: (

70
6)

 5
65

-5
98

5
Fa

x:
 (7

06
) 5

65
-5

98
3

co
lu

m
bu

s@
em

c-
en

g.
co

m
w

w
w

.e
m

c-
en

g.
co

m
EN

VI
R

O
N

M
EN

TA
L

C
IV

IL
M

AR
IN

E

AL
BA

N
Y 

• A
TL

AN
TA

 • 
AU

G
U

ST
A 

• B
R

U
N

SW
IC

K 
• C

O
LU

M
BU

S
G

R
EE

N
VI

LL
E 

• S
AV

AN
N

AH
 • 

ST
AT

ES
BO

R
O

 • 
TH

O
M

AS
TO

N
 • 

VA
LD

O
ST

A

D
AT

E
N

O
.

R
EV

IS
IO

N
 D

ES
C

R
IP

TI
O

N
ER

O
SI

O
N

 C
O

N
TR

O
L 

N
O

TE
S

1 
C

EN
TE

R
 D

R
IV

E
FA

YE
TT

EV
IL

LE
, F

AY
ET

TE
 C

O
U

N
TY

, G
EO

R
G

IA

FA
YE

TT
E 

C
O

U
N

TY
 J

U
ST

IC
E 

C
EN

TE
R

 P
AR

KI
N

G
 A

D
D

IT
IO

N

IP
G

25-7020
TRM
TRM
EMC

3/17/2025
JDW

NO SCALE
4/16/2025

EC6.0
15

-
-

-

-
-

-

-
-

-

-
-

-

-
-

-

-
-

-

-
-

-

PROFESSIONAL

ENGINEER

REGISTERED

*G

EO
RGIA

*

JOEL DAV ID WOMACK

No. PE39141

4/16/2025

Know what's below.
www.Georgia811.com

R

Call before you dig.

GSWCC GEORGIA SOIL AND WATER
CONSERVATION
COMMISSION

Joel D Womack
Level II Certified Design Professional

CERTIFICATION NUMBER             0000061976

ISSUED     04/01/2023         EXPIRES     04/01/2026

[CHECKLIST #4]

[CHECKLIST #2] LEVEL II CERTIFICATION

24 HOUR CONTACT:
TBD
TBD

SITE DESCRIPTION:

1. THE PROPERTY INTENDED FOR DEVELOPMENT IS PARCEL NO. 0523 099 LOCATED IN FAYETTEVILLE, FAYETTE COUNTY, GEORGIA. THE DEVELOPER'S
INTENT IS TO CONSTRUCT A NEW PARKING LOT THAT WILL CONNECT TO THE EXISTING PARKING LOT.

2. TOPOGRAPHY IN THE AREA OF INVESTIGATION IS GENERALLY “GENTLY SLOPING”. THE GROUND SURFACE SLOPES DOWN FROM NORTHWEST TO
NORTHEAST.

3. THE PREDOMINANT SOILS WITHIN THE AREA OF INTEREST ARE CECIL SANDY LOAM (CeB) AS PER THE USDA SOIL CONSERVATION SERVICE SOIL
SURVEY OF FAYETTE COUNTY, GEORGIA.

4. EMC REVIEWED THE U.S. FISH AND WILDLIFE SERVICE NATIONAL WETLAND INVENTORY (NWI) MAP, WHICH DOCUMENTED NO REGULATED
WETLANDS ON THE SUBJECT PROPERTY OR ADJOINING PROPERTIES.

5. THERE ARE NO WATERS OF THE STATE PRESENT WITHIN 200 FEET OF THE DISTURBED AREA.

6. THERE ARE IMPAIRED STREAM SEGMENTS WITHIN ONE MILE OF THE PROJECT SITE.

7. THE INITIAL RECEIVING WATER FOR STORMWATER RUNOFF FROM THE SITE IS  GINGER CAKE CREEK.

8. THE PROPERTY SHOWN HEREON IS LOCATED ON MAP NO. 13113C0104E OF THE FEMA FLOOD INSURANCE RATE MAP COVERING COLUMBUS
CONSOLIDATED GOVERNMENT, EFFECTIVE DATE: 9/26/2008, AND SHOWS THIS PROPERTY IS NOT LOCATED IN A DESIGNATED FLOOD HAZARD AREA.

9. ESTIMATED CONSTRUCTION TIMELINE: 6 MONTHS
PROJECT PARCEL AREA = 40.85 ACRES
TOTAL DISTURBED AREA = 0.2 ACRES.
TOTAL NEW IMPERVIOUS AREA = 5,942 SF.

10. TWENTY-FOUR HOUR CONTACT RESPONSIBLE FOR EROSION AND SEDIMENT CONTROL:
TBD

     PHONE NUMBER

Ds1
ESTABLISHING TEMPORARY PROTECTION FOR
DISTURBED AREAS WHERE SEEDLINGS MAY NOT
HAVE A SUITABLE GROWING SEASON TO
PRODUCE AN EROSION RETARDING COVER.

DISTURBED
AREA

STABILIZATION
(WITH MULCHING

ONLY)

Ds1

Ds2
ESTABLISHING A TEMPORARY VEGETATIVE
COVER WITH FAST GROWING SEEDINGS ON
DISTURBED  AREAS.

DISTURBED
AREA

STABILIZATION
(WITH TEMP

SEEDING)

Ds2

Du
CONTROLLING SURFACE AND AIR MOVEMENT OF
DUST ON CONSTRUCTION SITE, ROADWAYS AND
SIMILAR SITES.

DUST CONTROL
ON DISTURBED

AREAS
Du

A CRUSHED STONE PAD LOCATED AT THE
CONSTRUCTION SITE EXIT TO PROVIDE A PLACE
FOR REMOVING MUD FROM TIRES THEREBY
PROTECTING PUBLIC STREETS.

CONSTRUCTION
EXIT

(LABEL)

Co
Co

A TEMPORARY PROTECTIVE DEVICE FORMED AT
OR AROUND AN INLET TO A STORM DRAIN TO
TRAP SEDIMENT.

INLET
SEDIMENT TRAPSd2

GEORGIA UNIFORM CODING SYSTEM
ESPC VEGETATIVE PRACTICES

CODE PRACTICE DETAIL DESCRIPTIONMAP
SYMBOL

GEORGIA UNIFORM CODING SYSTEM
ESPC STRUCTURAL PRACTICES

CODE PRACTICE DETAIL DESCRIPTIONMAP
SYMBOL

SOIL EROSION AND SEDIMENT CONTROL NOTES:
1. THE ESCAPE OF SEDIMENT FROM THE SITE SHALL BE PREVENTED BY THE INSTALLATION OF EROSION CONTROL MEASURES AND PRACTICES PRIOR TO LAND

DISTURBING ACTIVITIES.

2. THE INSTALLATION OF EROSION CONTROL AND SEDIMENT CONTROL MEASURES AND PRACTICES SHALL RUN PRIOR TO LAND-DISTURBING ACTIVITIES

3. EROSION CONTROL MEASURES WILL BE MAINTAINED AT ALL TIMES. IF FULL IMPLEMENTATION OF THE APPROVED PLAN DOES NOT PROVIDE FOR EFFECTIVE
EROSION CONTROL, ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES SHALL BE IMPLEMENTED TO CONTROL OR TREAT THE SEDIMENT SOURCE.

4. ANY DISTURBED AREA LEFT EXPOSED FOR A PERIOD GREATER THAN 14 DAYS SHALL BE STABILIZED WITH MULCH OR TEMPORARY SEEDING.

5. ANY AMENDMENTS/REVISIONS TO THE ES&PC PLAN WHICH HAVE A SIGNIFICANT EFFECT ON BMP'S WITH A HYDRAULIC COMPONENT MUST BE CERTIFIED BY THE
DESIGN PROFESSIONAL.

6. NON-EXEMPT ACTIVITIES SHALL NOT BE CONDUCTED WITHIN THE 25 OR 50-FOOT  UNDISTURBED STREAM BUFFERS AS MEASURED FROM THE POINT OF WRESTED
VEGETATION OR WITHIN 25-FEET OF THE COASTAL  MARSHLAND BUFFER AS MEASURED FROM THE JURISDICTIONAL DETERMINATION LINE WITHOUT FIRST
ACQUIRING THE NECESSARY  VARIANCES AND PERMITS.

7. WASTE MATERIALS SHALL NOT BE DISCHARGED TO WATERS OF THE STATE, EXCEPT AS  AUTHORIZED BY A SECTION 404 PERMIT.

8. THE DESIGN PROFESSIONAL WHO PREPARED THE ES&PC PLAN IS TO INSPECT THE INSTALLATION OF THE INITIAL SEDIMENT  STORAGE REQUIREMENTS AND
PERIMETER CONTROL BMPS WITHIN 7 DAYS AFTER  INSTALLATION.

9. CONCRETE WASHDOWN OF TOOLS, CONCRETE MIXER CHUTES, HOPPERS AND THE REAR OF THE VEHICLES WITH APPROPRIATE BMPS AS MENTIONED ABOVE.
WASHOUT OF THE DRUM AT THE CONSTRUCTION SITE IS PROHIBITED. [CHECKLIST #24]

10. PLASTIC SHEETING OR TEMPORARY ROOFS MUST BE USED TO COVER BUILDING MATERIALS, BUILDING PRODUCTS, CONSTRUCTION WASTES, TRASH, LANDSCAPE
MATERIALS, FERTILIZERS, PESTICIDES, HERBICIDES, DETERGENTS, SANITARY WASTE, AND OTHER MATERIALS IN ORDER TO MINIMIZE EXPOSURE TO
PRECIPITATION AND STORMWATER.  [CHECKLIST #27]

SOIL EROSION AND SEDIMENT CONTROL-DUST CONTROL NOTES:
DUST CONTROL MEASURES SHALL BE IMPLEMENTED TO PREVENT THE SOIL FROM LEAVING THE SITE., AND SHALL BE APPLIED ANY TIME DUST IS GENERATED ON
THE CONSTRUCTION SITE OR ROAD. PRACTICES WILL INCLUDE WATERING, USING MULCH, ESTABLISHING VEGETATION, AND USING SPRAY ON ADHESIVES.

SOIL EROSION AND SEDIMENT CONTROL-REMEDIATION OF SPILLS OR LEAKS OF PETROLEUM PRODUCTS
1. THE CONTRACTOR SHALL NOT LOCATE ANY FUEL OR OIL STORAGE FACILITIES ON SITE.

2. THE CONTRACTOR SHALL DESIGNATE A SPECIFIC AREA ON SITE WHERE THE REFUELING AND OILING OF EQUIPMENT WILL BE ACCOMPLISHED. THE REFUELING
AREA SHALL BE LOCATED AS FAR AWAY AS POSSIBLE FROM ANY WETLANDS, DRAINAGE DITCHES, STORMWATER INLETS AND OTHER ENVIRONMENTALLY
SENSITIVE AREAS. THE REFUELING AREA SHOULD BE LOCATED IN AN AREA THAT WILL PROVIDE A MAXIMUM DEGREE OF CONTAINMENT IN THE EVENT OF SPILLS.
SHOULD THERE BE NO AREAS AWAY FROM INLETS, PLACE TEMPORARY CAPS ON INLETS. SENSITIVE AREAS SHOULD BE PROTECTED WITH BERMS OR PORTABLE
BOOMS (FLEXIBLE BARRIERS OF ABSORBENT MATERIAL).

3. ALL FUELS & OILS WILL BE TRANSPORTED TO THE SITE BY TRUCK & OFF LOADED ONTO EQUIPMENT. ONCE THE REFUELING & OILING OPERATIONS ARE
COMPLETE, THE FUEL TRUCK SHALL BE REMOVED FROM THE SITE.

4. A CERTIFIED PERSONNEL SHALL INSPECT THE REFUELING AREA IMMEDIATELY AFTER REFUELING FOR ANY SPILLS AND MAKE A PERMANENT REPORT OF SAME.

5. IN THE EVENT OF A FUEL SPILL OR LEAK OCCURS, APPROPRIATE ACTIONS MUST BE TAKEN TO REDUCE THE POSSIBILITY OF LAND OR WATER CONTAMINATION.
ANY CONTAMINATED SOIL SHOULD BE REMOVED AND DISPOSED IN A PROPER FACILITY. THE CONTRACTOR SHALL IMMEDIATELY REPORT & REMEDIATE SAME IN
ACCORDANCE WITH ALL FEDERAL, STATE AND LOCAL LAWS.

6. A CERTIFIED PERSONNEL SHALL INSPECT ALL EQUIPMENT ON SITE DAILY FOR LEAKS AND NOTE SAME IN A PERMANENT REPORT.

7. THE CONTRACTOR SHALL MAKE ALL INSPECTION REPORTS AVAILABLE UPON REQUEST TO THE OWNER'S DESIGNATED SITE INSPECTOR FOR THE MONITORING OF
BEST MANAGEMENT PRACTICES.

8. IF OIL ENTERS STATE WATERS OR A CONVEYANCE TO STATE WATERS, IN ANY REPORTABLE AMOUNT, THE GEORGIA OIL AND HAZARDOUS MATERIAL SPILL OR
RELEASES ACT REQUIRES IMMEDIATE NOTIFICATION TO THE NATIONAL RESPONSE CENTER, 1-800-424-8802 AND TO THE DNR EMERGENCY OPERATION CENTER,
1-800-241-4113.

SOIL EROSION AND SEDIMENT CONTROL PROGRAM
1. PRIOR TO PERFORMING ANY SITE CLEARING WORK, INSTALL SEDIMENT BARRIERS AT BOTTOM OF SLOPES AND ALONG ANY ADJACENT PAVED AREAS, OR

PROPERTY LINES IN CRITICAL AREAS.  INSTALL ALL CONSTRUCTION ENTRANCE/EXIT(S) PRIOR TO BEGINNING CLEARING ACTIVITY.
2. INSTALL INITIAL SEDIMENT STORAGE BMP, IF REQUIRED, AS SOON AS POSSIBLE AFTER CLEARING HAS COMMENCED.  UTILIZE DIVERSION DITCHES TO ROUTE

STORM WATER RUN-OFF INTO THE PONDS UNTIL STORMWATER SYSTEM IS INSTALLED.  REMOVE/RE-GRADE THESE DIVERSION DITCHES AFTER THEY ARE NO
LONGER NEEDED.  SMOOTH, COMPACT AND GRASS.

3. INSTALL NEW STORM SEWER SYSTEM AS SOON AS POSSIBLE AND DIVERT SURFACE WATER INTO SYSTEM.  AS STORM SEWER SYSTEM IS INSTALLED,
IMMEDIATELY INSTALL SEDIMENT BARRIERS AROUND DRAINAGE STRUCTURE INLETS.

4. INSTALL GROUND COVER CONSISTING OF GRASS, MULCH AND/OR POLYETHYLENE SHEETS OVER EXPOSED SOIL WITHIN 7 DAYS AFTER SITE CLEARING BEGINS.
INSTALL REPEATED APPLICATIONS AS NECESSARY TO MAINTAIN GROUND COVER.

5. WHEN RAINFALL IS PREDICTED OR PROBABLE, ANY DISTURBED, UNGRASSED AREAS ON THE SITE MUST BE COVERED WITH TEMPORARY MULCH.  REPEAT THIS
COVERAGE ON A DAILY BASIS IF NECESSARY.

6. MAINTAIN EROSION CONTROL MEASURES UNTIL ALL SITE CONSTRUCTION WORK IS COMPLETE, PERMANENT GRASS IS ESTABLISHED OVER ALL DISTURBED
AREAS AND A CERTIFICATE OF SUBSTANTIAL COMPLETION IS ISSUED.

7. CONTRACTOR SHALL CLEAN UP WASHOUTS AND REPAIR AND/OR REPLACE SEDIMENT BARRIERS PROMPTLY.  REMOVE ACCUMULATED SEDIMENT WHEN IT
REACHES MID-HEIGHT OF BARRIER.

8. WASHOUTS AND RUTS, WHICH ERODE DURING THE COURSE OF THE WORK, SHALL BE REPAIRED IMMEDIATELY USING SUITABLE FILL MATERIALS, COMPACTED,
TOPSOILED, FERTILIZED, SEEDED AND MULCHED.

9. RUNOFF SHALL NOT BE CONCENTRATED IN ANY ONE AREA UNLESS INDICATED ON THE CONTRACT DOCUMENTS.  IF LOCALIZED EROSION OCCURS, CONTRACTOR
SHALL REPAIR DAMAGED AREA AND ADJUST GRADES TO PROMOTE UNIFORM SHEET FLOW AND TO PREVENT LOCALIZED EROSION OF SLOPES.

10. MAINTAIN CONSTRUCTION ENTRANCE ACCESS AS FOLLOWS:
A. PREVENT SOIL FROM WASHING OR BEING TRACKED ONTO EXISTING PAVING.
B. MAINTENANCE OF CONSTRUCTION ENTRANCE SHALL BE RESPONSIBILITY OF THE CONTRACTOR.
C. CONTRACTOR SHALL REMOVE ANY MUD DEPOSITED ONTO PUBLIC ROADS BY VEHICLES LEAVING THE SITE.

SOIL EROSION AND SEDIMENT CONTROL-MAINTENANCE PROGRAM:
EROSION AND SEDIMENT CONTROL MEASURES SHALL BE IMPLEMENTED BY THE CONTRACTOR IN ORDER TO PREVENT EROSION OF SOILS DURING ALL PHASES OF
CONSTRUCTION AND TO RETAIN SEDIMENT ON THE PROJECT SITE. MEASURES SHOWN ON THIS PLAN ARE THE MINIMUM REQUIRED. THE CONTRACTOR SHALL PROVIDE
ADDITIONAL CONTROLS WHERE THEY ARE NEEDED TO PREVENT EROSION AND CONTAIN SEDIMENT/SILT. EROSION AND SEDIMENT CONTROLS SHALL BE INSPECTED
BY THE CONTRACTOR ON A DAILY BASIS AND REPAIRED WHERE NEEDED. THE CONTRACTOR SHALL PERIODICALLY REMOVE THE ACCUMULATED SILT, AS REQUIRED,
THROUGHOUT THE LIFE OF THE CONTRACT.

SOIL EROSION AND SEDIMENT CONTROL-CONSTRUCTION STANDARDS:

ALL MATERIALS AND WORKMANSHIP SHALL CONFORM TO GDOT AND/OR LOCAL STANDARDS AND SPECIFICATIONS.

REFER TO GEORGIA EROSION AND SEDIMENTATION ACT OF 1975 AS AMENDED THROUGH 1995 IN ADDITION TO "MANUAL FOR EROSION AND SEDIMENT CONTROL IN
GEORGIA", LATEST EDITION, FOR ADDITIONAL INFORMATION AND DETAILS.

REQUIREMENTS FOR STEAM BUFFER VARIANCE (SBV):
[CHECKLIST #41 AND 16]

UNDER NPDES CONSTRUCTION PERMIT, THERE IS A 25-FOOT BUFFER THAT APPLY TO ALL "STATE WATERS". THERE IS ALSO A 100-FOOT BUFFER
THAT WILL APPLY FOR PROJECTS IN THE VICINITY OF THE CHATTAHOOCHEE RIVER.

NO CONSTRUCTION ACTIVITIES SHALL BE CONDUCTED WITHIN A 25 FOOT BUFFER ALONG THE BANKS OF ALL STATE WATERS, AS MEASURED
HORIZONTALLY FROM THE POINT WHERE VEGETATION HAS BEEN WRESTED BY NORMAL STREAM FLOW OR WAVE ACTION, EXCEPT WHERE A SBV
IS APPROVED BY GA EPD. FOR A PROJECT THAT REQUIRES A SBV, THE ESPCP MUST BE COMPLETED PRIOR TO SUBMIT THE SBV APPLICATION TO
GA EPD.  THE SBV APPLICATION REQUIRES THE DPW DIRECTOR SIGNATURE FOR SUBMISSION.  THE FOLLOWING MUST BE ADDRESS IN THE ESPCP.

· DESCRIBE IN THE ESPCP IF A SBV WILL BE REQUIRED FOR THE PROJECT. IF CONSTRUCTION IS TO TAKE PLACE IN A STATE WATER, THE
ESPCP MUST SHOW STATE WATER SPECIFIC DIVERSION PLANS, PIPES, ETC. THE INSTALLATION OF THESE DEVICES MAY BE SUBJECT TO SECTION
404 OF THE FEDERAL CLEAN WATER ACT.

___  STREAM BUFFER VARIANCE REQUIRED

___  STREAM BUFFER VARIANCE NOT REQUIRED

LOCATION TO BE DETERMIND IN FIELD, USED TO
CONTROL WASH DOWN OF CONCRETE TOOLS
AND DRUM. TRUCK WASH OUT IS PROHIBITED.

CONCRETE
WASH AREASCW CW

Ds4
A PERMANENT VEGETATIVE COVER USING SODS
ON HIGHLY ERODABLE OR CRITICALLY ERODED
LANDS.

DISTURBED
AREA

STABILIZATION
(SODDING)

Ds4

 EROSION, SEDIMENTATION & POLLUTION CONTROL PLAN CHECKLIST

STAND ALONE CONSTRUCTION PROJECTS
SWCD: PINE MOUNTAIN SOIL AND WATER CONSERVATION DISTRICT

PROJECT NAME: FAYETTE COUNTY JUSTICE CENTER PARKING ADDITION ADDRESS: 1 CENTER DRIVE

CITY/COUNTY: FAYETTEVILLE, FAYETTE COUNTY, GEORGIA DATE: 4/16/2025

NAME & EMAIL OF PERSON FILLING OUT CHECKLIST: TRAVIS MOORE  -  TRAVIS_MOORE@EMC-ENG.COM

PLAN/PAGE Y/N/NA

EC6.0 Y 1 THE APPLICABLE EROSION, SEDIMENTATION AND POLLUTION CONTROL PLAN CHECKLIST ESTABLISHED BY THE COMMISSION  AS OF JANUARY 1 OF THE YEAR IN WHICH THE LAND-DISTURBING ACTIVITY
WAS PERMITTED. (THE COMPLETED CHECKLIST MUST BE SUBMITTED WITH THE ES&PC PLAN OR THE PLAN WILL NOT BE REVIEWED)

ALL Y 2 LEVEL II CERTIFICATION NUMBER ISSUED BY THE COMMISSION, SIGNATURE AND SEAL OF THE CERTIFIED DESIGN PROFESSIONAL. (SIGNATURE, SEAL AND LEVEL II NUMBER MUST BE ON EACH SHEET
PERTAINING TO ES&PC PLAN OR THE PLAN WILL NOT BE  REVIEWED)

EC1.0 Y 3 LIMITS OF DISTURBANCE SHALL BE NO GREATER THAN 50 ACRES AT ANY ONE TIME WITHOUT PRIOR WRITTEN AUTHORIZATION FROM  THE EPD DISTRICT OFFICE.  IF EPD APPROVES THE REQUEST TO
DISTURB 50 ACRES OR MORE AT ANY ONE TIME, THE PLAN MUST  INCLUDE AT LEAST 4 OF THE BMPS LISTED IN APPENDIX 1 OF THIS CHECKLIST.* (A COPY OF THE WRITTEN APPROVAL BY EPD MUST BE
ATTACHED TO THE PLAN FOR THE PLAN TO BE REVIEWED.)

ALL Y 4 THE NAME AND PHONE NUMBER OF THE 24-HOUR LOCAL CONTACT RESPONSIBLE FOR EROSION, SEDIMENTATION AND POLLUTION  CONTROLS.

EC1.0 Y 5 PROVIDE THE NAME, ADDRESS, EMAIL ADDRESS, AND PHONE NUMBER OF PRIMARY PERMITTEE.

EC2.0-EC4.0 Y 6 NOTE TOTAL AND DISTURBED ACREAGE OF THE PROJECT OR PHASE UNDER CONSTRUCTION.

EC1.0 Y 7 PROVIDE THE GPS LOCATION OF THE CONSTRUCTION EXIT FOR THE SITE.  GIVE THE LATITUDE AND LONGITUDE IN DECIMAL DEGREES.

ALL Y 8 INITIAL DATE OF THE PLAN AND THE DATES OF ANY REVISIONS MADE TO THE PLAN INCLUDING THE ENTITY WHO REQUESTED THE REVISIONS.

EC1.0 Y 9 DESCRIPTION OF THE NATURE OF CONSTRUCTION ACTIVITY.

EC1.0 Y 10 PROVIDE VICINITY MAP SHOWING SITE’S RELATION TO SURROUNDING AREAS.  INCLUDE DESIGNATION OF SPECIFIC PHASE, IF NECESSARY.

EC1.0 Y 11 IDENTIFY THE PROJECT RECEIVING WATERS AND DESCRIBE ALL SENSITIVE ADJACENT AREAS INCLUDING STREAMS, LAKES,  RESIDENTIAL AREAS, WETLANDS, MARSHLANDS, ETC. WHICH MAY BE
AFFECTED.

EC1.0 Y 12 DESIGN PROFESSIONAL'S CERTIFICATION STATEMENT AND SIGNATURE THAT THE SITE WAS VISITED PRIOR TO DEVELOPMENT OF THE  ES&PC PLAN AS STATED ON PART IV PAGE 19 OF THE PERMIT.

N/A N/A 13 DESIGN PROFESSIONAL'S CERTIFICATION STATEMENT AND SIGNATURE THAT THE PERMITTEE’S ES&PC PLAN PROVIDES FOR AN APPROPRIATE AND COMPREHENSIVE SYSTEM OF BMPS AND SAMPLING TO
MEET PERMIT REQUIREMENTS AS STATED ON PART IV PAGE  19 OF THE PERMIT.*

N/A N/A 14 CLEARLY NOTE THE STATEMENT THAT "THE DESIGN PROFESSIONAL WHO PREPARED THE ES&PC PLAN IS TO INSPECT THE INSTALLATION OF THE INITIAL SEDIMENT  STORAGE REQUIREMENTS AND
PERIMETER CONTROL BMPS WITHIN 7 DAYS AFTER  INSTALLATION." IN ACCORDANCE WITH PART IV.A.5 PAGE 25 OF THE PERMIT.*

EC2.0-EC4.0 Y 15 CLEARLY NOTE THE STATEMENT THAT "NON-EXEMPT ACTIVITIES SHALL NOT BE CONDUCTED WITHIN THE 25 OR 50-FOOT  UNDISTURBED STREAM BUFFERS AS MEASURED FROM THE POINT OF WRESTED
VEGETATION OR WITHIN 25-FEET OF THE COASTAL  MARSHLAND BUFFER AS MEASURED FROM THE JURISDICTIONAL DETERMINATION LINE WITHOUT FIRST ACQUIRING THE NECESSARY  VARIANCES AND
PERMITS."

EC6.0 Y 16 PROVIDE A DESCRIPTION OF ANY BUFFER ENCROACHMENTS AND INDICATE WHETHER A BUFFER VARIANCE IS REQUIRED.

N/A N/A 17 CLEARLY NOTE THE STATEMENT THAT "AMENDMENTS/REVISIONS TO THE ES&PC PLAN WHICH HAVE A SIGNIFICANT EFFECT ON  BMPS WITH A HYDRAULIC COMPONENT MUST BE CERTIFIED BY THE DESIGN
PROFESSIONAL."*

N/A N/A 18 CLEARLY NOTE THE STATEMENT THAT "WASTE MATERIALS SHALL NOT BE DISCHARGED TO WATERS OF THE STATE, EXCEPT AS  AUTHORIZED BY A SECTION 404 PERMIT."*

EC2.0-EC4.0 Y 19 CLEARLY NOTE STATEMENT THAT "THE ESCAPE OF SEDIMENT FROM THE SITE SHALL BE PREVENTED BY THE INSTALLATION OF  EROSION AND SEDIMENT CONTROL MEASURES AND PRACTICES PRIOR TO
LAND DISTURBING ACTIVITIES."

EC2.0-EC4.0 Y 20 CLEARLY NOTE STATEMENT THAT "EROSION CONTROL MEASURES WILL BE MAINTAINED AT ALL TIMES.  IF FULL IMPLEMENTATION OF THE APPROVED PLAN DOES NOT PROVIDE FOR EFFECTIVE EROSION
CONTROL, ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES  SHALL BE IMPLEMENTED TO CONTROL OR TREAT THE SEDIMENT SOURCE."

EC2.0-EC4.0 Y 21 CLEARLY NOTE THE STATEMENT "ANY DISTURBED AREA LEFT EXPOSED FOR A PERIOD GREATER THAN 14 DAYS SHALL BE  STABILIZED WITH MULCH OR TEMPORARY SEEDING."

N/A N/A 22 ANY CONSTRUCTION ACTIVITY WHICH DISCHARGES STORM WATER INTO AN IMPAIRED STREAM SEGMENT, OR WITHIN 1 LINEAR MILE  UPSTREAM OF AND WITHIN THE SAME WATERSHED AS, ANY PORTION
OF AN BIOTA IMPAIRED STREAM SEGMENT MUST COMPLY  WITH PART III. C. OF THE PERMIT.  INCLUDE THE COMPLETED APPENDIX 1 LISTING ALL THE BMPS THAT WILL BE USED FOR THOSE  AREAS OF THE
SITE WHICH DISCHARGE TO THE IMPAIRED STREAM SEGMENT.*

N/A N/A 23 IF A TMDL IMPLEMENTATION PLAN FOR SEDIMENT HAS BEEN FINALIZED FOR THE IMPAIRED STREAM SEGMENT (IDENTIFIED IN  ITEM 22 ABOVE) AT LEAST SIX MONTHS PRIOR TO SUBMITTAL OF NOI, THE
ES&PC PLAN MUST ADDRESS ANY SITE-SPECIFIC  CONDITIONS OR REQUIREMENTS INCLUDED IN THE TMDL IMPLEMENTATION PLAN.*

N/A N/A 24 BMPS FOR CONCRETE WASHDOWN OF TOOLS, CONCRETE MIXER CHUTES, HOPPERS AND THE REAR OF THE VEHICLES.  WASHOUT  OF THE DRUM AT THE CONSTRUCTION SITE IS PROHIBITED.*

EC6.0 Y 25 PROVIDE BMPS FOR THE REMEDIATION OF ALL PETROLEUM SPILLS AND LEAKS.

N/A N/A 26 DESCRIPTION OF THE MEASURES THAT WILL BE INSTALLED DURING THE CONSTRUCTION PROCESS TO CONTROL POLLUTANTS IN STORM  WATER THAT WILL OCCUR AFTER CONSTRUCTION OPERATIONS
HAVE BEEN COMPLETED.*

N/A N/A 27 DESCRIPTION OF PRACTICES TO PROVIDE COVER FOR BUILDING MATERIALS AND BUILDING PRODUCTS ON SITE.*

N/A N/A 28 DESCRIPTION OF THE PRACTICES THAT WILL BE USED TO REDUCE THE POLLUTANTS IN STORM WATER DISCHARGES.*

EC6.0 Y 29 DESCRIPTION AND CHART OR TIMELINE OF THE INTENDED SEQUENCE OF MAJOR ACTIVITIES WHICH DISTURB SOILS FOR THE MAJOR  PORTIONS OF THE SITE (I.E., INITIAL PERIMETER AND SEDIMENT
STORAGE BMPS, CLEARING AND GRUBBING ACTIVITIES,  EXCAVATION ACTIVITIES, UTILITY ACTIVITIES, TEMPORARY AND FINAL STABILIZATION).

N/A N/A 30 PROVIDE COMPLETE REQUIREMENTS OF INSPECTIONS AND RECORD KEEPING BY THE PRIMARY PERMITTEE.*

N/A N/A 31 PROVIDE COMPLETE REQUIREMENTS OF SAMPLING FREQUENCY AND REPORTING OF SAMPLING RESULTS.*

N/A N/A 32 PROVIDE COMPLETE DETAILS FOR RETENTION OF RECORDS AS PER PART IV.F. OF THE PERMIT.*

N/A N/A 33 DESCRIPTION OF ANALYTICAL METHODS TO BE USED TO COLLECT AND ANALYZE THE SAMPLES FROM EACH LOCATION.*

N/A N/A 34 APPENDIX B RATIONALE FOR NTU VALUES AT ALL OUTFALL SAMPLING POINTS WHERE APPLICABLE.*

N/A N/A 35 DELINEATE ALL SAMPLING LOCATIONS, PERENNIAL AND INTERMITTENT STREAMS AND OTHER WATER BODIES INTO WHICH  STORM WATER IS DISCHARGED.*

N/A N/A 36 A DESCRIPTION OF APPROPRIATE CONTROLS AND MEASURES THAT WILL BE IMPLEMENTED AT THE CONSTRUCTION SITE INCLUDING: (1) INITIAL SEDIMENT STORAGE REQUIREMENTS AND PERIMETER
CONTROL BMPS, (2) INTERMEDIATE GRADING AND DRAINAGE  BMPS, AND (3) FINAL BMPS. FOR CONSTRUCTION SITES WHERE THERE WILL BE NO MASS GRADING AND  THE INITIAL PERIMETER  CONTROL
BMPS, INTERMEDIATE GRADING AND DRAINAGE BMPS, AND FINAL BMPS ARE THE SAME, THE PLAN MAY COMBINE  ALL OF THE BMPS INTO A SINGLE PHASE.*

EC2.0-EC5.0 Y 37 GRAPHIC SCALE AND NORTH ARROW.

EC2.0-EC5.0 Y 38 EXISTING AND PROPOSED CONTOUR LINES WITH CONTOUR LINES DRAWN AT AN INTERVAL IN ACCORDANCE WITH THE FOLLOWING:

MAP SCALE GROUND SLOPE CONTOUR
INTERVALS, FT.

1" = 100' OR LARGER

FLAT 0 - 2% 0.5 OR 1

ROLLING 2 - 8% 1 OR 2

STEEP 8%+ 2, 5, OR 10

N/A N/A 39 USE OF ALTERNATIVE BMPS WHOSE PERFORMANCE HAS BEEN DOCUMENTED TO BE EQUIVALENT TO OR SUPERIOR TO  CONVENTIONAL BMPS AS CERTIFIED BY A DESIGN PROFESSIONAL (UNLESS
DISAPPROVED BY EPD OR THE GEORGIA SOIL  AND WATER CONSERVATION COMMISSION).  PLEASE REFER TO THE ALTERNATIVE BMP GUIDANCE DOCUMENT FOUND AT  WWW.GASWCC.ORG.

N/A N/A 40 USE OF ALTERNATIVE BMP FOR APPLICATION TO THE EQUIVALENT BMP LIST. PLEASE REFER TO APPENDIX A-2 OF THE MANUAL FOR EROSION & SEDIMENT CONTROL IN GEORGIA 2016 EDITION.*

N/A N/A 41 DELINEATION OF THE APPLICABLE 25-FOOT OR 50-FOOT UNDISTURBED BUFFERS ADJACENT TO STATE WATERS AND ANY ADDITIONAL  BUFFERS REQUIRED BY THE LOCAL ISSUING AUTHORITY.  CLEARLY
NOTE AND DELINEATE ALL AREAS OF IMPACT.

N/A N/A 42 DELINEATION OF ON-SITE WETLANDS AND ALL STATE WATERS LOCATED ON AND WITHIN 200 FEET OF THE PROJECT SITE.

EC5.0 Y 43 DELINEATION AND ACREAGE OF CONTRIBUTING DRAINAGE BASINS ON THE PROJECT SITE.

EC5.0 Y 44 PROVIDE HYDROLOGY STUDY AND MAPS OF DRAINAGE BASINS FOR BOTH THE PRE- AND POST-DEVELOPED CONDITIONS.*

EC5.0 Y 45 AN ESTIMATE OF THE RUNOFF COEFFICIENT OR PEAK DISCHARGE FLOW OF THE SITE PRIOR TO AND AFTER CONSTRUCTION ACTIVITIES ARE COMPLETED.

EC5.0 Y 46 STORM-DRAIN PIPE AND WEIR VELOCITIES WITH APPROPRIATE OUTLET PROTECTION TO ACCOMMODATE DISCHARGES WITHOUT  EROSION. IDENTIFY/DELINEATE ALL STORM WATER DISCHARGE POINTS.

EC5.0 Y 47 SOIL SERIES FOR THE PROJECT SITE AND THEIR DELINEATION.

EC2.0-EC4.0 Y 48 THE LIMITS OF DISTURBANCE FOR EACH PHASE OF CONSTRUCTION.

EC2.0-EC3.0 Y 49 PROVIDE A MINIMUM OF 67 CUBIC YARDS OF SEDIMENT STORAGE PER ACRE DRAINED USING A TEMPORARY SEDIMENT BASIN,  RETROFITTED DETENTION POND, AND/OR EXCAVATED INLET SEDIMENT
TRAPS FOR EACH COMMON DRAINAGE LOCATION.  SEDIMENT  STORAGE VOLUME MUST BE IN PLACE PRIOR TO AND DURING ALL LAND DISTURBANCE ACTIVITIES UNTIL FINAL STABILIZATION OF THE  SITE
HAS BEEN ACHIEVED.  A WRITTEN JUSTFICATION EXPLAINING THE DECISION TO USE EQUIVALENT CONTROLS  WHEN A  SEDIMENT BASIN IS NOT ATTAINABLE MUST BE INCLUDED IN THE PLAN FOR EACH
COMMON DRAINAGE LOCATION IN WHICH A  SEDIMENT BASIN IS NOT PROVIDED. A WRITTEN JUSTIFICATION AS TO WHY 67 CUBIC YARDS OF STORAGE IS NOT ATTAINABLE MUST  ALSO BE GIVEN.
WORKSHEETS FROM THE MANUAL INCLUDED FOR STRUCTURAL BMPS AND ALL CALCULATIONS USED BY THE STORAGE DESIGN PROFESSIONAL TO OBTAIN THE REQUIRED SEDIMENT WHEN USING
EQUIVALENT CONTROLS. WHEN DISCHARGING FROM SEDIMENT BASINS AND IMPOUNDMENTS, PERMITEES ARE REQUIRED TO UTILIZE OUTLET STRUCTURES THAT WITHDRAW WATER  FROM THE SURFACE,
UNLESS INFEASIBLE. IF OUTLET STRUCTURES THAT WITHDRAW WATER FROM THE SURFACE ARE NOT FEASABLE, A WRITTEN JUSTIFICATION EXPLAINING THIS DECISION  MUST BE INCLUDED IN THE PLAN.

EC2.0-EC6.0, Y 50 LOCATION OF BEST MANAGEMENT PRACTICES THAT ARE CONSISTENT WITH AND NO LESS STRINGENT THAN THE MANUAL FOR  EROSION AND SEDIMENT CONTROL IN GEORGIA.  USE UNIFORM CODING
SYMBOLS FROM THE MANUAL, CHAPTER 6, WITH LEGEND.

EC7.0 Y 51 PROVIDE DETAILED DRAWINGS FOR ALL STRUCTURAL PRACTICES.  SPECIFICATIONS MUST, AT A MINIMUM, MEET THE GUIDELINES SET FORTH IN THE MANUAL FOR EROSION AND SEDIMENT CONTROL IN
GEORGIA.

EC7.0 Y 52 PROVIDE VEGETATIVE PLAN, NOTING ALL TEMPORARY AND PERMANENT VEGETATIVE PRACTICES.  INCLUDE SPECIES, PLANTING DATES AND SEEDING, FERTILIZER, LIME AND MULCHING RATES.
VEGETATIVE PLAN SHALL BE SITE SPECIFIC FOR APPROPRIATE TIME OF THE YEAR THAT SEEDING WILL TAKE PLACE AND FOR THE APPROPRIATE GEOGRAPHIC REGION OF GEORGIA.

*IF USING THIS CHECKLIST FOR A PROJECT THAT IS LESS THAN 1 ACRE AND NOT PART OF A COMMON DEVELOPMENT
BUT WITHIN 200 FT OF A PERENNIAL STREAM THE * CHECKLIST ITEMS WOULD BE N/A.

EFFECTIVE JANUARY 1, 2025

TENTATIVE ACTIVITY SCHEDULE
DESCRIPTION MONTH 1 MONTH 2 MONTH 3 MONTH 4 MONTH 5 MONTH 6
INSTALL AND MAINTAIN CONSTRUCTION OUTLET

INSTALL AND MAINTAIN SEDIMENT BARRIERS

CLEARING AND GRUBBING

INTERMEDIATE BMP INSTALLATION

ROUGH GRADING AND UTILITY INSTALLATION

BUILDING CONSTRUCTION

FINAL GRADING, CONSTRUCTION, AND LANDSCAPING

REMOVAL OF SEDIMENT BARRIERS

[CHECKLIST #29]

NOTE: NO GRADING OPERATIONS ARE TO COMMENCE UNTIL ALL PERIMETER AND SEDIMENT STORAGE BMPs
HAVE BEEN PROPERLY INSTALLED AND INSPECTED.
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___ APPLICABLE   ___ NOT APPLICABLE

A. DURING CONSTRUCTION ACTIVITIES, DOUBLE THE WIDTH OF THE 25 FOOT UNDISTURBED VEGETATED
BUFFER ALONG ALL STATE WATERS REQUIRING A BUFFER AND THE 50 FOOT UNDISTURBED
VEGETATED BUFFER ALONG ALL STATE WATERS CLASSIFIED AS "TROUT STREAMS" REQUIRING A
BUFFER. DURING CONSTRUCTION ACTIVITIES, EPD WILL NOT GRANT VARIANCES TO ANY SUCH
BUFFERS THAT ARE INCREASED IN WIDTH.

B. INCREASE ALL TEMPORARY SEDIMENT BASINS AND RETROFITTED STORM WATER MANAGEMENT
BASINS TO PROVIDE SEDIMENT STORAGE OF AT LEAST 3600 CUBIC FEET (134 CUBIC YARDS) PER ACRE
DRAINED.

C. USE BAFFLES IN ALL TEMPORARY SEDIMENT BASINS AND RETROFITTED STORM WATER MANAGEMENT
BASINS TO AT LEAST DOUBLE THE CONVENTIONAL FLOW PATH LENGTH TO THE OUTLET STRUCTURE.

D. A LARGE SIGN (MINIMUM 4 FEET X 8 FEET) MUST BE POSTED ON SITE BY THE ACTUAL START DATE OF
CONSTRUCTION. THE SIGN MUST BE VISIBLE FROM A PUBLIC ROADWAY. THE SIGN MUST IDENTIFY THE
FOLLOWING: (1) CONSTRUCTION SITE, (2) THE PERMITTEE(S), (3) THE CONTACT PERSON(S) AND
TELEPHONE NUMBER(S), AND (4) THE PERMITTEE-HOSTED WEBSITE WHERE THE PLAN CAN BE VIEWED
MUST BE PROVIDED ON THE SUBMITTED NOI. THE SIGN MUST REMAIN ON SITE AND THE PLAN MUST BE
AVAILABLE ON THE PROVIDED WEBSITE UNTIL A NOT  HAS BEEN SUBMITTED.

E. USE FLOCCULANTS OR COAGULANTS AND/OR MULCH TO STABILIZE AREAS LEFT DISTURBED FOR
MORE THAN SEVEN (7) CALENDAR DAYS IN ACCORDANCE WITH SECTION III. D.1. OF THE NPDES PERMIT.

F. CONDUCT TURBIDITY SAMPLING AFTER EVERY RAIN EVENT OF 0.5 INCH OR GREATER RECOGNIZING
THE EXCEPTIONS SPECIFIED IN PART IV.D.6.d. OF THE NPDES PERMITS.

G. COMPLY WITH THE APPLICABLE END-OF-PIPE TURBIDITY EFFLUENT LIMIT, WITHOUT THE "BMP
DEFENSE" AS PROVIDED FOR IN O.C.G.A.  12-7-6 (a)(1).

H. REDUCE THE TOTAL PLANNED SITE DISTURBANCE TO LESS THAN 50% IMPERVIOUS SURFACES
(EXCLUDING ANY STATE-MANDATED BUFFER AREAS FROM SUCH CALCULATIONS). ALL CALCULATIONS
MUST BE INCLUDED ON THE PLAN.

I. LIMIT THE AMOUNT OF DISTURBED AREA AT ANY ONE TIME TO NO GREATER THAN 25 ACRES OR 50%
OF THE TOTAL PLANNED SITE, WHICHEVER IS LESS.   ALL CALCULATIONS MUST BE INCLUDED ON THE
PLAN.

APPENDIX 1  GAR 100001

ITEMPLAN/PAGE Y/N/NA

X

J. USE “DIRT II” TECHNIQUES AVAILABLE ON THE EPD WEBSITE TO MODEL AND MANAGE CONSTRUCTION
STORM WATER RUNOFF (INCLUDING SHEET FLOW). ALL CALCULATIONS MUST BE INCLUDED ON THE
PLAN.  https://epd.georgia.gov/erosion-and-sedimentation)

K. ADD APPROPRIATE ORGANIC SOIL AMENDMENTS (E.G., COMPOST) AND CONDUCT PRE- AND
POST-CONSTRUCTION SOIL SAMPLING TO A DEPTH OF SIX (6) INCHES TO DOCUMENT IMPROVED LEVELS
OF SOIL CARBON AFTER FINAL STABILIZATION OF THE CONSTRUCTION SITE.

L. USE MULCH FILTER BERMS, IN ADDITION TO A SILT FENCE, ON THE SITE PERIMETER WHEREVER
CONSTRUCTION STORM WATER (INCLUDING SHEET FLOW) MAY BE DISCHARGED. MULCH FILTER BERMS
CANNOT BE PLACED IN WATERWAYS OR AREAS OF CONCENTRATED FLOW.

R. APPLY THE APPROPRIATE COMPOST BLANKETS (MINIMUM DEPTH 1.5 INCHES) TO PROTECT SOIL
SURFACES UNTIL VEGETATION IS ESTABLISHED DURING THE FINAL STABILIZATION PHASE OF THE
CONSTRUCTION ACTIVITY.

S. USE ALTERNATIVE BMPs WHOSE PERFORMANCE HAS BEEN DOCUMENTED TO BE SUPERIOR TO
CONVENTIONAL BMPs AS CERTIFIED BY A DESIGN PROFESSIONAL (UNLESS DISAPPROVED BY EPD OR
THE GEORGIA SOIL AND WATER CONSERVATION COMMISSION).  (IF USING THIS ITEM PLEASE REFER TO
THE ALTERNATIVE BMP GUIDANCE DOCUMENT FOUND AT www.gaswcc.georgia.gov)

T. LIMIT THE TOTAL PLANNED SITE DISTURBANCE TO LESS THAN 15% IMPERVIOUS SURFACES
(EXCLUDING ANY STATE MANDATED BUFFER AREAS FROM SUCH CALCULATIONS). ALL CALCULATIONS
MUST BE INCLUDED IN THE PLAN.

U. CONDUCT INSPECTIONS DURING THE INTERMEDIATE GRADING AND DRAINAGE BMP PHASE AND
DURING THE FINAL BMP PHASE OF THE PROJECT BY THE DESIGN PROFESSIONAL WHO PREPARED THE
PLAN IN ACCORDANCE WITH SECTION IV.A.5 OF THE PERMIT.
THE PLAN MUST INCLUDE A STATEMENT THAT THE PRIMARY PERMITTEE MUST RETAIN THE DESIGN
PROFESSIONAL WHO PREPARED THE PLAN TO CONDUCT INSPECTIONS DURING THE INTERMEDIATE
GRADING AND DRAINAGE BMP PHASE AND DURING THE FINAL BMP PHASE.

M. USE APPROPRIATE EROSION CONTROL SLOPE STABILIZATION INSTEAD OF CONCRETE IN ALL
CONSTRUCTION STORM WATER DITCHES AND STORM DRAINAGES DESIGNED FOR A 25 YEAR, 24 HOUR
RAINFALL EVENT.

O. INSTALL SOD FOR A MINIMUM 20 FOOT WIDTH (IN LIEU OF SEEDING) AFTER FINAL GRADE HAS BEEN
ACHIEVED, ALONG THE SITE PERIMETER WHEREVER STORM WATER (INCLUDING SHEET FLOW) MAY BE
DISCHARGED.

P. CONDUCT SOIL TESTS TO IDENTIFY AND TO IMPLEMENT SITE-SPECIFIC FERTILIZER NEEDS.

*THIS REQUREMENT IS DIFFERENT FOR INFRASTRUCTURE PROJECTS.
CERTIFIED PERSONNEL FOR PRIMARY PERMITTEES SHALL CONDUCT INSPECTIONS AT LEAST ONCE EVERY FOURTEEN (14)
CALENDAR DAYS AND WITHIN 24 HOURS OF THE END OF THE STORM THAT IS 0.5 INCHES RAINFALL OR GREATER IN
ACCORDANCE WITH PART  IV.D.4.a.(3).(a) – (c) OF THIS PERMIT.

EFFECTIVE JANUARY 1, 2025

______

N. USE FLOCCULANTS OR COAGULANTS UNDER A PASSIVE DOSING METHOD (E.G., FLOCCULANT
BLOCKS) WITHIN CONSTRUCTION STORM WATER DITCHES AND STORM DRAINAGES THAT FEED INTO
TEMPORARY SEDIMENT BASINS AND RETROFITTED MANAGEMENT BASINS.

Q. CERTIFIED PERSONNEL FOR PRIMARY PERMITTEES SHALL CONDUCT INSPECTIONS AT LEAST TWICE
EVERY SEVEN (7) CALENDAR DAYS AND WITHIN 24 HOURS OF THE END OF THE STORM THAT IS 0.5
INCHES RAINFALL OR GREATER IN ACCORDANCE WITH SECTION  IV.D.4.a.(3)(a) – (c); SECONDARY
PERMITTEES, SECTION IV.D.4.b.(3)(a) – (c); AND TERTIARY PERMITTEES SECTION IV.D.4.c.(3)(a) – (c) *

V. INSTALL POST CONSTRUCTION BMPS (E.G., RUNOFF REDUCTION BMPS) WHICH REMOVE 80% TSS AS
OUTLINED IN THE GEORGIA STORMWATER MANAGEMENT MANUAL KNOWN AS THE BLUE BOOK OR AN
EQUIVALENT OR MORE STRINGENT DESIGN MANUAL.

NAC3.0-C3.4

EC2.0-EC2.4

______

EC2.0-EC2.4

EC2.0-EC4.0

______

______

______

______

______

______

NA______

______

______

______

______

______

______

______

______

______

Y

NA

Y

NA

Y

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA
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INLET SEDIMENT TRAP - FILTER FABRIC

NOT TO SCALE

Sd2-F

DISTURBED AREA STABILIZATION WITH SODDs4

BUTTING: ANGLED ENDS CAUSED BY THE AUTOMATIC
SOD CUTTER MUST BE MATCHED CORRECTLY.

LAY SOD IN A STAGGERED PATTERN.  BUTT THE STRIPS
TIGHTLY AGAINST EACH OTHER. DO NOT LEAVE SPACES
AND DO NOT OVERLAP.  A SHARPENED MASON'S
TROWEL IS A HANDY TOOL FOR TUCKING DOWN THE
ENDS AND TRIMMING PIECES.

SHOOTS OR GRASS BLADES
SHOULD BE GREEN AND HEALTHY, MOWED
AT A 2"-3" CUTTING HEIGHT.

CORRECTINCORRECT

Step 3.

Step 2.

Step 1.
DIRECTIONS FOR INITIAL MAINTENANCE

APPEARANCE OF GOOD SOD

MOW WHEN THE SOD IS ESTABLISHED -- IN 2-3 WEEKS. SET THE MOWER
HIGH (2"-3").

WATER TO A DEPTH OF 4" AS NEEDED.  WATER WELL AS SOON AS THE
SOD IS LAID.

ROLL SOD IMMEDIATELY TO ACHIEVE FIRM CONTACT WITH THE SOIL

Know what's below.
www.Georgia811.com

R

Call before you dig.

GSWCC GEORGIA SOIL AND WATER
CONSERVATION
COMMISSION

Joel D Womack
Level II Certified Design Professional

CERTIFICATION NUMBER             0000061976

ISSUED     04/01/2023         EXPIRES     04/01/2026

[CHECKLIST #4]

[CHECKLIST #2] LEVEL II CERTIFICATION

24 HOUR CONTACT:
TBD
TBD

CoCONSTRUCTION EXIT DETAIL

EXIT DIAGRAM

NOTES:
1. AVOID LOCATING ON STEEP SLOPES OR AT CURVES ON PUBLIC ROADS.
2. REMOVE ALL VEGETATION AND OTHER UNSUITABLE MATERIAL FROM THE FOUNDATION AREA, GRADE, AND CROWN FOR

POSITIVE DRAINAGE.
3. AGGREGATE SIZE SHALL BE IN ACCORDANCE WITH NATIONAL STONE ASSOCIATION R-2 (1.5"-3.5" STONE).
4. GRAVEL PAD SHALL HAVE A MINIMUM THICKNESS OF 6".
5. PAD WIDTH SHALL BE EQUAL FULL WIDTH AT ALL POINTS OF VEHICULAR EGRESS, BUT NO LESS THAN 20'.
6. A DIVERSION RIDGE SHOULD BE CONSTRUCTED WHEN GRADE TOWARD PAVED AREA IS GREATER THAN 2%..
7. INSTALL PIPE UNDER THE ENTRANCE IF NEEDED TO MAINTAIN DRAINAGE DITCHES.
8. WHEN WASHING IS REQUIRED, IT SHOULD BE DONE ON AN AREA STABILIZED WITH CRUSHED STONE THAT DRAINS INTO AN

APPROVED SEDIMENT TRAP OR SEDIMENT BASIN (DIVERT ALL SURFACE RUNOFF AND DRAINAGE FROM THE ENTRANCE TO A
SEDIMENT CONTROL DEVICE).

9. WASHRACKS AND/OR TIRE WASHERS MAY BE REQUIRED DEPENDING ON SCALE AND CIRCUMSTANCE.  IF NECESSARY,
WASHRACK DESIGN MAY CONSIST OF ANY MATERIAL SUITABLE FOR TRUCK TRAFFIC THAT REMOVE MUD AND DIRT.

10.MAINTAIN AREA IN A WAY THAT PREVENTS TRACKING AND/OR FLOW OF MUD ONTO PUBLIC RIGHTS-OF-WAYS. THIS MAY
REQUIRE TOP DRESSING, REPAIR AND/OR CLEANOUT OF ANY MEASURES USED TO TRAP SEDIMENT.

FLOW

FLOW

ENTRANCE ELEVATION

(IF NEEDED)

GEOTEXTILE
UNDERLINER

COARSE AGGREGATE (N.S.A.
R-2)

ORIGINAL GRADE

CULVERT UNDER
ENTRANCE

DIVERSION RIDGE
(SEE NOTE 6)

N.S.A. R-2 (1.5" -3.5")
COARSE AGGREGATE

GEOTEXTILE UNDERLINER

TIRE WASHRACK AREA/TIRE
WASHERS

SUPPLY WATER TO WASH
WHEELS IF NECESSARY

HARD SURFACE
PUBLIC ROAD SEDIMENT TRAP

(SEE NOTE 8)

NOT TO SCALE

10 MIL. PLASTIC
LINING

3'

BERM

SANDBAG

VA
R

IE
S

10' MIN,

10 MIL. PLASTIC
LINING

SANDBAG

LATH AND FLAGGING
ON ALL SIDES

AA
SECTION A-A

NOTES:
1. THE CONTRACTOR MUST PROVIDE A

DESIGNATED AREA FOR CONCRETE
WASH-DOWN OF TOOLS, CONCRETE MIXER
CHUTES, HOPPERS, AND THE REAR OF THE
VEHICLES. THIS AREA MUST HAVE A CONCRETE
WASHOUT FACILITY AND SHALL BE
CONSTRUCTED TO THE DETAIL SHOWN BELOW.

2. THE CONCRETE WASHOUT FACILITY SHALL BE
LOCATED A MINIMUM OF 50 FT FROM STORM
DRAINS, OPEN DITCHES, OR WATER BODIES.

3. WASHOUT DISCHARGE FROM THE CLEANING OF
CONCRETE TRUCKS, TOOLS AND OTHER
EQUIPMENT SHALL NOT BE DISCHARGED INTO
STORM DRAINS, OPEN DITCHES, STREETS, OR
STREAMS.

4. EXCESS CONCRETE SHALL BE DISPOSED OF ON
SITE. ALL EXCESS CONCRETE SHALL BE
TRANSPORTED OFF-SITE AND DISPOSED OF
PROPERTY.

5. IT IS PROHIBITED TO WASH OUT THE MIXING
DRUM OF CONCRETE TRUCKS ON-SITE.

NOT TO SCALE

CONCRETE WASHDOWN DETAIL

DUST CONTROL ON DISTURBED AREAS

ADHESIVE

ANIOIC
ASPHALT

EMULSION

LATEX
EMULSION

WATER
DILUTION

TYPE OF
NOZZLE

APPLICATION
RATE (GAL/AC)

RESIN-IN-
WATER

EMULSION

7.1*

12 1/2:1*

4:1*

SPRAY

FINE
SPRAY

FINE
SPRAY

1200

235

300

TEMPORARY METHODS
- MULCHES
- TEMPORARY VEGETATIVE COVER
- SPRAY ON ADHESIVES
- TILLAGE
- IRRIGATION
- BARRIERS
- CALCIUM CHLORIDE

PERMANENT METHODS
- PERMANENT VEGETATION
- TOPSOILING
- STONE COVER

*USE MANUFACTURER'S RECOMMENDATIONS WHEN AVAILABLE

CHEMICAL CONTROL

Du

NOTES:

TO REDUCE DUST, RUNOFF, EROSION AND SEDIMENTATION.  TO CONSERVE MOISTURE
AND PREVENT SURFACE COMPACTION AND CRUSTING AND CONTROL UNDESIRABLE
VEGETATION.

THE CONTRACTOR IS TO APPLY STRAW OR HAY UNIFORMLY AS SHOWN BY THE TABLE
BELOW BY HAND OR MECHANICAL EQUIPMENT AND ANCHOR BY PRESSING INTO THE
SOIL OR USING NETTING.

THIS IS A TEMPORARY MEASURE OF COVER APPLIED TO THE SOIL SURFACE FOR A
PERIOD OF SIX (6) MONTHS OR LESS WHEN SEEDING IS NOT PRACTICAL.

MULCH ON SLOPES GREATER THAN 3% SHOULD BE ANCHORED WITH EMULSIFIED
ASPHALT (GRADE AE-5 OR SS-1) OR OTHER SUITABLE TACKIFIER.

WOOD WASTE ON SLOPES GREATER THAN 3:1 DO NOT NEED ANCHORING.

MULCH SHOULD BE APPLIED TO ALL DISTURBED AREAS LEFT INACTIVE FOR FOURTEEN
DAYS.

SEE MANUFACTURER'S
RECOMMENDATIONS

GEOTEXILES, JUTE
MATTING, NETTING, ETC.

SECURE WITH SOIL,
ANCHORS, WEIGHTSPOLYETHLENE FILM

2" TO 3"-WOOD WASTE, CHIPS,
SAWDUST, BARK

DEPTHRATEMATERIAL

MULCHING APPLICATION REQUIREMENTS

STRAW OR HAY 2" TO 4"

MAINTENANCE NOTE:
ADD MULCH AS NEEDED TO MAINTAIN THE SUGGESTED DEPTH
IF ORGANIC MULCH IS TO BE LEFT AND INCORPORATED INTO THE SOIL, APPLY 20-30
POUNDS OF NITROGEN IN ADDITION TO THE FERTILIZER REQUIRED FOR VEGETATION.

-

-

-

-

DISTURBED AREA STABILIZATION
(WITH MULCHING)

TEMPORARY COVER

SEED TYPE
SEED RATE

(LBS/AC) PLANTING DATES

BROWNTOP MILLET 40 APR.-MID JULY
RYEGRASS 40 JAN.-MID APR., AUG-DEC.

WEEPING LOVEGRASS 4 MID MAR.-MID JUNE
SUDANGRASS 60 APR.-AUG.
PEARL MILLET 50 MID APR.-AUG.
RYE (SECAL CERALE) 168 MID AUG.-DEC.
BARLEY 144 MID AUG.-MID DEC.
WHEAT 180 SEPT.-DEC.

NOTES:
1. SPECIES LISTED IN ORDER OF PREFERENCE. CONTRACTOR MAY SELECT FROM SPECIES LISTED

DEPENDING ON PLANTING DATE.
2. SEEDING RATES SHALL BE REDUCED BY 50% WHEN DRILLED.
3. FERTILIZATION RATES: 6-12-12 (N-P-K) 1500 LBS/AC FOR FIRST YEAR COOL AND WARM SEASON

GRASSES AND LEGUMES. SEE TABLE 6-5.1 LOCATED IN THE MANUAL FOR EROSION AND SEDIMENT
CONTROL IN GEORGIA FOR SECOND YEAR AND MAINTENANCE FERTILIZATION RATES.

4. LIME APPLICATION: AGRICULTURAL LIME IS REQUIRED AT THE RATE OF ONE TO TWO TONS PER ACRE
UNLESS SOILS TESTS INDICATE OTHERWISE. AGRICULTURAL LIME SHALL BE WITHIN THE
SPECIFICATIONS OF THE GEORGIA DEPARTMENT OF AGRICULTURE.

5. REFER TO "MANUAL FOR EROSION AND SEDIMENT CONTROL IN GEORGIA", CURRENT EDITION, FOR
ADDITIONAL INFORMATION.

DISTURBED AREA STABILIZATION
(TEMPORARY SEEDING)Ds2Ds1

CW
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FAYETTE COUNTY

RENOVATION
JUSTICE CENTER

Fayetteville, GA

A1.01

OVERALL FLOOR
PLANS

LIFE SAFETY

DESIGN CRITERIA

APPLICABLE CODES (INCLUDED BUT NOT LIMITED TO):
1. INTERNATIONAL BUILDING CODE, 2018 EDITION, W/ GEORGIA AMENDMENTS 2022

2. NFPA 101 - LIFE SAFETY CODE (LSC) 2018, W/ GEORGIA STATE FIRE MARSHALL AMENDMENTS
120-3-3

3. INTERNATIONAL FIRE CODE, 2018 EDITION W/ GEORGIA STATE FIRE MARSHALL AMENDMENTS
120-3-3

4. INTERNATIONAL PLUMBING CODE, 2018 EDITION, W/ GEORGIA AMENDMENTS 2022

5. INTERNATIONAL MECHANICAL CODE, 2018 EDITION, W/ GEORGIA AMENDMENTS 2020

6. NATIONAL ELECTRICAL CODE, 2020 EDITION, W/ GEORGIA AMENDMENTS 2021

7. INTERNATIONAL ENERGY CONSERVATION CODE, 2015 EDITION, W/ GEORGIA SUPPLEMENTS
AND AMENDMENTS 2022

OCCUPANT LOAD (PER NFPA 101 TSBLE 7.3.1.2)
NOTE:  AREAS ARE GROSS TO OUTSIDE FACE OF WALL (VENEER NOT INCLUDED)

FIRST FLOOR
BUSINESS OCCUPANCY:  = SEE A1.00

SECOND FLOOR
BUSINESS OCCUPANCY:  = SEE A1.00

THIRD FLOOR:
BUSINESS OCCUPANCY:  = 423 OCC.
ASSEMBLY OCCUPANCY:    = 620 OCC
SUBTOTAL THIRDFLOOR: 1043 OCCUPANTS

DISTANCE TO EXIT

LIFE SAFETY LEGEND

OCONSTRUCTION TYPE

PER IBC TABLE 601: TYPE IA - 3-HOUR COLUMNS, 2-HOUR FLOORS, WITH 2-HOUR BEARING
WALLS .

OCCUPANCY CLASSIFICATION

PER IBC 303.4, 'COURTROOMS' SHALL BE CONSIDERED ASSEMBLY GROUP A-3.

PER IBC 304.1, 'CIVIC ADMINISTRATION' IS CONSIDERED GROUP 'B'- BUSINESS OCCUPANCY.

PER IBC 504.4, GROUP A-3 ASSEMBLY OCCUPANCY FOR THE COURTROOMS, AND TYPE IA
CONSTRUCTION, THE A-3 OCCUPANCY CAN BE AS HIGH UP AS THE TOP FLOOR OF ANY
BUILDING (E.G. UNLIMITED NUMBER OF STORIES) .

PER IBC 506.2, GROUP A-3 ASSEMBLY OCCUPANCY FOR THE COURTROOMS, AND TYPE IA
CONSTRUCTION, THE ALLOWABLE FLOOR AREA FOR AN A-3 OCCUPANCY IS UNLIMITED.

PER IBC 508.3,  ALLOWS FOR NO FIRE RATED SEPARATION BETWEEN OCCUPANCIES
PROVIDED THE BUILDING IS BUILT TO THE MOST STRINGENT HEIGHT AND AREA BASED ON
THE OCCUPANCIES IN THE BUILDING.  THE GROUP A-3 ASSEMBLY OCCUPANCY IS THE
MOST STRINGENT.  SINCE IT CAN BE UNLIMITED BOTH IN HEIGHT AND AREA , THE
NON-SEPARATED USE PROVISION IN IBC SECTION 508.3 WILL PERMIT THE WALLS
SEPARATING THE COURTROOMS FROM CORRIDORS AND THE REST OF THE BUILDING TO
NON-FIRE-RATED. 

PER LIFE SAFETY CODE (NFPA 101), WALLS  MUST BE SMOKE RESISTANT BETWEEN
OCCUPANCIES (COURTROOMS AND CORRIDORS) TO MEET THE REQUIREMENTS IN THE
FOR MEANS OF EGRESS FOR ASSEMBLY OCCUPANCIES.

FIXTURE COUNT

PER IPC 403.1   THIRD FLOOR

WATER CLOSETS  DESIGN COMPLIES

REQUIRED:  8 MALE 11 FEMALE

SUPPLIED:  14 MALE 5 URINAL 19 FEMALE

LAVATORIES DESIGN COMPLIES

REQUIRED: 6 MALE 6 FEMALE

SUPPLIED: 12 MALE 12 FEMALE

DRINKING FOUNTAIN: DESIGN COMPLIES

REQUIRED: 6

SUPPLIED: 8

SERVICE SINK: DESIGN COMPLIES

REQUIRED: 2

SUPPLIED: 3

PER NFPA 101, SECTION 22.4.5.1.3, IF LESS THAN 50 PRISONERS IN HOLDING CELLS &
LOCKUP LOCATION DOES NOT DETAIN INDIVIDUALS FOR MORE THAN 24 HOURS, THEN
COMPLIANCE W/ 23.4.5.1.4 OR 23.4.5.1.5 SHALL BE MET.  THIS SECTION IS APPLICABLE &
THE HOLDING CELL AREAS ARE NOT CLASSIFIED AS DETENTION OCCUPANCIES.

NFPA 23.4.5.1.4 ALLOWS MORE LENIENT PROVISIONS WHICH ARE OPERATIONAL IN NATURE
INCLUDING:
· DOORS & RESTRAINTS CAN BE RELEASED BY STAFF WITHIN 2 MINUTES OF ALARM

NOTIFICATION

· STAFF IS IN SUFFICIENT PROXIMITY TO THE LOCKUP TO EFFECT THE 2-MINUTE
RELEASE

· STAFF IS AUTHORIZED TO EFFECT THE RELEASE DESCRIBED ABOVE

· STAFF IS TRAINED & PRACTICED IN THE RELEASE DESCRIBED ABOVE

EGRESS & EXIST ACCESS

PER IBC 1017.2, EXIT ACCESS TRAVEL DISTANCE ,
ASSEMBLY W/ SPRINKLER MAX 250FT - DESIGN COMPLIES.
BUSINESS W/ SPRINKLER 300FT - DESIGN COMPLIES.

-
PER NFPA 101; 12.2.3.6.2,(2) EGRESS CAPACITY: THE MAIN ENTRANCE/EXIT SHALL HAVE
SUFFICIENT WIDTH TO ACCOMMODATE 1/2 THE OCCUPANT LOAD; 321 NEEDED- 510
PROVIDED 1,080 (COMPLIES)
PER NFPA 101; 12.2.3.8:CORRIDOR WIDTHS EXCEED 44" (COMPLIES)
PER NFPA 101; 12.2.5.1.2: DEAD END CORRIDORS LIMITED TO 20 FEET (COMPLIES)
PER NFPA 101: 12.2.6.2: TRAVEL DISTANCE TO EXIT SHALL NOT EXCEED 250 FEET IN A
SPRINKLED BUILDING. EACH EXIT STAIR IS ENCLOSED SO TRAVEL DISTANCES MAY BE
SHOWN TO STAIRWELL ENTRANCES.

 FIRE EXTINGUISHERS REQUIREMENTS
PER INTERNATIONAL FIRE CODE 2015 - TABLE 906.3:

MINIMUM RATED SINGLE EXTINGUISHER: 2-A
MAXIMUM FLOOR AREA PER UNIT OF A: 1,500 SF
MAXIMUM TRAVEL DISTANCE TO EXTINGUISHER: 75 FEET

LIFE SAFETY NOTES
1. IDENTIFY ALL FIRE PARTITIONS BY STENCILING WALL ABOVE CEILING IN ACCORDANCE

W/ FIRE MARSHALL STANDARDS USING VERBIAGE "FIRE BARRIER - PROTECT ALL
OPENINGS".  THE STENCILING SHALL BE 3" HIGH LETTERS AND AT 10' O.C. MAX. BOTH
SIDES.

2. EXTEND FIRE RATED PARTITIONS TIGHT TO FLOOR/ROOF DECK OR STEEL BEAM ABOVE
OR RATED CEILING ABOVE.

PROJECT INFORMATION

SEE A1.00 FOR ORIGINAL DESIGN LIFE SAFETY INFORMATION.

ORIGINAL BUILDING WAS DESIGNED w/ THE 3RD FLOOR UNDEVELOPED. THIS PROJECT
DEVELOPES THE 3RD FLOOR w/ MINOR RENOVATIONS TO 1ST & 2ND FLOORS.
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FIRE PROTECTION

NOTES, & DETAILS -

LEGEND, SCHEDULE,

CENTERLINE          

FLOW SWITCH         

GAUGE               

SIDEWALK SIAMESE    

ALARM VALVE & TRIM  

DRY PIPE VALVE      

O.S.& Y VALVE       

REDUCER             

BRANCH OUT TOP      

TEE OUT TOP         

ELBOW UP            

UPRIGHT SPRINKLER   

PENDANT SPRINKLER   

TOP ELEVATION       

ABOVE FINISHED FLOOR

BOTTOM ELEVATION    

WALL HYDRANT        

SIAMESE CONNECTION  

WATER MOTOR         

PIPE SLEEVE         

CHECK VALVE         

PIPE CAP            

BRANCH OUT BOTTOM   

TEE OUT BOTTOM      

ELBOW DOWN          

POINT OF CONNECTION 

ALARM & TRIM        

FIRE PROTECTION LEGEND

CL

FS

TAMPER SWITCH       

FLUSHING CONNECTION 

*

T.E.

B.E.

A.F.F.

SIDEWALL SPRINKLER 

DRY SIDEWALL    

INSTITUTIONAL PENDANT   

2•" HOSE VALVE  

DRY PENDANT    

CONCEALED SPRINKLER      

DOWN LIGHT          

EXIT LIGHT          

2X4 LIGHT      

2X2 LIGHT      

SUPPLY DIFFUSER     

EXHAUST GRILLE      

SEE ARCHITECTURAL FOR 

LINE AS SHOWN ON PLAN

1" GLOBE VALVE.

7' MAX. ABOVE FLOOR.

PLUG

1" 45  ELBOW

INSPECTOR'S TEST CONNECTION

(TYPICAL ELEVATION)

BUILDING CONSTRUCTION

NOT TO SCALE

SMOOTH BORE CORROSION

RESISTANT OUTLET GIVING

FLOW EQUIVALENT TO

ONE SPRINKLER.  DISCHARGE 

6" MAXIMUM ABOVE GRADE.

LINE FROM REMOTE BRANCH 

   1 

ESCUTCHEON

CEILING

NOT TO SCALE

CEILING

ESCUTCHEON

•" ADJUSTMENT

PENDANT SPRINKLER

ALL SPRINKLERS WITHIN SAME SPACE SHALL

EXTEND THE SAME DISTANCE BELOW THE CEILING.

   4 

1"1"

REDUCING TEE

1" TO •" REDUCER

DETAIL - SPRINKLER RETURN BEND
NOT TO SCALE

BRANCHLINE

QUICK RESPONSE SPRINKLER

   2 

GENERAL NOTES:
A.

PROVIDE DRAINS IN ACCORDANCE WITH NFPA 13 AT ALL LOW POINTS IN

PIPING WHEN WATER IS TRAPPED.

B.

C.

D.

E.

PROVIDE PIPE SLEEVES AS REQUIRED BY THE SPECIFICATIONS AROUND PIPE PENE-

TRATING SMOKE AND FIRE RATED WALLS AND WALLS TO STRUCTURE.  SEAL IN

 ACCORDANCE WITH SPECIFICATIONS.

CONTRACTOR SHALL COORDINATE ROUTING OF PIPE MAINS AND BRANCH LINES

WITH OTHER TRADES AND THE STRUCTURE IN PREPARING SHOP DRAWINGS, PROVIDING

OFFSETS AS REQUIRED TO CONFORM TO SPACE AVAILABLE.  INSTALL NO WORK

PRIOR TO THIS COORDINATION.

F. ROUTING OF EXPOSED PIPING TO LOW CEILING AREAS SHALL BE COORDINATED

WITH THE ARCHITECT. INSTALL NO PIPING PRIOR TO THIS COORDINATION.

G. NO ZONE CONTROL VALVES SHALL BE INSTALLED MORE THAN 10'-0" AFF.

H. SPRINKLERS INSTALLED IN GYPSUM CEILINGS SHALL BE ALIGNED WITH AND

CENTERED BETWEEN LIGHT FIXTURES UNLESS OTHERWISE NOTED.

SPRINKLERS IN SUSPENDED ACOUSTICAL CEILINGS SHALL BE INSTALLED IN CENTER

OF TILE USING RETURN BENDS AS SHOWN IN NFPA 13.

PIPES TO INDIVIDUAL SPRINKLERS ARE 1" DIAMETER UNLESS NOTED OTHERWISE.

I.

L.

MINIMUM UNDER THE DUCT OR EQUIPMENT.

SPRINKLERS INSTALLED UNDER DUCTS OR EQUIPMENT SHALL BE LOCATED 6" 

J.

K.

SPRINKLERS PRIOR TO COORDINATING LOCATION OF SPRINKLERS WITH OTHER TRADES

TO AVOID BLOCKING SPRINKLER DISCHARGE.

MECHANICAL ROOMS MAY CONTAIN DUCT, PIPE OR RACEWAYS. INSTALL NO

LARGER, LOCATED MORE THAN 6" AFF.

SPRINKLERS SHALL BE INSTALLED UNDER DUCTS OR EQUIPMENT, 48" WIDE OR 

IN ALL STAIRS, SPRINKLERS SHALL BE INSTALLED TO PROTECT THE TOP AND 

THE LEVEL DISCHARGE.

M. ALL EXPOSED STAIRS SHALL HAVE SPRINKLERS INSTALLED TO PROTECT

UNDERNEATH. WHERE STAIRS ARE ENCLOSED WITH GYPSUM BOARD, CONCEALED

SPRINKLERS SHALL BE INSTALLED.

N. POST INDICATOR VALVE SHALL BE INSTALLED DOWNSTREAM OF BACKFLOW DEVICE.

DEFLECTOR

FRAME (BRASS)

SEE PLAN FOR SIZE

FUSABLE ELEMENT

1"X•" THREADED REDUCER

NOT TO SCALE

UPRIGHT SPRINKLER HEAD
   3 

1"
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FIRE PROTECTION

DEMOLITION -

FIRST FLOOR PLAN -

RISER

2•"

A

B

IN ACCORDANCE WITH NFPA-25. REPAIR AND OR REPLACE AS REQUIRED.

INSPECT AND TEST ALL EXISTING FIRE PROTECTION SYSTEM COMPONENTS

PROVIDE SPACE ABOVE CEILING.

RE-USED WATER TIGHT. COORDINATE NEW WORK WITH OTHER TRADES TO 

LINES WHERE POSSIBLE TO ACHIEVE NEW LAYOUT. CAP PIPING NOT TO BE

ARMOVERS IN AREAS TO BE RENOVATED. RETAIN PIPING MAINS AND BRANCH

EXISTING BUILDING IS FULLY SPRINKLED. REMOVE ALL SPRINKLER HEADS AND

C

PER CODE FOR OCCUPANCY.

EXISTING PIPING, TO REMAIN, IS TO PROVIDE FOR A FULLY SPRINKLED BUILDING 

OTHER LOCATIONS. INSTALL ONLY NEW SPRINKLER HEADS.

EXISTING SPRINKLER HEADS TO BE REMOVED SHALL NOT BE REUSED IN 

D

E

EXISTING SPRINKLER PIPING IS SHOWN. REFER TO DEMO NOTE THIS DRAWING. 

EXISTING SPRINKLER MAINS SHOWN ARE APPROXIMATE LOCATIONS. NOT ALL

DEMOLITION DRAWING IS BASED ON OBSERVATIONS DURING FIELD SURVEY.

GENERAL NOTES:(THIS SHEET ONLY)

IN DETERMINING THE SCOPE OF DEMOLITION WORK AND SHOULD NOT BE

CONSTRUED TO BE ALL OF THE DEMOLITION REQUIRED.  THE CONTRACTOR

SHALL VISIT JOB SITE (AFTER CAREFULLY REVIEWING THE CONTRACT

DOCUMENTS) AND DETERMINE EXACT AREAS AND QUANTITIES OF EXISTING

THIS DEMOLITION PLAN HAS BEEN PREPARED TO ASSIST THE CONTRACTOR

MATERIALS TO BE REMOVED TO ACCOMPLISH NEW CONSTRUCTION.

F EXISTING STANDPIPE ASSEMBLY TO REMAIN AS-IS.

FF

G EXISTING STANDPIPE ASSEMBLY WITH HOSE VALVE CABINET TO REMAIN AS-IS.
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FIRE PROTECTION

DEMOLITION -

FLOOR PLAN -

SECOND

SP

FSP

SPSP

FSP

A

B

IN ACCORDANCE WITH NFPA-25. REPAIR AND OR REPLACE AS REQUIRED.

INSPECT AND TEST ALL EXISTING FIRE PROTECTION SYSTEM COMPONENTS

PROVIDE SPACE ABOVE CEILING.

RE-USED WATER TIGHT. COORDINATE NEW WORK WITH OTHER TRADES TO 

LINES WHERE POSSIBLE TO ACHIEVE NEW LAYOUT. CAP PIPING NOT TO BE

ARMOVERS IN AREAS TO BE RENOVATED. RETAIN PIPING MAINS AND BRANCH

EXISTING BUILDING IS FULLY SPRINKLED. REMOVE ALL SPRINKLER HEADS AND

C

PER CODE FOR OCCUPANCY.

EXISTING PIPING, TO REMAIN, IS TO PROVIDE FOR A FULLY SPRINKLED BUILDING 

OTHER LOCATIONS. INSTALL ONLY NEW SPRINKLER HEADS.

EXISTING SPRINKLER HEADS TO BE REMOVED SHALL NOT BE REUSED IN 

D

E

EXISTING SPRINKLER PIPING IS SHOWN. REFER TO DEMO NOTE THIS DRAWING. 

EXISTING SPRINKLER MAINS SHOWN ARE APPROXIMATE LOCATIONS. NOT ALL

DEMOLITION DRAWING IS BASED ON OBSERVATIONS DURING FIELD SURVEY.

GENERAL NOTES:(THIS SHEET ONLY)

IN DETERMINING THE SCOPE OF DEMOLITION WORK AND SHOULD NOT BE

CONSTRUED TO BE ALL OF THE DEMOLITION REQUIRED.  THE CONTRACTOR

SHALL VISIT JOB SITE (AFTER CAREFULLY REVIEWING THE CONTRACT

DOCUMENTS) AND DETERMINE EXACT AREAS AND QUANTITIES OF EXISTING

THIS DEMOLITION PLAN HAS BEEN PREPARED TO ASSIST THE CONTRACTOR

MATERIALS TO BE REMOVED TO ACCOMPLISH NEW CONSTRUCTION.
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A

B

IN ACCORDANCE WITH NFPA-25. REPAIR AND OR REPLACE AS REQUIRED.

INSPECT AND TEST ALL EXISTING FIRE PROTECTION SYSTEM COMPONENTS

C

PER CODE FOR OCCUPANCY.

EXISTING PIPING, TO REMAIN, IS TO PROVIDE FOR A FULLY SPRINKLED BUILDING 

OTHER LOCATIONS. INSTALL ONLY NEW SPRINKLER HEADS.

EXISTING SPRINKLER HEADS TO BE REMOVED SHALL NOT BE REUSED IN 

D

E

IN DETERMINING THE SCOPE OF DEMOLITION WORK AND SHOULD NOT BE

CONSTRUED TO BE ALL OF THE DEMOLITION REQUIRED.  THE CONTRACTOR

SHALL VISIT JOB SITE (AFTER CAREFULLY REVIEWING THE CONTRACT

DOCUMENTS) AND DETERMINE EXACT AREAS AND QUANTITIES OF EXISTING

THIS DEMOLITION PLAN HAS BEEN PREPARED TO ASSIST THE CONTRACTOR

MATERIALS TO BE REMOVED TO ACCOMPLISH NEW CONSTRUCTION.

EXISTING SPRINKLER PIPING IS SHOWN. REFER TO DEMO NOTE THIS DRAWING. 

EXISTING SPRINKLER MAINS SHOWN ARE APPROXIMATE LOCATIONS. NOT ALL

DEMOLITION DRAWING IS BASED ON OBSERVATIONS DURING FIELD SURVEY.

F EXISTING STANDPIPE ASSEMBLY TO REMAIN AS-IS.

F

F

NEW THIRD FLOOR HOSE VALVE BOX IN WALL. SEE NEW WORK SHEET F2.31.

OFFSET EXISTING STANDPIPE BELOW SECOND FLOOR TO RELOCATE TO

COORDINATE NEW WORK WITH OTHER TRADES TO PROVIDE SPACE ABOVE CEILING.

POSSIBLE TO ACHIEVE NEW LAYOUT. REMOVE PIPING NOT TO BE RE-USED. 

ARMOVERS ON THIRD FLOOR. RETAIN PIPING MAINS AND BRANCH LINES WHERE

EXISTING BUILDING IS FULLY SPRINKLED. REMOVE ALL SPRINKLER HEADS AND

SP

FSP
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UNLESS NOTED OTHERWISE.

ACCORDANCE WITH NFPA 13 FOR LIGHT HAZARD OCCUPANCIES

ALL SPACES SHALL BE PROTECTED BY A SPRINKLER SYSTEM IN

CEILING PLANS.

AND CENTERED BETWEEN LIGHTS.  COORDINATE WITH ARCHITECTURAL

SPRINKLERS IN GYPSUM CEILINGS SHALL BE ALIGNED WITH LIGHTS
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FIRE PROTECTION

NEW WORK -

THIRD FLOOR PLAN -

NOTES:(THIS SHEET ONLY)

(THIS SHEET ONLY)GENERAL NOTES:

A

B

1

1

1

1

1
1

3

1

1

1

1

11

ORDINARY HAZARD GROUP 1 OCCUPANCY IN ACCORDANCE WITH NFPA-13

ROUTE SPRINKLER PIPING OVER DOORWAY TO ALL DATA AND ELECTRICAL ROOMS.

2•" HOSE CONNECTION IN VALVE CABINET.

AREAS AND SECURITY CORRIDORS.

PROVIDE INSTITUTIONAL TAMPER PROOF SPRINKLER HEADS IN ALL HOLDING

1

2

3

4

4
4

4

4

4 4

4

4

4 4

4

4

4

4 4

2

2

1

1

1

1

1

1

1

1

1

1

1

CLEAN AGENT CONTROL PANEL

NOT ROUTE PIPING OVER ELECTRICAL PANELS

CLEAN AGENT CYLINDER. ROUTE PIPING TO AREAS INDICATED. DO

CLEAN AGENT SYSTEM TO BE ON ONE ZONE.  

NFPA-2001. AREAS TO COVERED BY

AGENT SYSTEM IN ACCORDANCE WITH

VAULT 541 TO BE PROTECTED BY CLEAN

AT TOP OF STAIRWAY

PROVIDE SPRINKLER COVERAGE 
AT TOP OF STAIRWAY

PROVIDE SPRINKLER COVERAGE 

1

1

1

2

2
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PLUMBING

NOTES, & DETAILS -

LEGEND, SCHEDULE,

ROOF DRAIN

CHECK VALVE

INCREASER

FLOOR DRAIN (FD)

CLEANOUT (CO)

VENT THRU ROOF

SOIL, WASTE

VENT

G GAS (LOW PRESSURE)

GAS COCK

GATE VALVE

GLOBE VALVE

UNION

HUB DRAIN

VALVE IN VALVE BOX

BELOW FLOOR

ABOVE CEILING

NOT TO SCALE

MPG

NTS

THRUST BLOCK

SD

LEGEND

BALL VALVE

SDO STORM DRAIN OVERFLOW

T

THERMOMETER

AQUASTAT

BUILDING STORM DRAIN

N.F.W.H. NON-FREEZE WALL HYDRANT

ABOVE FINISHED GRADE

TEST PLUG

STRAINER

PRESSURE REDUCING VALVE

COLD WATER

HOT WATER RETURN

BF

AC

AFG

VTR

CPHB

BALANCER (CIRCUIT SETTER)

FLOW INDICATOR

HOSE BIBB (HB)

SILL COCK (SC)

NEW TO EXISTING

POINT OF CONNECTION

HOSE BIBB

CHROME PLATED

FIXTURE SCHEDULE

FIXTURES
FLOOR

TO 
RIM

WASTE
SUPPLY

HOT COLD

FIX. CONN.

HOT COLD
REMARKS

I.D.

FIXT.

WATER CLOSET         15"   4"  1"  1"                  --- ---WC1

WATER CLOSET         17"   4"  1" ADA              ---  1" ---WC2

WATER CLOSET         15"   4"  1"  1"                  --- ---WC3

WATER CLOSET         17"   4"  1" ADA              ---  1" ---WC4

  17" ADA              URINAL         2" ---  1" --- ƒ"UR1

  34" ADA              LAVATORY      1‚" •" •" …" …" LV1

   ADA              LAVATORY      C.T.  1‚" •" •" …" …" LV3

ADA              SINK          C.T.  1•" •" •" •" •" SK1

ADA              SINK          C.T.  1•" •" •" •" •" SK2

                 MOP BASIN    •" •"   10"   3" •" •" MB1

•" ELEC. WATER COOLER  1‚" …" --- --- HI-LO               36"*EWC1

                  - •"   18"   -   - …" IB1 ICE MAKER BOX

* MOUNT AT 36" ABOVE FINISHED FLOOR TO CENTERLINE OF BUBBLER SPOUT.

FIXTURES.

SEE ARCHITECTURAL PLANS FOR EXACT LOCATION OF ALL PLUMBING

ALL WATER PIPING SHALL BE RUN ABOVE CEILING UNLESS OTHERWISE

NOTED.

ALL VENTS THRU ROOF (VTR) SHALL BE OFFSET A MINIMUM OF 15'-0"

FROM ALL OUTSIDE INTAKES.

-

-

-

-

1

2

3

4

-5 PROVIDE HANGER ON ALL HORIZONTAL WATER PIPING INSIDE CHASES

COORDINATE PLUMBING PIPING WITH AIR CONDITIONING DUCTS, EQUIPMENT

AND ELECTRICAL CONDUIT.

GENERAL NOTES:

WITHIN 6" OF SPECIFIED WATER HAMMER ARRESTOR.

NOTE TO CONTRACTOR:

PROVIDE ACCESS TO THE CONCEALED UTILITY.

WORK OR CONNECTION, WITH THE EXCEPTION OF EXCAVATION OR OTHER WORK TO

PRIOR TO PURCHASING ANY MATERIALS OR PERFORMING ANY WORK,  EXTENSION OF

TO CODE AND AS SHOWN.  NOTIFY ARCHITECT OF ANY CONFLICTS OR DISCREPANCIES

NEW PIPES BEING ROUTED TO EXISTING UTILITIES CAN BE INSTALLED CONFORMING

FLUID BEING HANDLED AND INVERTS OF ALL EXISTING UTILITIES AND CONFIRM THAT

WHERE CONNECTING TO A UTILITY OR SERVICE, VERIFY LOCATION, SIZES, MATERIALS,

FIXTURES OR PERFORMING ANY WORK.

DEVIATIONS OR INCONSISTENCIES PRIOR TO PURCHASING OF ANY MATERIALS OR 

OF ANY DEVIATIONS NOTED.  THIS REVIEW IS INTENDED TO CONFIRM ANY

SCALE PLANS AND ELEVATIONS.  THE CONTRACTOR SHALL NOTIFY THE ARCHITECT 

SCHEDULE, PLUMBING FIXTURE SPECIFICATIONS, ARCHITECTURAL SMALL AND LARGE 

THE PLUMBING SMALL AND LARGE SCALE PLANS, PLUMBING RISERS, PLUMBING 

AS PART OF CONSTRUCTION QUALITY CONTROL, THE CONTRACTOR SHALL REVIEW 

NOTE TO CONTRACTOR:

WATER HAMMER ARRESTOR SCHEDULE

                                

REMARKS

                   

                                                                           

                                                                           

                                                                           

MARK
RATING

FIXTURE UNIT

SIZE

CONNECTION 

PDI-A

PDI-B

PDI-C

PDI-D

1 -11 FIXTURE UNITS

12 -32 FIXTURE UNITS

33 -60 FIXTURE UNITS

61 -113 FIXTURE UNITS

ƒ"

1"

1"

1"

MANUFACTURER'S RECOMMENDATIONS

SIZE & INSTALL PER 

MANUFACTURER'S RECOMMENDATIONS

SIZE & INSTALL PER 

MANUFACTURER'S RECOMMENDATIONS

SIZE & INSTALL PER 

MANUFACTURER'S RECOMMENDATIONS

SIZE & INSTALL PER 

CONCEALED ARM

CARRIER

WALL

FINISHED FLOOR

VARIES

(SEE FIXTURE SCHEDULE)

(WITH CONCEALED ARM CARRIER)

MOUNTING BRACKET ASSEMBLY

(USE WHEN NO CARRIER IS USED)

REFER TO SPECIFICATION

FOR FAUCET TYPE

P-TRAP

ESCUTCHEON PLATE

OFFSET GRID DRAIN

HANDICAPPED LAVS ONLY

LAVATORY MOUNTING &

P-TRAP LOCATION DETAIL

NOT TO SCALE
   4 

AREA

CHASE

2‚" MIN.

FINISHED FLOOR

W
A

L
L

11
•

"
FOR FLOOR TO RIM

HEIGHT REFER TO

FIXTURE SCHEDULE.

 

FLUSH VALVE

TAILPIECE SUPPORT

FLUSH VALVE SUPPORT

NOT TO SCALE
 1   

WC1

WC2

(1   REQ'D AT 11 1/2 ") 

FINISHED FLOOR

W
A

L
L

11
•

"

2‚" MIN.

FLUSH VALVE

TAILPIECE

SUPPORT

SEE PLUMBING FIXTURE

SCHEDULE FOR HEIGHT

FLUSH VALVE SUPPORT

NOT TO SCALE
 2   

UR1

LV1

FLUSH VALVE

PIPE RING SUPPORT

BRACKET; SECURE TO

WALL WITH TOGGLE

BOLTS

STEEL STUD WALL

FRAMING WITH †"

GYP. BOARD

•" X 6" COPPER PIPE

FLATTENED AND SOLDERED

TO WATER PIPE FASTENED

TO STEEL STUD

SUPPLY

 C.W.
CHASE SPACE

FLUSH VALVE ANCHOR

NOT TO SCALE
   3 

WC1 WC2 UR1

(1.28 GPF)

FLUSH VALVE ASSEMBLY

BATTERY POWERED

(0.5 GPF)

FLUSH VALVE ASSEMBLY

BATTERY POWERED

FLUSH VALVE ASSEMBLY

BATTERY POWERED

HPG HIGH PRESSURE GAS 

MEDIUM PRESSURE GAS 

DOMESTIC WATER HEATER SCHEDULE

ITEM CAPACITY
RECOVERY 
@ 100 F
RISE

FUEL

CHARACTERISTICS

LOCATION REMARKSFUEL

WH-3
                   

119 GALLON         ELEC 147 GPH 
                

36 K.W.         
          

          

    
                   

                   
             

                

                

        

        

          

          

    
                   

                   
             

                

                

        

        

          

          

  34" ADA              LAVATORY      1‚" •" •" …" …" LV2

•" ELEC. WATER COOLER  1‚" …" --- --- HI-LO               36"*EWC2

MECH. ROOM

THIRD FLOOR

MARK H.P. LOCATIONGPM TDH REMARKS

RECIRCULATOR PUMP SCHEDULE

RCP-3          1/40       1.48        4.59                  THIRD FLOOR MECH. ROOM

LV2

    2" PIPE

CHECK VALVE

GATE VALVE

SCHEDULE 40 GALVANIZED PIPE

DRAIN GRATE

ELEVATOR SHAFT FLOOR

24"X24"X24" SUMP PUMP PIT

26"X26"X 1" THICK

SUMP PUMP WITH OIL ALARM DETAIL

2"MIN.

NOT TO SCALE
   5 

OIL SENSOR

PUMP SWITCH

POWER SUPPLY
FROM CONTROL PANEL

PUMP ON

PUMP OFF

2"-6"2"

2"MIN.

WH-4 ELEC 8.3 K.W.         
THIRD FLOOR

INSTANTANEOUS         

RM. 510
BREAK
SHARED

@ 1.5 GPM
38 RISE

ADA              SINK          C.T.  1•" •" •" •" •" SK3

MARK H.P. LOCATIONGPM TDH REMARKS

50 29ƒ HP

SUMP PUMP SCHEDULE

50 29ƒ HP

SP-3C

SP-5C

ELEVATOR 5 PIT

ELEVATOR 3 PIT

HOT WATER 

GENERAL NOTE TO CONTRACTOR:

WILL BE IN THE SPACE, BELOW FLOOR, OR ABOVE CEILING.

SPACES. SPACES WITH NO SHADING ARE INTENDED TO INDICATE WORK THAT

MATERIALS. SHADED AREAS ARE INTENDED TO INDICATE NO WORK IN THOSE

OWNER. COORDINATE PRIOR TO PERFORMING ANY WORK OR ORDERING ANY

SYSTEMS OR SHUT DOWNS OF OCCUPIED SPACES TO MINIMIZE INCONVENIENCE TO

ALL WORK DURING THIS PROJECT. COORDINATE ANY/ALL SHUT DOWN TIMES OF 

THE CONTRACTOR SHALL COORDINATE WITH THE OWNER/ARCHITECT FOR PHASING OF
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NOTES - PLUMBING

NEW WORK

DEMOLITION &

2

3

4

5

6

1

7

8

9

10

DEMOLITION NOTES:(SHEETS P1.01- 1.41 ONLY)

LIMIT OF DEMOLITION

EXISTING TO BE REMOVED

EXISTING COLD WATER

EXISTING HOT WATER

EXISTING HOT WATER RETURN

EXISTING VENT

MG

EXISTING SOIL, WASTE

BELOW FLOOR. PACK WITH OAKUM AND FILL WITH NON-SHRINK GROUT.

WHERE EXISTING PIPING IS NOT TO BE RE-USED. CUT PIPING TO 2-INCHES

REMOVE EXISTING OIL/SEDIMENT TANK AND COMPONETS IN ITS ENTIRETY. 

REMOVE EXISTING SUMP PUMP DRAIN PIPING TO POINTS SHOWN. SEE SHEET P2.11 FOR NEW WORK. 

11

12

13

14

15

16

18 EXISTING FIXTURE TO REMAIN AS-IS.

19

20

21

22

REMOVE EXISTING 2" VENT-DN. AND CAP PIPING ABOVE CEILING. SEE SHEET P2.21 FOR NEW WORK. 

REMOVE EXISTING 2" VENT-UP. SEE SHEET P2.11 FOR NEW WORK. 

REMOVE EXISTING 2" VENT PIPING TO POINT SHOWN. 

REMOVE EXISTING 4" WASTE PIPING BELOW THE FLOOR TO POINTS SHOWN.

REMOVE EXISTING 4" WASTE UP.

REMOVE EXISTING 2" WASTE UP BACK TO BELOW THE FLOOR AT POINT SHOWN.

REMOVE EXISTING FLOOR DRAIN AND ASSOCIATED PIPING.

REMOVE EXISTING DOMESTIC HOT WATER PIPING TO ABOVE THE CEILING AND CAP.

REMOVE EXISTING DOMESTIC COLD WATER PIPING TO ABOVE THE CEILING AND CAP.

REMOVE EXISTING DOMESTIC COLD WATER PIPING TO POINT SHOWN. 

REMOVE EXISTING 2" VENT PIPING TO ABOVE THE CEILING AN CAP.

SHOWN ABOVE THE CEILING AND CAP. 

REMOVE EXISTING MIXING VALVE, DOMESTIC HOT AND COLD WATER PIPING TO POINTS

REMOVE EXISTING EXISTING FIXTURE, TRIM AND ASSOCIATED PIPING.  

REMOVE EXISTING 2" VENT-UP AND CAP IN CEILING SPACE ABOVE. 

REMOVE EXISTING 3" WASTE PIPING BELOW THE FLOOR TO POINTS SHOWN.

REMOVE EXISTING ƒ" HOSE BIB AND CAP DOMESTIC COLD WATER IN CEILING SPACE ABOVE.

23

REMOVE EXISTING 2" VENT-UP. SEE SHEET P2.13 FOR NEW WORK. 

24

REMOVE EXISTING 2" VENT-DN. AND BACK TO POINT SHOWN. SEE SHEET P2.23 FOR NEW WORK. 

25

REMOVE EXISTING BELOW FLOOR CLEANOUT TO POINT SHOWN. SEE SHEET P2.24 FOR NEW WORK. 

(SHEETS P2.01- 2.41 ONLY)NEW WORK NOTES:

26

REMOVE EXISTING 4" WASTE DOWN.

CONNECT NEW 1•" SPD PIPING TO EXISTING 1•" SPD PIPING AT POINT SHOWN. 

CONNECT NEW 2" SPD PIPING TO EXISTING 1•" SPD PIPING AT POINT SHOWN. 

CONNECT NEW 4" SANITARY PIPING TO EXISTING 4" SANITARY PIPING BELOW THE FLOOR AT POINT SHOWN. 

ROUTE NEW 2" SPD PIPING DOWN SECURE ALONG WALL. ELBOW PIPING INTO FLOOR DRAIN. 

4" FLOOR DRAIN TYPE 'C' WITH TRAP GUARD ASSEMBLY.

CONNECT NEW 1‚" SANITARY ARM OVER PIPING TO EXISTING 2" WASTE STACK. 

CONNECT NEW 2" VENT UP TO EXISTING 4" SANITARY PIPING BELOW THE FLOOR AT POINT SHOWN. 

CONNECT NEW 2" VENT PIPING TO EXISTING VENT PIPING ABOVE THE CEILING AT POINT SHOWN. 

CONNECT NEW •" COLD WATER PIPING TO EXISTING COLD WATER PIPING FOR LAVATORY AT POINT SHOWN. 

CONNECT NEW •" COLD WATER PIPING TO EXISTING •" COLD WATER PIPING ABOVE THE CEILING AT POINT SHOWN. 

CONNECT NEW 1‚" COLD WATER PIPING TO EXISTING 1‚"  COLD WATER PIPING ABOVE THE CEILING AT POINT SHOWN. 

REMOVE EXISTING 2" WASTE PIPING BELOW THE FLOOR TO POINTS SHOWN.

27

CONNECT NEW 1•" COLD WATER PIPING TO EXISTING 2•" COLD WATER PIPING ABOVE THE CEILING AT POINT SHOWN. 

CONNECT NEW 1•" COLD WATER PIPING TO EXISTING 1•" COLD WATER PIPING ABOVE THE CEILING AT POINT SHOWN. 

CONNECT NEW •" HOT WATER PIPING TO EXISTING •" HOT WATER PIPING ABOVE THE CEILING AT POINT SHOWN. 

CONNECT EXISTING 2" WASTE STACK TO NEW 4" SANITARY PIPING BELOW THE FLOOR AT POINT SHOWN. 

CONNECT NEW 4" SANITARY PIPING TO EXISTING 4" SANITARY PIPING DOWN BELOW THE FLOOR AT POINT SHOWN. 

2

3

4

5

6

1

7

8

9

10

11

12

13

14

15

16

28

29

REMOVE EXISTING 3" VENT-DN. TO SECOND FLOOR CEILING SPACE.  

BELOW THE THIRD FLOOR. EXISTING 4" VTR TO REMAIN AS-IS.

REMOVE PARTIAL EXISTING 4" WASTE STACK FROM JUST ABOVE THE CEILING TO

30

17 CONNECT NEW 3" VENT PIPING TO EXISTING 4" SANITARY STACK AND 3" VENT STACK ABOVE THE CEILING AT POINT SHOWN. 

18 CONNECT NEW 4" SANITARY PIPING TO EXISTING 4" SANITARY STACK ABOVE THE CEILING AT POINT SHOWN. 

CONNECT NEW 2" WASTE STACK TO EXISTING 4" SANITARY PIPING BELOW THE FLOOR AT POINT SHOWN. 19

20 CONNECT NEW 4" SANITARY WASTE STACK TO EXISTING 4" SANITARY WASTE STACK BELOW THE FLOOR AT POINT SHOWN. 

EXISTING 4" WASTE STACK TO REMAIN AS IS. 

REMOVE EXISTING 4" ELBOW AT WASTE STACK BELOW THE FLOOR TO POINTS SHOWN.

21 CONNECT EXISTING 2" WASTE STACK TO NEW 3" SANITARY PIPING BELOW THE FLOOR AT POINT SHOWN. 

CONNECT NEW 3" SANITARY PIPING TO EXISTING 3" SANITARY PIPING BELOW THE FLOOR AT POINT SHOWN. 22

3" FLOOR DRAIN TYPE 'A' WITH TRAP GUARD ASSEMBLY.23

24 CONNECT NEW 4" VENT PIPING TO EXISTING 4" VTR ABOVE THE CEILING AT POINT SHOWN. 

REMOVE PARTIAL EXISTING 4" WASTE, 3" VENT AND 2" COLD WATER UP BACK TO SECOND FLOOR CEILING SPACE. 

25 CONNECT NEW 2" COLD WATER PIPING TO EXISTING 2" COLD WATER PIPING ABOVE THE CEILING AT POINT SHOWN. 

17

31 REMOVE EXISTING 2"C.W. TO SECOND FLOOR CEILING SPACE.  

26 CONNECT NEW 3" VENT PIPING TO EXISTING 3" VENT STACK ABOVE THE CEILING AT POINT SHOWN. 

32 REMOVE EXISTING •" HW PIPING TO POINT SHOWN. 

27 CONNECT NEW 2" COLD WATER PIPING TO EXISTING 2" COLD WATER PIPING ABOVE THE FLOOR AT POINT SHOWN. 

28

29 NEW ELECTRIC WATER HEATER ASSEMBLY WH-3. SEE DETAIL 10/P5.01.

4" FLOOR DRAIN TYPE 'B' WITH TRAP GUARD ASSEMBLY.30

CONNECT NEW 3" SANITARY PIPING TO EXISTING 4" SANITARY PIPING BELOW THE FLOOR AT POINT SHOWN. 31

32 CONNECT NEW •" HOT WATER PIPING TO EXISTING ƒ" HOT WATER PIPING ABOVE THE CEILING AT POINT SHOWN. 

33 CONNECT NEW 1‚" COLD WATER PIPING TO EXISTING 2" COLD WATER PIPING ABOVE THE CEILING AT POINT SHOWN. 

33

SEE SHEET P2.13 NEW WORK.  

REMOVE EXISTING 4" SANITARY PIPING BELOW THE FLOOR AND 4" WASTE UP TO POINT ABOVE THE CEILING.

REMOVE EXISTING •" CW AND •" HW-UP. SEE SHEET P2.12 FOR NEW WORK. 

THERMOSTATIC BALANCE VALVE SET AT 0.5 GPM.

34 ELECTRIC INSTANTANEOUS WATER HEATER WH-4 MOUNTED ON WALL BELOW COUNTERTOP.

EXISTING STORM DRAIN

OVERFLOW
EXISTING STORM DRAIN

SDO

SD

PRESSURE GAS
EXISTING MEDIUM

SPD DISCHARGE
EXISTING SUMP PUMP

EXISTING LINE LEGEND
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FLOOR PLAN -

BASEMENT

REFER TO SPECIFICATIONS AND DETAIL 5/P0.01.

NEW SUMP PUMP WITH OIL ALARM SYSTEM.

REMOVE AND REPLACE SUMP PUMP WITH

REFER TO SPECIFICATIONS AND DETAIL 5/P0.01.

NEW SUMP PUMP WITH OIL ALARM SYSTEM.

REMOVE AND REPLACE SUMP PUMP WITH

1•" PD-AF TO SP-1C
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10"SDO-DN

8"SD-DN

8"SD

CO

VTR

CO

CO

8" 8" 6"

10"8"

6"

10"

10"

P2.34

PLUMBING

NEW WORK -

FLOOR PLAN -

PARTIAL THIRD

WC2

LV2

WC2

LV1

MB1

3"W-BF 2"V-UP 3"W-DN.

2"V-AC

3"V-AC

4"W-DN.

4"FCO 4"W-BF

3"W-BF

3"V-AC

3"V-AC

3"V-AC

4"FCO

4"W-BF

3"W-DN.

3"W-BF

3"V-AC

2"W&V

3"W-BF3"W-BF

3"W-BF

24

24

23

23

3"V-DN.

2"CW.-DN.

3"V-UP
4"W-DN.

PIPING CONTINUATION

SEE SHEET P2.32 FOR

PIPING CONTINUATION

SEE SHEET P2.32 FOR

28

CHECK VALVE

28

CHECK VALVE

CHECK VALVE

28

ƒ"-AC

ƒ"-AC

ƒ"-AC

ƒ"-AC

ƒ"-AC

ƒ"-AC

ƒ"-AC

ƒ"-AC

•"-AC

•"-AC

ƒ"-AC

•"-AC

•"-AC

•"-AC

•"-AC

1•"-AC

2"-AC

1‚"-AC

RISER N 8 

3"V-AC

WHA-PDI'B' 1‚"-AC

•"-AC

1‚"-AC

•"-AC

ƒ"-AC

2"W&V

2"V-AC

SK3

PIPING CONTINUATION

SEE SHEET P2.33 FOR

ƒ"-AC

34

PIPING CONTINUATION

SEE SHEET P2.33 FOR

3"W-BF

2"W&V

3"FCO

3"W-BF

3"V-AC

1•"-AC

4"FCO
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EF-9

EF-10

EF-1 1
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EF-2B
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EF-1A
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1 ‚"CD

EXISTING

EXISTING
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EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

2"CD

2"CD

RTU-2C

RTU-1B
RTU-1A

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

P2.41

PLUMBING

NEW WORK -

ROOF PLAN -

CAP
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RISERS - PLUMBING

NOT TO SCALE
1

RISER N 1

WC2

UR1

3"

2"

(WASTE)

WC2

3"

2"

    EWC1

2"

2"

3"

4"FCO

3"

3" 3"

GUARD ASSEMBLY

3"FD'A'w/TRAP

2"

4"

3"

2"

GUARD ASSEMBLY

3"FD'A'w/TRAP

4"

4"

(WATER)

4"

4"

4"

4"

 

 

WC1

WC1

WC1

3"

2"

2"

2"

WC3

WC3

WC3

WC4

LV3

LV3

LV3

LV3

2"

2"

3"

2"

2"

3"

3"

4"

3"

3"

3"

EX-3"V

EX-4"W

EX-4"V

EX-4"VTR

3"

3"

3"

3"

3"

3"

3"

2"

2"

3"

3"

4"
4"

4"

4"

4"

4"

3"

3"

3"

3"WCO

3"WCO
3"WCO

WC3

WC4

WC3

WC3

LV3

LV3

LV3

LV3

    EWC1

UR1

WC1

WC1
WC1

WC2

WC2

WHA-PDI'B'

WHA-PDI'B'

WHA-PDI'B'

WHA-PDI'A'

WHA-PDI'B'

WHA-PDI'A'

WHA-PDI'A'

WHA-PDI'A'

WHA-PDI'A'

ƒ"

ƒ"

WHA-PDI'A'

1"

ƒ"

ƒ"

ƒ"

ƒ"

ƒ"ƒ"

1•"

1•"

1•"

1•"

2"

ƒ"

1"

1"
•"

ƒ"

•"

•"

ƒ"

@ 18" AFF
•"CPHB

@ 18" AFF
•"CPHB

1‚"

1‚"

1"

1‚"

1‚"
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EX-2"

2"

1•"

1•"

•"

1‚"
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1‚"

1•" 

ƒ"
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2"

WC2

    EWC2
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3"FD'A'w/TRAP

3"

3"WCO

2"
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UR1

LV3

4"
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3"
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WC2

LV3

UR1

    EWC2

1‚"

WHA-PDI'B'

WHA-PDI'A'

1•"

•"

1"

•"

•"

(WASTE)

(WATER)

NOT TO SCALE
2

RISER N 2

2"

WC2 2"

GUARD ASSEMBLY

3"FD'A'w/TRAP

3"

3"WCO

2"

2"

2"

LV3
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3"

3"

3"

WC1

LV3

1‚"

WHA-PDI'B'

WHA-PDI'A'

1•"
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(WASTE) (WATER)

NOT TO SCALE
3

RISER N 3

SK1

4"FCO
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WC1
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3"
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3" 4"FCO
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3"
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2"

4"

1‚"

WC2

SK1

IB1

•"

GUARD ASSEMBLY

3"FD'A'w/TRAP

2"

3"

(WASTE)

NOT TO SCALE
4

RISER N 4

4"FCO 2"

EX-3"VTR
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LV3
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WC2

4"FCO
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WC1
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WC2
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4"
4"

4"

1‚"

WHA-PDI'B'
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WC2
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•"CPHB
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3"FD'A'w/TRAP
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(WASTE)

NOT TO SCALE
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RISER N 5
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RISERS - PLUMBING
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DETAILS - PLUMBING

12"

4" CONCRETE ENVELOPE 12" LONG

SOIL PIPE

FINISHED GRADE
2" ABOVE FINISH GRADE

NOT TO SCALE

1  

GROUND/FLOOR MAIN

CLEANOUT AT END OF BELOW

24"x24"x6" CONCRETE PAD WITH

6x6, 10/10 REINFORCING

COUNTERSUNK BRASS

CLEANOUT PLUG

12"

          SOIL PIPE

GROUND/FLOOR MAIN

INLINE CLEANOUT ON BELOW

NOT TO SCALE
 2   

6x6, 10/10 REINFORCING

24"x24"x6" CONCRETE PAD WITH

CLEANOUT PLUG

COUNTERSUNK BRASS

FINISH FLOOR

INSIDE CAULK

CONNECTION
CLEANOUT PLUG

LOCKING SCREW

FINISH FLOOR CLEANOUT

SCORIATED COVER

SECURED RIM &
TAB COVER & SET SCREW

STAINLESS STEEL CARPET

CARPET FLOORS
CONCRETE FLOORS

VINYL, TILE OR 

NOT TO SCALE
 3   

"A"

NOTES:(CLEANOUT IN WALL ONLY)

"A" DIMENSION SHALL NOT EXCEED 8-INCHES FOR 4" AND

LARGER PIPE; AND 4-INCHES FOR 2" AND 3" PIPE.

EXTENSIONS FROM PIPE TO CLEANOUT PLUG SHALL BE ONE

OF THE FOLLOWING:

B.)  SANITARY TEE WITH TAPPED FERRULE.

C.)  SANITARY TEE WITH EXTENDED PIPE AND

TAPPED FERRULE.

D.)  COMBINATION WITH EXTENDED PIPE AND

TAPPED FERRULE.

I.D. OF SLEEVE SHALL BE GREATER THAN THE O.D. OF THE

TAPPED TEE OR TAPPED FERRULE, WHICH EVER IS USED.

1

2

3

FINISHED WALL

NO-HUB 

COUPLING

(TYPICAL)

"A"

STEEL SLEEVE

CLEANOUT TEE
(TAPPED)
SEE NOTE

CHROME PLATED
ACCESS COVER

NOTES:(CLEANOUT IN WALL ONLY)

"A" DIMENSION SHALL NOT EXCEED 8-INCHES FOR 4" AND

LARGER PIPE; AND 4-INCHES FOR 2" AND 3" PIPE.

EXTENSIONS FROM PIPE TO CLEANOUT PLUG SHALL BE ONE

OF THE FOLLOWING:

A.)  TAPPED TEE WITH PLUG.

B.)  SANITARY TEE WITH TAPPED FERRULE.

C.)  SANITARY TEE WITH EXTENDED PIPE AND

TAPPED FERRULE.

D.)  COMBINATION WITH EXTENDED PIPE AND

TAPPED FERRULE.

I.D. OF SLEEVE SHALL BE GREATER THAN THE O.D. OF THE

TAPPED TEE OR TAPPED FERRULE, WHICH EVER IS USED.

1

2

3

12"

SCHEDULE 40

A.)  TAPPED TEE WITH PLUG.(SHOWN)

SAN STACK

MINIMUM A.F.F.

TAPPED FOR COVER SCREW.
COUNTERSUNK BRONZE PLUG

CLEANOUT IN WALL

2

3

2

1

NOT TO SCALE
 5   

NOT TO SCALE
   

"CLOSED POSITION"

MEMBRANE IN

TRAP GUARD

DRAIN PIPE

FINISHED FLOOR

HUB DRAIN

"OPEN POSITION"

MEMBRANE IN

TRAP GUARD

(SEWER GAS EMISSIONS PROTECTOR)

FLOOR DRAIN (SEE SPECIFICATIONS)

4 
HUB/ FLOOR DRAIN 'TRAP SEALER ASSEMBLY'

HANGER ROD - SEE SPECIFICATIONS

SECTION OF RIGID INSULATION

SPECIFIED INSULATION

PIPE

• ROUND BEARING PLATE

PLATE WASHER

CUT ROD ABOVE ANGLE LEG

1" MIN.

TRAPEZE HANGER

LONG LEG VERTICAL

SEE SPECIFICATIONS

DOUBLE HEX NUTS

TRAPEZE PIPE HANGER

UTILITY PIPING (C.W., H.W., 

H.W.R., GAS, AIR)

4"(TYPICAL)

TRAPEZE HANGER

SEE SPECIFICATIONS(SECTIONAL VIEW)

(SIDE VIEW)

NOT TO SCALE
 6   

5"

WALL

WALL

1\4 OF PIPE SIZE

EXTENSION SPLIT PIPE CLAMP HANGER

NOT TO SCALE
 7   

PIPE

FLOOR

DRILL EXTRA HOLE

RISER CLAMP

ELEVATION

PLAN

DETAIL-SUPPORT OF VERTICAL PIPES

(INSULATE CLAMP & RODS WHERE SPECIFIED)

CLIP SAME SIZE

AS CLAMP

 

 

 

PIPE SLEEVE

FIRE STOP SEALANT

BOLT, NUT AND WASHER

NOT TO SCALE
 8   

CEILING

3"

NOT TO SCALE
  9  

WATER HAMMER ARRESTOR ABOVE CEILING

INSULATION

ARRESTOR
HAMMER
WATER

ARRESTOR
HAMMER
WATER

INSULATION

3"

CEILING

WALL TO STRUCTUREWALL CAPPED ABOVE CEILING

FROM SUPPLYFROM SUPPLY

TO FIXTURESTO FIXTURES

EXTENSION SPLIT-RING PIPE

SUPPORT (2 REQUIRED)

PIPE INSULATION

FLANGE CONNECTION

(ƒ"  MINIMUM)

F
L

O
W

RECIRCULATOR PUMP-

DOMESTIC WATER RECIRCULATING

PUMP MOUNTING

NOT TO SCALE
   11

SEE SPECIFICATIONS 

(WATER HEATER ONLY)NOTES:

PIPE FULL SIZE TO FLOOR DRAIN.

ASME PRESSURE/TEMPERATURE RELIEF VALVE.

THERMOMETER

CHECK VALVE

REFER TO SPECIFICATION FOR SPACING.

EXTENSION SPLIT PIPE CLAMP HANGER.(TYPICAL)

  3

  1

  2

  3

  4

  1

  3

  3

  3

DRAIN VALVE

CONCRETE PAD

CHECK VALVE

AQUASTAT

CHECK VALVE

(TYP.)

TEST PLUG

  5

NOT TO SCALE
10

WATER HEATER (WH-3) PIPING SCHEMATIC

ƒ" •" 

1•"

1•"

1•"

 1•"

  4

  5 PIPE PER MANUFACTURER'S RECOMMENDATIONS.

ELECTRONIC DIGITAL MIXING VALVE; SET OUTLET 

TEMPERATURE AT 115 DEGRESS. INLETS ƒ"; OUTLET 1 ".

6.4 GALLON THERMAL EXPANSION TANK.
  2

14
0
 

140 

TEMPERATURE AT 140

SET HEATER

(REFER TO SPECIFICATIONS) 

WATER HEATER

1•"

PUMP RCP-3

CIRCULATOR
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IPG, Incorporated. 2025

BID DOCUMENTS
M0.01

A         COMPRESSED AIR

AAV       AUTOMATIC AIR VENT

AF        AIR FOIL

-AFF      ABOVE FINISHED FLOOR

AV        ACID VENT

AVD       AUTOMATIC VOLUME DAMPER

AW        ACID WASTE

-AC       ABOVE CEILING

AH-       AIR HANDLING UNIT

BBD       BOILER BLOW DOWN

BE        BOTTOM ELEVATION

BOL       BOTTOM OF LINE (UNINSULATED)

BOD       BOTTOM OF DUCT

BP-       BOOSTER PUMP

BTUH      BRITISH THERMAL UNIT PER HOUR

-BF       BELOW FLOOR

BFP       BACK FLOW PREVENTOR

C         CONDUIT

CC        COOLING COIL

CHR       CHILLED WATER RETURN

CHS       CHILLED WATER SUPPLY

CR        CONDENSER WATER RETURN

CS        CONDENSER WATER SUPPLY

CW        DOMESTIC COLD WATER

CAB       CABINET FAN

CF        CENTRIFICAL FAN

CFM       CUBIC FEET PER MINUTE

CFP       CHEMICAL FEED PUMP

CFT       CHEMICAL FEED TANK

CH        CABINET HEATER

CHR       CHILLER

CL        CENTER LINE

CO        CLEANOUT

CP        CHILLER PUMP

CPHB      CHROME PLATED HOSE BIBB

CT        COOLING TOWER

CU        COPPER

CV-       CONVECTOR

Cv        VALVE COEFFICIENT

D         DRAIN

DDC       DIRECT DIGITAL CONTROL

DHW       DOMESTIC HOT WATER

DN        DOWN

DP        DIFFERENTIAL PRESSURE

DS        DOWN SPOUT

DSO       DOWN SPOUT OVER FLOW

DX        DIRECT EXCHANGE

EAD       EXHAUST AIR DAMPER

EAT       ENTERING AIR TEMPERATURE

EDB       ENTERING DRY BULB

EWB       ENTERING WET BULB

ESP       END SUCTION PUMP

ESP       EXTERNAL STATIC PRESSURE

ELL       ELBOW

ET        EXPANSION TANK

EQT       EQUIPMENT TRAP SET

EWT       ENTERING WATER TEMPERATURE

EX        EXPANSION TANK LINE

EXT       EXTERNAL

FOB       FLAT ON BOTTOM

FOT       FLAT ON TOP

F&BP      FACE & BYPASS

FC        FAN COIL UNIT

BPD       BYPASS DAMPER

EAL       EXHAUST AIR LOUVER

ECH       ELECTRIC CABINET HEATER

ABBREVIATIONS

FD        FLOOR DRAIN

FF        FOULING FACTOR

FF-       FLY FAN

FF        FINISHED FLOOR

FF        FINAL FILTER

FFM       FIRE FLOW METER

FLEX      FLEXIBLE

FM        FIRE MAIN

FMS       FLOW METER STATION

FOF       FUEL OIL FLOW

FOR       FUEL OIL RETURN

FOV       FUEL OIL VENT

FOP       FUEL OIL PUMP

FP        FIRE PUMP

FP-       FAN POWERED

FPM       FEET PER MINUTE

FPS       FEET PER SECOND

FRT       FLOW RATE TRANSMITTER

FT        FEET

G         LOW PRESSURE GAS

GA        GAUGE

GPM       GALLONS PER MINUTE

GT        GREASE TRAP

GTH       GRAND TOTAL HEAT

H         HEIGHT

HC        HEATING COIL

HB        HOSE BIBB

HBT       HORIZONTAL BLOW THROUGH

HD        HUB DRAIN

HDT       HORIZONTAL DRAW THROUGH

HP        HORSEPOWER/HIGH PRESSURE

HPA       HIGH PRESSURE AIR

HPG       HIGH PRESSURE GAS

HPS       HIGH PRESSURE STEAM

HPWS      HEAT PUMP WATER SUPPLY

HPWR      HEAT PUMP WATER RETURN

HSC       HORIZONTAL SPLIT CASE

HWG       HOT WATER GENERATOR

HWR       HEATING WATER RETURN

HWS       HEATING WATER SUPPLY

ILC       IN-LINE CENTRIFICAL

IT        INTERVAL TIMER

IN        INCHES

INV       INVERT

JB        JUNCTION BOX   

L         LENGTH

LR        LONG RADIUS

LAT       LEAVING AIR TEMPERATURE

LCP       LOCAL CONTROL PANEL

LDB       LEAVING DRY BULB

LN        LIQUID NITROGEN

LWB       LEAVING WET BULB

LWT       LEAVING WATER TEMPERATURE

LPS       LOW PRESSURE STEAM

MAV       MANUAL AIR VENT

MVD       MANUAL VOLUME DAMPER

MAX       MAXIMUM

MBH       ONE THOUSAND BTUH PER HOUR

MCC       MOTOR CONTROL CENTER

MIN       MINIMUM

MH        MAN HOLE

MP        SUMP (MUD) PUMP

MPS       MEDIUM PRESSURE STEAM

MPR       MEDIUM PRESSURE RETURN

MTS       MEDIUM TEMPERATURE SUPPLY

MTR       MEDIUM TEMPERATURE RETURN

MUA       MAKE-UP AIR

MUW       MAKE-UP WATER

MZ        MULTIZONE

NC        NORMALLY CLOSED

NIC       NOT IN CONTRACT

NO        NORMALLY OPEN

NTS       NOT TO SCALE

OA        OUTSIDE AIR

OAD       OUTSIDE AIR DAMPER

ODT       OUTDOOR TEMPERATURE

PC        PUMP CONDENSATE

PD        PRESSURE DROP

PRV       PRESSURE REDUCING VALVE

PWF       PROPELLER WALL FAN

R         REFRIGERANT

RA        RETURN AIR

RAD       RETURN AIR DAMPER

RAS       RELIEF AIR SUPPLY

RP        RECIRCULATING PUMP

RHG       REFRIGERANT HOT GAS

RL        REFRIGERANT LIQUID

RS        REFRIGERANT SUCTION

RD        ROOF DRAIN

RV        RELIEF VALVE

SR        SHORT RADIUS

OAL       OUTSIDE AIR LOUVER

SAN       SANITARY SEWER

SC        SILL COCK

SCD       SMOKE DAMPER

SD        STORM DRAIN

SD        SMOKE DETECTOR

SF        SQUARE FEET

SDO       STORM DRAIN OVERFLOW

SHC       SENSIBLE HEAT CAPACITY

SP        STAND PIPE

SP        SUMP PUMP

SPS       STATIC PRESSURE SENSOR

STA       STATION

TR        TEMPERED WATER RETURN

UG        UNDERGROUND

VAC       VACUUM PIPING

VDT       VERTICAL DRAW THROUGH

VTR       VENT THROUGH ROOF

WB        WET BULB

O2        OXYGEN

?F        DEGREES FAHRENHEIT

?C        DEGREES CENTIGRADE

WM        WATER METER

WL        WATER LINE

WH        WATER HEATER

WG        WATER GAUGE

W         WIDTH

W         WASTE

VT        VERTICAL TURBINE

VFD       VARIABLE FREQUENCY DRIVE

VB        VACUUM BREAKER

VAV       VARIABLE AIR VOLUME

V         VENT

UC        UNDERCUT (DOOR - 3/4")

V-        VALVE     

TOS       TOP OF STRUCTURE

TB        THRUST BLOCK

T         TEMPERED WATER

STR       STRAINER

SP        STATIC PRESSURE

SP        SPRINKLER PIPE

SG        SPECIALTY GAS

EUH       ELECTRIC UNIT HEATER

          RECIRCULATING

DHR       DOMESTIC HOT WATER 

          TRANSMITTER

DPT       DIFFERENTIAL PRESSURE 

          PER MINUTE

SCIM      STANDARD CUBIC INCHES 

          TEMPERATURE

SST       SATURATED SUCTION 

          (UNINSULATED)

TE        TOP ELEVATION 

          (TOWER) PUMP

TP        CONDENSER WATER 

FSD       FIRE/SMOKE DAMPER

 

EA        EXHAUST AIR

MA        MIXED AIR

AE        ADJUSTABLE AIR EXTRACTOR

RAO       RETURN AIR OPENING

AD        AREA DRAIN/ACCESS DOOR

SINGLE LINE DUCT LEGEND

DUCT (SUPPLY, RETURN & EXHAUST)

SUPPLY DUCT UP

SUPPLY DUCT DOWN

RETURN OR EXHAUST DUCT UP

RETURN OR EXHAUST DUCT DOWN

DUCT RISE

DUCT DOWN

VOLUME DAMPER (MANUAL UNLESS INDICATED A.V.D.)

TRANSITION

DUCT TAKE-OFF (SEE SPEC. PERTAINING TO DEFLECTROLS)

TRANSITION (FLAT ON TOP)

TRANSITION (FLAT ON BOTTOM)

TRANSITION (TOP OR BOTTOM ONLY)

SUPPLY CEILING DIFFUSER

RETURN OR EXHAUST CEILING GRILLE

SIDEWALL SUPPLY

SIDEWALL RETURN

FLEXIBLE CONNECTION (DUCT)

RELIEF AIR SUPPLY TO TOILET

DUCT SPLIT WITH SPLITTER DAMPER

FLEX. DUCT WITH SCREW ON COLLAR, TAKE-OFF

DUCT WITH DUCT LINER

SQUARE ELBOW WITH TURNING VANES

RADIUS ELBOW (SEE SPECS. PERTAINING TO TURNING VANES)

AUTOMATIC VOLUME DAMPER

DN

R

12\10 SPLIT

OR

OR

SCD

FOB

T OR B

RAS

AVD

FD/SCD

FD

SMOKE CONTROL DAMPER

COMBINATION FIRE/SMOKE CONTROL DAMPER

FIRE DAMPER (FD)

FIRE DAMPER

SPS

SD

COMBINATION STARTER

STARTER

PIPE SLEEVE

CONCENTRIC REDUCER

PIPE ANCHOR

HVAC LEGEND

BALL VALVE WITH
3/4" HOSE END

BALANCE VALVE

THREADED & FLANGED

GLOBE VALVE

CHECK VALVE

3-WAY MIXING VALVE

BALL VALVE

BUTTERFLY VALVE

SOLENOID VALVE

CONTROL VALVE
PLAN VIEW

2-WAY MOTORIZED VALVE

RELIEF VALVE

FLANGED UNION

BRANCH OUT TOP

STRAINER

BRANCH OUT BOTTOM

ELBOW DOWN

ELBOW UP

TEE OUT TOP

BLIND FLANGE

PIPE CAP

AUTOMATIC AIR VENTAAV

FLEX. PIPE CONN.

BACKFLOW PREVENTER

THERMOMETER

TEE OUT BOTTOM

MANUAL AIR VENT

PIPE TEST PLUG

HEATING WATER FLOW

COLD WATER DOMESTIC

NATURAL GAS

CONDENSER WATER FLOW

DRAIN

HEATING WATER RETURN

HOT WATER DOMESTIC

G

D

DUCT SIZE FIRST DIMENSION

IS SIDE SHOWN
24\12

DOOR GRILLE

REFERS TO DETAIL OR
PLAN ON SHEET M-1.THERMOSTAT

INTERVAL TIMER

T

I.T.

1\M-4

DUCT/PLENUM w/LINER

FIRE DAMPER

ELBOW WITH

TURNING VANES

FLEX. DUCT CONN.

TURNING VANES

ELBOW WITHOUT

ADJUSTABLE AIR
EXTRACTOR

INSULATED FLEX. DUCT

INSULATED FLEX. DUCT

c

ECCENTRIC REDUCER

HWS

HWR

SCHS

SCHR

CONDENSER WATER RETURN

CS

CR

STATIC PRESSURE SENSOR

SMOKE DETECTOR

POINT OF CONNECTION

DUCT SPLIT

THREADED & FLANGED

THREADED & FLANGED

UNION

GAUGE TAPPING

GAUGE WITH TAPPING

THREADED & FLANGED

THREADED & FLANGED

PIPE SOCKET WELL

FLOW INDICATOR BALANCER

M

T G THERMOSTAT w/GROUND

ANNULAR ELEMENT FLOW STATION

M

DAMPER - BLADE VIEW DAMPER - END VIEW

xx{K OR xx/xx}K ROUND OR FLAT OVAL DUCT (K)

DOUBLE WALL INSULATED 
ROUND OR FLAT OVAL DUCTxx{ OR xx/xx}

CHILLED WATER FLOW

CHILLED WATER RETURN

CHS

CHR

WATER SUPPLY
SECONDARY CHILLED

WATER RETURN
SECONDARY CHILLED

CV

CVA

CONSTANT VOLUME

ADJUSTABLE
CONSTANT VOLUME

CFM

PRESSURE SENSOR

SUMMER WINTER

DESIGN CONDITIONS

OUTSIDE

INSIDE

SCHEDULE - HVAC

LEGEND, &

ABBREVIATIONS,

93.5 F DB / 74.1  F WB

74 F DB / 55% RH

20 F DB

72 F DB
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BID DOCUMENTS
M0.02

HVAC
SCHEDULES - 

MARK TYPE
SIZE

MAKE & MODEL

SERVED

AREA

TONS

NOMINAL

UNIT
FAN DATA

CFM

TOTAL

FAN HP

SUPPLY

(IN WG)

ESP

CFM

OA

FAN HP

EXH

COOLING COIL

COOL

MBH TOT

COOL

MBH SEN

(  F)

DB/WB

EAT

(  F)

DB/WB

LAT

(MBH)

IN

HEAT

(MBH)

OUT

HEAT

HEATING (NAT. GAS)

(LBS)

WEIGHT
ACCESSORIES NOTES

RTU-1A

RTU-1B

RTU-2A

RTU-2B

RTU-3A

VAV 2.2 432.0540.052.9/51.376.9/64.9102017,500601ST FLOOR

MARK MODEL NO TYPE DUTY CFM ESP
HP

MOTOR

RPM

MOTOR
DRIVE SONES

LB

WEIGHT
ACCESSORIES

EF-1A

EF-1B

EF-1C

EF-1D

EF-2A

EF-2B

EF-2C

EF-2D

EF-3A

EF-3B

EF-3C

0.6 1/4 1750 BELTEXHAUSTCENTR. ROOF EXH

1750EXHAUST 1/4 BELT0.6UPBLAST CENTRIF.

1750EXHAUST 1/4 BELT0.6CENTR. ROOF EXH

1750EXHAUST 1/4 BELT0.5

1750EXHAUST 1/4 BELT0.5CENTR. ROOF EXH

1750EXHAUST 1/4 BELT0.5

1750EXHAUST 1/4 BELT0.5CENTR. ROOF EXH

1750EXHAUST 1/3 BELT0.5

1750EXHAUST 1/4 BELT0.35

1750EXHAUST 1/4 BELT0.25

1750EXHAUST 1/4 BELT0.25

SQ INLINE CENTRIF.

SQ INLINE CENTRIF.

SQ INLINE CENTRIF.

UPBLAST CENTRIF.

UPBLAST CENTRIF.

UPBLAST CENTRIF.

1370

1200

2400

1710

845

1100

995

360

590

1125

745

301

269

425

90

55

70

60

50

50

60

55

4.3

4.2

5.3

6.7

7.2

7.2

6.8

7.2

9.2

9.3

7.6

ACCESSORIES:

NOTES:

432.0540.0

432.0540.0

432.0540.0

VAV 1ST FLOOR

VAV 2ND FLOOR

VAV 2ND FLOOR

60 17,150 20 2.0

60 17,000 20 2.2

60 16,500 20 2.2

2700

1720

4360

3455

10

10

10

684.0

648.0

684.8

668.3

453.6

423.0

482.0

463.3

53.0/51.174.8/61.0

53.4/52.879.6/66.2

52.0/51.478.0/65.0

(EXISTING) FAN SCHEDULE

MARK MODEL NO

0.20

CFM

MAX

CFM

MIN

LOSS

MAX SP
NOTES

03455

DIA. (INCHES)

INLET

35ECVAV-0-1

0.200345535ECVAV-0-1

0.20035ECVAV-1-1

0.20035ECVAV-1-2

0.20035ECVAV-1-3

0.20035ECVAV-1-4

0.20035ECVAV-1-5

0.20035ECVAV-1-6

0.20035ECVAV-1-7

0.20035ECVAV-1-8

0.20035ECVAV-1-9

0.20035ECVAV-1-10

0.20035ECVAV-1-11

0.20035ECVAV-1-12

0.20035ECVAV-1-13

0.20035ECVAV-1-14

0.20035ECVAV-1-15

0.20035ECVAV-1-16

0.20035ECVAV-1-17

0.20035ECVAV-1-18

0.20035ECVAV-1-19

0.20035ECVAV-2-1

0.20035ECVAV-2-2

0.20035ECVAV-2-3

0.20035ECVAV-2-4

0.20035ECVAV-2-5

0.20035ECVAV-2-6

0.20035ECVAV-2-7

0.20035ECVAV-2-8

0.20035ECVAV-2-9

0.20035ECVAV-2-10

0.20035ECVAV-2-11

0.20035ECVAV-2-12

0.20035ECVAV-2-13

0.20035ECVAV-2-14

0.20035ECVAV-2-15

0.20035ECVAV-2-16

0.20035ECVAV-2-17

0.20035ECVAV-2-18

0.20035ECVAV-2-19

0.20035ECVAV-2-20

0.20035ECVAV-2-21

14

5

9

5

12

6

5

6

14

6

9

6

5

8

10

6

8

9

4

1980

330

980

300

1540

490

345

410

2170

430

1170

485

300

650

1350

440

750

1000

230

6

6

6

9

9

8

8

10

7

14

7

7

7

14

14

8

6

7

14

7

10

410

430

490

960

1120

840

800

1225

540

2190

560

530

700

2190

2190

710

480

630

2190

700

1385

MARK

ELEC HEATING COIL

0.25845M

MODEL

PIU-0-1

PRIMARY AIR SIDE-DUCT INLET

MAX

CFM

MIN

CFM

(IN WG)

PD

FAN SIDE

CFM
WG

EXT SP
HP(INCHES)

SIZE DIA

INLET

Kw

1

STAGES

3.51/100.40

ACCESSORIES/NOTES:

ACCESSORIES/NOTES

650 170 325

0.25845MPIU-0-1 13.51/100.40650 170 325

0.2545MPIU-1-1 11/100.40

PIU-1-2 45M 0.25 0.40 1

PIU-1-3 45M 0.25 0.40 1

PIU-1-4 45M 0.25 0.40 1

PIU-1-5 45M 0.25 0.40 1

PIU-1-6 45M 0.25 0.40 1

PIU-1-7 45M 0.25 0.40 1

PIU-1-8 45M 0.25 0.40 1

PIU-1-9 45M 0.25 0.40 1

PIU-1-10 45M 0.25 0.40 1

PIU-1-11 45M 0.25 0.40 1

PIU-1-12 45M 0.25 0.40 1

PIU-1-13 45M 0.25 0.40 1

PIU-1-14 45M 0.25 0.40 1

PIU-1-15 45M 0.25 0.40 1

PIU-1-16 45M 0.25 0.40 1

PIU-1-17 45M 0.25 0.40 1

PIU-1-18 45M 0.25 0.40 1

PIU-1-19 45J 0.25 0.40 1

PIU-1-20 45J 0.25 0.40 1

PIU-1-21 45J 0.25 0.40 1

PIU-1-22 45J 0.25 0.40 1

0.2545MPIU-2-1 11/100.40

PIU-2-2 45M 0.25 0.40 1

PIU-2-3 45M 0.25 0.40 1

PIU-2-4 45M 0.25 0.40 1

PIU-2-5 45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

45M 0.25 0.40 1

0.25 0.40 1

0.25 0.40 1

0.25 0.40 1

0.25 0.40 1

PIU-2-6

PIU-2-7

PIU-2-8

PIU-2-9

PIU-2-10

PIU-2-11

PIU-2-12

PIU-2-13

PIU-2-14

PIU-2-15

PIU-2-16

PIU-2-17

PIU-2-18

PIU-2-19

PIU-2-20

PIU-2-21

PIU-2-22

45M

45M

45M

45M
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RUNOUT SIZE UNLESS OTHERWISE NOTED.
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UNIT
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24"x24"

24"x24"
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ENTERING AIRMOTOR
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COOLING COIL

SERVICE
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LEAVING AIR

F FMBH MBH

CFM CFM
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RTU-3B 18,600 2.03RD FLOOR

LBS.
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ROOF TOP UNIT SCHEDULE
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24 13 40MAQB24B 38MAQB24R

2,930

3,420
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SIZED TO MATCH MANUFACTURERS RECOMMENDATIONS.

FAN COIL UNIT ABOVE DOOR.  ROUTE RL/RS LINES UP TO CORRESPONDING DCU ON ROOF.

2 ROUTE ƒ" CD DOWN TO MOP BASIN IN JAN. CLOSET 362 ON 2ND FLOOR.

3 ROUTE ƒ" CD DOWN TO MOP BASIN IN JAN. CLOSET 648.

4 70/30 LINED RETURN AIR DUCT UP TO RTU-3A.  TRANSITION TO UNIT CONNECTION SIZE IN VERTICAL.

5 60/20 LINED SUPPLY AIR DUCT UP TO RTU-3A.  TRANSITION TO UNIT CONNECTION SIZE IN VERTICAL.
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21

6 70/30 LINED RETURN AIR DUCT UP TO RTU-3B.  TRANSITION TO UNIT CONNECTION SIZE IN VERTICAL.

7 60/20 LINED SUPPLY AIR DUCT UP TO RTU-3B.  TRANSITION TO UNIT CONNECTION SIZE IN VERTICAL.

6

760/20

SCD

8 32/18 LINED TRANSFER DUCT WITH 90 DEGREE ELBOWS.

8

SCD

8

SD

SD

60/20

SD

SD

70/30

E

C C

|150

|150

14
/
14

10/12
C6

180 | EA

@

9 LINED TRANSFER DUCT.

36/18

9

SCD

8/89

FD

12/12

9

C2

170 | EA

@

12/12

9

C2

170 | EA

@

12/12 9

12/12

9

40/18

9

12/12 9

12/12 10/10

SCD

8

SCD

8

SCD

8

SCD

G

SPS

EF-4 ON ROOF

14/14 EA UP TO 

TO EF-5 ON ROOF
12/12 EA UP

TU3B-10

ON ROOF
TO EF-10
8/6 EA UP

ON ROOF

EF-9

UP TO

14/10 EA

EF-1  ON ROOF

12/12 EA UP TO

ON ROOF

TO EF-6

14/14 EA UP

EF-1 1 ON ROOF

10/8 EA UP TO A |70

F
P
3

B
-
0
3

SPS

8
/
10

8
/
10

16/16

AP
AP AP

AP



316 CORPORATE PARKWAY

NBP Engineers, Inc.

MACON, GEORGIA 31210

www.nbpengineers.com

CONSULTANTS

PHONE:  478-745-1691

NBP
ENGINEERS

WSH

DRAWN

CHECKED

JOB #

DATE

2312 REV.

REV.

REV.

REV.

or reused without permission and credit.

Architect and may not be reproduced 

These drawings are the property of the 

c

architects & planners

IPG, Incorporated

807 Northwood Park Drive

Valdosta, Georgia 31602

T: 229.242.3557

F: 229.242.4339

E: mail@ipgarchitects.com

www.ipgarchitects.com

FAYETTE COUNTY

JUSTICE CENTER

RENOVATION

Fayetteville, GA

EXPIRES:  06.30.2026

COA#PEF000774

NBP ENGINEERS, INC.

TRC

F
A

Y
E

T
T

E
 C

O
U

N
T

Y
 J

U
S

T
IC

E
 C

E
N

T
E

R

R
E

N
O

V
A

T
IO

N
 

O
F

1
 C

E
N

T
E

R
 D

R
IV

E
, 
F

A
Y

E
T

T
E

V
IL

L
E
, 

G
A
 3

0
2
1
4

14 APRIL 2025

IPG, Incorporated. 2025

BID DOCUMENTS

RTU-2BRTU-2A

2"CD

2"CD

2"CD

2"CD

EF-2B

EF-1B

EF-2D

EF-1D

EF-2A

EF-1A

EF-2C

EF-1C

1 ‚"CD

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

2"CD

2"CD

RTU-2C

RTU-1B
RTU-1A

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

TO REMAIN

M2.41

HVAC

NEW WORK -

ROOF PLAN -

RTU-3B
NEW

NEW
RTU-3A

LINE LEGEND

POINT OF CONNECTION

EXISTING TO REMAIN

NEW WORK

2"CD

DCU-3

DCU-2DCU-1

EF-4

EF-1

EF-6

EF-5

EF-9

EF-10

ROOF CAP

ROOF CAP

ROOF CAP

ROOF CAP

EF-1 1

2"CD

W/ROOF CURBW/ROOF CURB

W/ROOF CURB

W/ROOF CURB

W/ROOF CURB

W/ROOF CURB

W/ROOF CURB

NOTES:(THIS SHEET ONLY)

1

2
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ROUTE RL/RS DN THRU PIPE CURB TO CORRESPONDING DAC UNITS. 

PROVIDE EQUIPMENT SUPPORT RAILS.

1 2

1 21 2



316 CORPORATE PARKWAY

NBP Engineers, Inc.

MACON, GEORGIA 31210

www.nbpengineers.com

CONSULTANTS

PHONE:  478-745-1691

NBP
ENGINEERS

WSH

DRAWN

CHECKED

JOB #

DATE

2312 REV.

REV.

REV.

REV.

or reused without permission and credit.

Architect and may not be reproduced 

These drawings are the property of the 

c

architects & planners

IPG, Incorporated

807 Northwood Park Drive

Valdosta, Georgia 31602

T: 229.242.3557

F: 229.242.4339

E: mail@ipgarchitects.com

www.ipgarchitects.com

FAYETTE COUNTY

JUSTICE CENTER

RENOVATION

Fayetteville, GA

EXPIRES:  06.30.2026

COA#PEF000774

NBP ENGINEERS, INC.

TRC

F
A

Y
E

T
T

E
 C

O
U

N
T

Y
 J

U
S

T
IC

E
 C

E
N

T
E

R

R
E

N
O

V
A

T
IO

N
 

O
F

1
 C

E
N

T
E

R
 D

R
IV

E
, 
F

A
Y

E
T

T
E

V
IL

L
E
, 

G
A
 3

0
2
1
4

14 APRIL 2025

IPG, Incorporated. 2025

BID DOCUMENTS
M4.01

HVAC

FLOW DIAGRAM -

TT

FAR

SPS

H

A1D1

2

1.   FAILURE MODES:

2.  WHERE FAILURE MODE IS INDICATED, THE INDICATED POSITION SHALL OCCUR ON INTERRUPTION OF 

ELECTRIC POWER TO THE DDC PANEL.

L - LAST COMMAND

O - OPEN OR ON

C - CLOSE OR OFF

NOTES:

ACP

DDC PANELS

INPUT/OUTPUT

SUMMARIES

RTU

VAV SYSTEM

OUTPUTS INPUTS SOFTWARE

PRIMARY AIR FLOW

PERCENTAGE DESIGN FLOW-HEATING

PERCENTAGE DESIGN FLOW-COOLING

TAG

FAR

TT 1

SPS H

SPS 1

TUC-XX

TUC-XX

TUC-XX

---

---

ZONE-SPACE TEMP.

SAT

HT

T-XX

TT 2

HIGH LIMIT SPS

ROOF TOP UNIT

VAV SYSTEM

RTU-X

ELECTRIC HEATER - SCR

AIR TERMINAL UNITS (TU) (FP)

DIGITAL ANALOG ANALOG ALARM DDC ENERGY MGMT.DIGITAL LOGS

S
Y

S
T

E
M
 

G
R

A
P

H
IC
 

D
IS

P
L

A
Y

S
T

A
R

T
/

S
T

O
P

E
N

A
B

L
E
/

D
IS

A
B

L
E

O
P

E
N
/

C
L

O
S

E

S
T

A
R

T
/

S
T

O
P
 

M
A

K
E
-

U
P

S
E

T
P

O
IN

T
 

A
D
J

U
S

T

D
D

C
 

C
O

N
T

R
O

L

D
IF

F
E

R
E

N
T
IA

L
 
P

R
E
S

S
U

R
E

P
R

E
S

S
U

R
E
 
S

W
IT

C
H

A
U

X
IL
IA

R
Y
 

C
O

N
T

A
C

T

A
L

A
R

M
 

C
O

N
T

A
C

T

T
E

M
P

E
R

A
T

U
R

E

R
E

L
A

T
IV

E
 

H
U

M
ID
IT

Y

P
R

E
S

S
U

R
E

H
IG

H
/

L
O

W
 

L
IM
IT

R
U

N
 

T
IM

E
 

T
O

T
A

L
IZ

A
T
IO

N

P
R

O
P

O
R

T
IO

N
A

L

P
R

O
P
. 

+
 
IN

T
E

G
R

A
L

T
IM

E
 
S

C
H

E
D

U
L

E
 
S
/

S

O
P

T
IM

U
M
 

S
T

A
R

T
/

S
T

O
P

D
A

Y
/

N
IG

H
T
 

S
E

T
B

A
C

K

D
E

M
A

N
D
 

L
IM
IT
/

C
Y

C
L

E

R
E
S

E
T
 

O
P

T
IM
IZ

A
T
IO

N

E
C

O
N

O
M
IZ

E
R

F
A
IL

U
R

E
 

M
O

D
E
(S

E
E
 

N
O

T
E
S
 
1 
A

N
D
 
2
)

N
O

T
E
S

C
U

R
R

E
N

T
 

R
E

L
A

Y

D
R
IV

E
 
S

T
A

T
U

S

S
P

E
E

D
 
IN

D
IC

A
T
IO

N

S
P

E
E

D
 

C
O

N
T

R
O

L

E
N

D
 

S
W
IT

C
H

C
O
2

A
IR
 

F
L

O
W

C
A

L
C

U
L

A
T

E
D
 

P
O
IN

T

P
O

S
IT
IO

N
 
IN

D
IC

A
T
IO

N

O
P

E
N
/

C
L

O
S

E
D
 

P
O

S
IT
IO

N

T
R

E
N

D
 

L
O

G

S
T

A
T

U
S

C

L

FA RELAY

RA TEMP.
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NOT TO SCALE
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IPG, Incorporated. 2025

BID DOCUMENTS
M5.01

HVAC

DETAILS -

BALANCING DAMPER WITH

CEILING

DIFFUSER

SCREWS, MINIMUM 2 PER SIDE

45 DEGREE SIDE TAKE-OFF WITH GASKETED

TYPICAL TRANSITION TO

SINGLE DIFFUSER

FLANGE AND FIELD SUPPLIED GASKET

OR EQUIVALENT.

45 MAXIMUM

CEILING

DIFFUSER

.75 RADIUS

ADJUSTABLE

ELBOW

SEAL ELBOW JOINTS WITH DUCT

ELBOW SHALL BE DIRECTLY ON TOP OF DIFFUSER

WITH NO STRAIGHT DUCT BETWEEN ELBOW AND DIFFUSER.

SEALER AFTER ELBOW IS SET.(TYPICAL)

WITH OFFSET

WITHOUT OFFSET

LOCKING QUADRANT. OMIT

AT NECK OF DIFFUSER IN GRILLE.75 RADIUS

ADJUSTABLE ELBOW

45 MAX OFFSET

EXTEND FLEXIBLE DUCT

FROM DIFFUSER ELBOW

TO TAKEOFF FITTING DO 

NOT EXCEED FIVE FEET (5)

LENGTH OF FLEXIBLE DUCT

EXTEND OPERATOR THRU

DUCT INSULATION (NOT SHOWN)

BRANCH DUCT

SAME SIZE AS 

DIFFUSER THROAT

EXTEND FLEXIBLE DUCT

FROM DIFFUSER ELBOW

TO TAKEOFF FITTING DO 

NOT EXCEED FIVE FEET(5)

LENGTH OF FLEXIBLE DUCT

NOT TO SCALE

CEILING AND SLOT DIFFUSER RUNOUT DUCT TAKEOFF
1

.75 RADIUS

ADJUSTABLE ELBOW

45 MAX OFFSET

BRANCH DUCT

SAME SIZE AS 

DIFFUSER THROAT

DAMPER IF DAMPER SPECIFIED

SCHEDULE OR TAKE-OFF IS ABOVE

INACCESSIBLE CEILING

SUPPORT FROM STRUCTURE

CEILING

EXHAUST GRILLE

NOT TO SCALE

0.75 R

MAXIMUM OFFSET

SHALL NOT EXCEED

ONE DUCT DIAMTER

EXCEED 1/2" PER FT

MAXIMUM SAG SHALL NOT 

DUCT PRESSURE CLASS.

SEAL JOINT AS SPECIFIED FOR

MIN. TWO PER SIDE, AND

WITH SHEET METAL SCREWS,

FASTEN PLENUM TO GRILLE

SHEETMETAL SCREWS)

TO PLENUM (MINIMUM OF 4

FLANGE, SEAL AND SECURE

5 FT. OF FLEX DUCT

PROVIDE MAXIMUM

WITH GASKETED FLANGE

45 DEGREE TAKE-OFF

SHEETMETAL PLENUM

18 GAUGE, FULLSIZE

TAKE-OFF IS INACCESSIBLE.

ACCESSIBLE CEILING IF 

AS POSSIBLE OVER

FAR AWAY FROM GRILLE

LOCATE MVD IN DUCT AS

OR 12", WHICHEVER IS LARGER

THAN INDICATED RUN OUT SIZE

HEIGHT SHALL BE 2" LARGER

METAL ELBOW DIRECTLY ON TOP OF PLENUM.

IF TOP ENTRY IS USED, PROVIDE 0.75 RADIUS,

2
DETAIL AT TYPICAL GENERAL EXHAUST GRILLE (LINED)

    

WALL

3"MIN

DUCT

HORIZONTAL FIRE DAMPER

6"MAX

3"MIN

6"MAX

RIVET 8"
MAX. O.C.

FIRE DAMPER SAME SIZE AS
DUCT UNLESS OTHERWISE NOTED

FLOOR

6"MAX

6"MAX

3"MIN.

3"MIN.

RIVET 8"
MAX. O.C.

DUCT

VERTICAL FIRE DAMPER

S
T

Y
L

E
 
"A

"

S
T

Y
L

E
 
"B

"

S
T

Y
L

E
 
"C

"

STYLE "A"

STYLE "C"

STYLE "B"

TRANSITION DUCT WHEN

SMALLER THAN DAMPER

TRANSITION DUCT WHEN

SMALLER THAN DAMPER

DUCT TO SLEEVE JOINT.

FIRE DAMPER SAME
SIZE AS DUCT UNLESS
OTHERWISE NOTED

FIRE DAMPER DETAIL

NOT TO SCALE

'S' SLIP FOR LOW PRESSURE

DUCT. FLANGE WITH GASKET

ON MEDIUM PRESSURE DUCT

JOINT TYPE,‚" LARGER THAN DAMPER (DUCT) SIZE

GALVANIZED SLEEVE OF GAUGE SPECIFIED FOR

1•" x 1•" x 14 GAUGE GALVANIZED

ANGLE FRAME COPE AT CORNERS

DUCT TO SLEEVE JOINT.

'S' SLIP FOR LOW PRESSURE

DUCT. FLANGE WITH GASKET

ON MEDIUM PRESSURE DUCT

FOR DAMPER FURNISHED

‚" MIN. CLEARANCE SHALL COMPLY WITH UL LISTING

FOR DAMPER FURNISHED

COMPLY WITH UL LISTING

‚" MIN. CLEARANCE SHALL

‚" LARGER THAN DAMPER (DUCT) SIZE

SPECIFIED FOR JOINT TYPE,

GALVANIZED SLEEVE OF GAUGE

DAMPERS ARE INSTALLED IN DRYWALL PARTITION, STUD FRAMING SHALL BE PROVIDED ON ALL FOUR SIDES ON DAMPER.

DAMPERS LOCATED IN MEDIUM OR HIGH PRESSURE DUCTWORK SHALL BE STYLE 'C' FIRE DAMPERS.  WHERE

ALL FIRE DAMPERS ON THE PROJECT SHALL BE STYLE 'A' TYPE FIRE DAMPERS UNLESS OTHERWISE NOTED.

3

GRILLE WITH DAMPER.  GRILLE SHALL BE

SECURED TO SLEEVE.  NOTE GRILLE/DAMPER

DEPTH IS 3•" .  SLEEVE LENGTH SHALL+-

REFER TO U.L. LISTING FOR REQUIRED

CLEARANCE FOR DAMPER MANUFACTURER AND

SIZE FURNISHED.  IN NO CASE SHALL 

CLEARANCE BE LESS THAN ‚"

WALL

BOLT, TACK, WELD OR SCREW TO

DUCT

SIDEWALL GRILLE WITH FIRE DAMPER

3"

4
NOT TO SCALE

MINIMUM 16 GAUGE ANGLE.

MINIMUM  1" OVERLAP OF WALL

SLEEVE AT 12" MAX. SPACING

ACCOMMODATE FIRE DAMPER AND GRILLE

REQUIRED ANGLE OVERLAP

GRILLE FLANGE SHALL COVER
ALTERNATE

POSITON

OF BOLT

1" FLANGE

AND HEM

BOLT ON

4" CENTERS

FLEXIBLE MATERIAL

AS SPECIFIED

1-•"

POCKET

SLIP

DUCT

SHEET METAL

AS SPECIFIED

FOR DUCTWORK

WASHER

FLANGED

CONNECTION

ON FAN SIDE

RECTANGULAR FLEXIBLE CONNECTION DETAIL

SHEET METAL AS

SPECIFIED FOR DUCTWORK

1•" MIN. TO 3" MAX.

INSTALLED. 6" NOMINAL

5
NOT TO SCALE

1"x„" BAND IRON

WITH MATERIAL TAUT 

SUPPLY DUCT

LOAD RATED FASTENERS

DUCT SUPPORT IN EXPOSED AREAS
6

NOT TO SCALE

3x3x‚" ANGLE SPANNING STRUCTURE

SUPPORT FROM STRUCTURE OR

HANGER ADJUSTER (FIG. B3224)

THREADED ROD WITH B-LINE SWIVEL

…" WELDED EYE ROD HANGER OR

DUCT BAND AND EYE ROD

PLATE SHIMS BETWEEN

INSTALL „" THICK STEEL

SAME MATERIAL AS DUCT

SHEET METAL DUCT BAND;

SPACING

HANGER

10'-0" MAX.

MAX

45 DEG.

MAX

45 DEG.

BRANCH

ROUND

RECT. BRANCH

ROUND OR

CONVERGING DUCT BRANCH DETAIL

NOT TO SCALE
7

MAIN MAIN

ROUND MAIN RECTANGULAR MAIN

PROVIDE AT ALL MEDIUM AND LOW PRESSURE CONVERGING FITTINGS.

AIR FLOW DUCT

MVD

DIFFUSER

45 ENTRY FITTING

0.75 EQUIVALENT

DUCT DIAMETERS

MINIMUM

NOT TO SCALE
8

EXPOSED ROUND/FLAT OVAL DUCTS

SIDEWALL DIFFUSER IN

WITH HORSESHOE TAP 

SO SEALANT IS NOT VISIBLE

MIN. 3 PER SIDE, FOR FULL PERIMETER.  SEAL FROM INSIDE

PROVIDE POP RIVETS IN 1" FLANGE WITH MIN. 6" SPACING,

AIR FLOW
DUCT

45 ENTRY FITTING

9
NOT TO SCALE

L=‚W, 6" MIN.

GRILLE

MVD

W

IN EXPOSED RECTANGULAR DUCTS

SIDEWALL GRILLE/REGISTER

SO SEALANT IS NOT VISIBLE

MIN. 3 PER SIDE, FOR FULL PERIMETER.  SEAL FROM INSIDE

PROVIDE POP RIVETS IN 1" FLANGE WITH MIN. 6" SPACING,



316 CORPORATE PARKWAY

NBP Engineers, Inc.

MACON, GEORGIA 31210

www.nbpengineers.com

CONSULTANTS

PHONE:  478-745-1691

NBP
ENGINEERS

WSH

DRAWN

CHECKED

JOB #

DATE

2312 REV.

REV.

REV.

REV.

or reused without permission and credit.

Architect and may not be reproduced 

These drawings are the property of the 

c

architects & planners

IPG, Incorporated

807 Northwood Park Drive

Valdosta, Georgia 31602

T: 229.242.3557

F: 229.242.4339

E: mail@ipgarchitects.com

www.ipgarchitects.com

FAYETTE COUNTY

JUSTICE CENTER

RENOVATION

Fayetteville, GA

EXPIRES:  06.30.2026

COA#PEF000774

NBP ENGINEERS, INC.

TRC

F
A

Y
E

T
T

E
 C

O
U

N
T

Y
 J

U
S

T
IC

E
 C

E
N

T
E

R

R
E

N
O

V
A

T
IO

N
 

O
F

1
 C

E
N

T
E

R
 D

R
IV

E
, 
F

A
Y

E
T

T
E

V
IL

L
E
, 

G
A
 3

0
2
1
4

14 APRIL 2025

IPG, Incorporated. 2025

BID DOCUMENTS
M5.02

HVAC

DETAILS -

SHEET METAL SCREW

8"O.C.

‚" x 18 GAUGE

HARDWARE CLOTH

1" WIDE 24 GAUGE FRAME

WITH HEMMED CORNERS

TURN IN ALL AROUNDDUCT

ACOUSTICAL LINER

(IF SPECIFIED)

SCREENED DUCT OPENING DETAIL

NOT TO SCALE

SAME SIZE AS GRILLE

R.A. PLENUM

CEILING
GRILLE

TOILET

RELIEF AIR SUPPLY TO TOILET (RAS)

SHEET METAL STRAP UP TO STRUCTURE

2

NOTE: INSTALL SCREEN AT ALL VISIBLE DUCT OPENINGS IN MECHANICAL ROOM(S) AND WHERE SHOWN.

1
NOT TO SCALE

EXHAUST DUCT

ROOF

PREFAB ROOF CURB

STAINLESS STEEL CLAMPING

RING WITH WORM GEAR

OPERATOR

REFER TO ARCH. DRAWINGS

FOR CURB FLASHING AT

ROOF

EXHAUST DUCT THRU ROOF CURB

STEEL SLEEVE AT

DUCT PENETRATION

FIRESTOP SEALANT

STEEL FLASHING

18 GA. STAINLESS
18 GA. STAINLESS

STEEL CURB CAP

NOT TO SCALE

FAN

DAMPER

LAG TO CURB

ROOF
INSULATION

FAN ON ROOF

DUCT FLANGE AND FAN

PROVIDE GASKET BETWEEN 

DUCT SIZE SHOWN ON DRAWINGS

TRANSITION BELOW ROOF TO 

8" MIN.

DUCT

CONDUIT

J-BOX MC CABLE

CONDUIT SLEEVE

SEAL AIRTIGHT

INTEGRAL DAMPER SHELF

BACKDRAFT DAMPER ON
ROOF DECK

SHELF (NOMINALLY)

WITH INTEGRAL DAMPER

PREFABRICATED CURB

2" (NOMINAL)

NOT TO SCALE
5

LOUVER

WALL MOUNTED LOUVER WITH PLENUM

COUNTER

FLASHING

 

16"MIN.

 

REFER TO ARCHITECTURAL

FOR STRUCTURE MATERIALS

 

SUB FRAME

IN BLOCK WALLS,

USE LINTELBLOCK

ON HEAD AND SILL

 

 

NOT TO SCALE
3

PROVIDE MINIMUM 16 INCH PLENUM BEHIND LOUVER

SILICON CAULK 

4

NOT TO SCALE
8

UNIT INSULATION

NAILER STRIP

COUNTER FLASHING GASKET SEAL

UNIT MOUNTING FRAME

EXTENDS AROUND ENTIRE

PERIMETER OF UNIT

8
" 

M
IN
.

SEAL AT PERIMETER

AND AT DUCT PENETRATIONSROOF

UNIT INSULATION, MOUNTING FRAME,

AND GASKET SEAL PROVIDED WITH

INSTALL FRAME IN ACCORDANCE WITH MANUFACTURERS RECOMMENDATIONS

ROOF INSULATION FILL AND METAL DECK SHALL EXTEND OVER ENTIRE AREA

ISOLATOR

ALUMINUM SHIELD

NEOPRENE WEATHER SEAL

2" MIN. LIGHT WEIGHT CONCRETE FILL

ALL OTHER WORK

RTU MOUNTING FRAME - SPRING RAIL

ISOLATION RAIL (23 0548)

RTU.  SEE ARCHITECTURAL FOR

RTU HOUSING

BENEATH RTU EXCEPT AT SUPPLY AND RETURN DUCT PENETRATIONS

SEE ARCHITECTURAL AND STRUCTURAL DETAILS FOR

ROOF CONSTRUCTION AND MOUNTING FRAME SUPPORT

CONTINUOUS STRUCTURAL SUPPORT

1" RIGID INSULATION ON ROOF DECK

PROVIDE ISOLATION RAIL ON RTU'S LARGER THAN 12.5 TONS

SLEEVE
20 GAUGE

INSULATION

BLANKET

DIRECT EXPANSION

COOLING COIL

LIQUID SIGHT GLASS

FILTER DRIER

(LOCATE AT CONDENSING UNIT)

(LOCATE AT CONDENSING UNIT)

RL

A.H
. U

NIT

A

B

UNIT TYPE

WHERE X = STATIC PRESSURE IN PAN IN INCHES - H2O

A B

ADAPTER

CLEAN OUT

LOOSE CAP

PER FOOT SLOPE

MINIMUM 1/8 INCH

SLOPE TO DRAIN AT

REQUIRED BY CONDITIONS

DRAIN TERMINATION AS 

BLOW THRU 1" MIN. 1.5"X

NOT TO SCALE

DRAW THRU 2" PLUS X X

ROOF SURFACE

DRAIN PAN

RTU DRAIN TRAPREFRIGERANT PIPING

NOT TO SCALE

AS SPECIFIED

DRAIN PIPE

SIZE AS THE NIPPLE ON THE DRAIN PAN

DRAIN LINE SHALL BE AT LEAST THE SAME

DRAINS

ROUTE TO

CLAMP

SUPPORTS WITH CHANNEL

ROOF MOUNTED PIPE

6 7
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AUTOMATIC CONTROL BY MANUAL CONTROL BY RELAY # CIRCUIT NUMBER SERVING

8

7

6

5

4

3

2

1

LC1 RELAY SCHEDULE

LOW VOLTAGE SWITCH

LOW VOLTAGE SWITCH

LOW VOLTAGE SWITCH

LOW VOLTAGE SWITCH

LOW VOLTAGE SWITCH

LOW VOLTAGE SWITCH

LOW VOLTAGE SWITCH

LOW VOLTAGE SWITCH

THIRD FLOOR FLEX.CRT 654

THIRD FLOOR SUP.CRT 625

THIRD FLOOR SUP.CRT 617

THIRD FLOOR SUP.CRT 615

THIRD FLOOR SUP.CRT 607

THIRD FLOOR CORRIDOR 564/572/616/583/629

THIRD FLOOR CORRIDOR 656

THIRD FLOOR CORRIDOR 525/530/533

3. RELAY PANEL BASED ON CURRENT CX SERIES.

2. STANDARD OPERATION FOR INTERIOR FIXTURES SHALL BE USER ON/TIMECLOCK OFF.

1. OPERATION OF MANUAL SWITCH AFTER OFFICE HOURS WILL OVERRIDE RELAY PANEL FOR 2 HOURS. 

NOTES: 

TIME CLOCK

TIME CLOCK

TIME CLOCK

TIME CLOCK

TIME CLOCK

TIME CLOCK

TIME CLOCK

TIME CLOCK

H3-11

H3-17

H3-17

H3-15

H3-15

H3-21

H3-11

H3-3

E0.01

 

 

 

PE

EWC

WP

F

T

M

JJ J

##/##/#

UI

CEILING MOUNTED FIXTURE

WALL MOUNTED FIXTURE

EXIT LIGHT (ARROWS AS SHOWN)

ELECTRICAL LEGEND

LIGHTING CONTROL

CEILING MOUNTED COMBINATION INFRARED/

EXTERIOR TYPE PHOTO ELECTRIC SWITCH

INFRARED OCCUPANCY SENSOR

WALL MOUNTED SWITCH

DIMMER SWITCH

THREE WAY SWITCH

SINGLE POLE SWITCH

RECEPTACLES 

DUPLEX - NORMAL 

GFI  DUPLEX - NORMAL

FLOOR OUTLET DUPLEX - NORMAL

CEILING OUTLET DUPLEX - NORMAL

SPECIAL - TYPE NOTED OR SHOWN

CIRCUITS

HOMERUN- ONE ARROW PER CIRCUIT
CONNECTION TO EQUIPMENT

CAP

CONDUIT DOWN

CONDUIT UP

GENERAL EQUIPMENT

TRANSFORMER

DISCONNECT SWITCH: "F" IF FUSED

FRAME AMPS/POLES/NEMA TYPE

FUSE PER MANUFACTURERS RECOMMENDATIONS

ENCLOSED CIRCUIT BREAKER

MANUAL STARTER AND MOTOR RATED SWITCH

JUNCTION BOX - WALL/CEILING/FLOOR

SURGE SUPPRESSOR      

BACKBOARD

FIRE PROTECTION EQUIPMENT

COMMUNICATIONS

F

VISUAL ALARM: CEILING/WALL

MANUAL PULL STATION

FIRE ALARM ANNUNCIATOR

FIRE ALARM PANEL

DUCT MOUNTED SMOKE DETECTOR

SMOKE DETECTOR: CEILING /  WALL

HEAT DETECTOR: CEILING / WALL

WATER FLOW SWITCH

WATER TAMPER SWITCH

L

D

I

3

LOW VOLTAGE SWITCH

CEILING SPECIAL - TYPE NOTED OR SHOWN

WEATHER PROOF OUTLET (GFCI)

ELECTRIC WATER COOLER OUTLET (GFCI)

FACP

FAA

C

WF

VS

LED ON "NORMAL" POWER

 

  

 

WALL/CEILING RACEWAY

AUTO SHUT OFF
ULTRASONIC OCCUPANCY SENSOR AND RELAY - VACANCY

H HORIZONTALLY MOUNTED DUPLEX RECEPTACLE

K KEYED SWITCH

USB

TV TV DUPLEX

J-HOOK

R RELAY

S

TV

S

#

#

#/#

B

#/#

#

#

VOICE OUTLET, QUANTITY OF JACKS AS NOTED

DATA OUTLET, QUANTITY OF JACKS AS NOTED

FLOOR VOICE OUTLET, QUANTITY OF JACKS

AS NOTED

FLOOR DATA OUTLET, QUANTITY OF JACKS

AS NOTED

FLOOR COMBINATION VOICE/DATA OUTLET,

QUANTITY OF JACKS AS NOTED

BOX, STUB-UP, AND MODULAR PLATE W/ BLANKS

TELEVISION OUTLET

SPEAKER:  CEILING/WALL

FIBER OUTLET

COMBINATION VOICE/DATA OUTLET, QUANTITY

OF VOICE/DATA JACKS AS NOTED

THREE WAY DIMMER SWITCH

FOUR WAY DIMMER SWITCH

DUPLEX WITH INTEGRAL USB

    D4

    D3

C
CEILING/WALL MOUNTED CAMERA LOCATION 

AC ABOVE COUNTER COORDINATE WITH ARCHITECT

C
AUDIO/VISUAL ALARM: CEILING/WALL

SPEAKER/STROBE ALARM: CEILING/WALL

QUADRUPLEX - NORMAL

GFI  QUADRUPLEX - NORMAL

FLOOR OUTLET QUADRUPLEX - NORMAL

DP INTERIOR DIMMING PHOTOCELL

LIGHTING FIXTURES (SYMBOLS VARY BASED ON FIXTURES TYPE)

CONDUIT CONCEALED IN CEILING OR WALL

CONDUIT IN GROUND, SLAB, OR UNDER FLOOR

CONDUIT EXPOSED

FLEXIBLE CONDUIT

SURFACE MOUNTED PANELBOARD

RECESSED PANELBOARD

    L4 FOUR WAY LOW VOLTAGE SWITCH     L2 TWO WAY LOW VOLTAGE SWITCH

ELECTRICAL

SCHEDULE -

LEGEND, &

LIGHTING FIXTURE SCHEDULE

MARK LAMPS FIXTURE TYPE-SEE SPECIFICATIONS MOUNTING REMARKSVOLT.

X-2

X-1

X-R

U

T

DW

D2

D

C

A

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

BY:

EQUALS

(UNIV)

277

UNIVERSAL

UNIVERSAL

UNIVERSAL

@9' A.F.F

CHAIN

SURFACE OR

RECESSED GYP

RECESSED GRID
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CONTROLLED VIA MANUAL ON/AUTO OFF - VACANCY MODE. 

SPACES THAT UTILIZE OCCUPANCY SENSORS SHALL BE
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E

SENSORS SHALL ACTIVATE THE CIRCUIT. 

TIED TOGETHER IN PARALLEL. INPUT FROM ANY OF THESE

SENSORS ARE SHOWN IN ONE ROOM, SENSORS SHALL BE 

MANUFACTURER'S SHOP DRAWINGS. WHERE MULTIPLE

SENSORS SHALL BE PLACED AND SELECTED PER

OCCUPANCY SENSORS ARE SHOWN AS INTENT GUIDE ONLY.
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CONTROL IN THIS SPACE FOR UP TO TWO HOURS.

LOW VOLTAGE SWITCH FOR OVERRIDING LIGHTING RELAY
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LOCAL CONTROLS PROVIDED IN SPACE.

SPACE CONTROLLED THROUGH THE LIGHTING CONTROL PANEL.

6

CONTROL IN ADJACENT COURTROOM FOR UP TO TWO HOURS.
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8

EMERGENCY LIGHTS SHALL BE CIRCUIT TO PANEL HEC3-19.

NORMAL LIGHTS SHALL BE CIRCUITED TO PANEL H3-19.

A

SHOWN. A NUMBER ADJACENT INDICATES THE CIRCUIT.

RECEPTACLES ARE SERVED FROM CORRESPONDING PANEL

B PROVIDE DEDICATED NEUTRALS FOR ALL BRANCH CIRCUITS.

C NO MORE THAN THREE CIRCUITS PER HOMERUN.

D

SHALL BE GFCI TYPE. 

ALL RECEPTACLES WITHIN 6 FEET OF ANY WATER SOURCE

E

WITH ARCHITECTURAL ELEVATION DRAWINGS. 

COORDINATE EXACT MOUNTING HEIGHT OF ALL OUTLETS

F

ACCOUNT FOR ANY FURNITURE CHANGES. 

VERIFY FLOORBOX LOCATIONS PRIOR TO ROUGH IN TO
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ROUGH-IN.
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ROUGH-IN.
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3

TO REMAIN.
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ALL FINAL CONNECTIONS.
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BETWEEN INTERIOR AND EXTERIOR UNITS. INSTALL 

POWERS THE INTERIOR UNIT. PROVIDE STRANDED WIRE 

AT THE NEW DCU LOCATED ON ROOF. EXTERIOR UNIT 

PROVIDE A CONNECTION TO THE FUSED DISCONNECT 
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SMOKE DETECTOR AT EACH SMOKE DAMPER.

COORDINATE WITH FIRE ALARM DRAWINGS TO PROVIDE 

PROVIDE 120V POWER TO SMOKE CONTROL DAMPER, 

3

FAN POWERED BOX.

PROVIDE A 60A/2P/1 FUSED DISCONNECT AT EACH 

4

AT EACH TERMINAL UNIT.

PROVIDE A 30A/2P/1   FUSED DISCONNECT

EXHAUST FANS.

PROVIDE MOTOR RATED SWITCH FOR ALL NEW 5

B

CONTROLLED VIA MANUAL ON/AUTO OFF - VACANCY MODE. 

SPACES THAT UTILIZE OCCUPANCY SENSORS SHALL BE

SENSORS SHALL ACTIVATE THE CIRCUIT. 

TIED TOGETHER IN PARALLEL. INPUT FROM ANY OF THESE

SENSORS ARE SHOWN IN ONE ROOM, SENSORS SHALL BE 

MANUFACTURER'S SHOP DRAWINGS. WHERE MULTIPLE

SENSORS SHALL BE PLACED AND SELECTED PER

OCCUPANCY SENSORS ARE SHOWN AS INTENT GUIDE ONLY.
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EXISTING CIRCUIT.

ALL NEW LIGHTING FIXTURES ARE SERVED BY 
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WITH THE OWNER. 

LOCATION OF THE ACCESS CONTROL PANEL. COORDINATE 

OF THE OPENING WITH ƒ" CONDUITS BACK TO THE 

PROVIDE J-BOXES ABOVE THE CEILING ON THE SECURE SIDE 

SECURE DOOR ACCESS CONTROLS AT THIS LOCATION. 

PROVIDE ALL REQUIRED DOOR PREP AND ROUGH-IN FOR 8
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INSTALLATION OF NEW WORK.

BRACKETS, ETC. WHICH WILL BE DETRIMENTAL TO THE

PAINT, DUST, MASTIC, MORTAR, SEALANT, FASTENERS,

SUITABLE FOR THE INSTALLATION OF NEW WORK: REMOVE

DEMOLITION SHALL BE MADE CLEAN, FREE OF DEBRIS, AND 

SURFACES AND EDGES OF MATERIALS REMAINING AFTER 

WHERE EXISTING MATERIALS ARE INDICATED TO BE REMOVED, 

INSTALLATION OF NEW WORK.

BRACKETS, ETC. WHICH WILL BE DETRIMENTAL TO THE

PAINT, DUST, MASTIC, MORTAR, SEALANT, FASTENERS,

SUITABLE FOR THE INSTALLATION OF NEW WORK: REMOVE

DEMOLITION SHALL BE MADE CLEAN, FREE OF DEBRIS, AND 

SURFACES AND EDGES OF MATERIALS REMAINING AFTER 
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F

SHALL BE WEATHER RESISTANT (WR) TYPE.

ALL RECEPTACLES INSTALLED IN DAMP OR WET LOCATIONS

OF SWITCH POSITION.

POWER THIS LIGHT SHALL REMAIN ILLUMINATED REGARDLESS

WITH THE REST OF THE LIGHTS IN THE SPACE. UPON LOSS OF

SO THAT THE EMERGENCY FIXTURE IS SWITCHED/CONTROLLED

SWITCHED EMERGENCY EGRESS FIXTURE. PROVIDE UL 924 RELAY

OF SWITCH POSITION.

POWER THIS LIGHT SHALL REMAIN ILLUMINATED REGARDLESS

WITH THE REST OF THE LIGHTS IN THE SPACE. UPON LOSS OF

SO THAT THE EMERGENCY FIXTURE IS SWITCHED/CONTROLLED

SWITCHED EMERGENCY EGRESS FIXTURE. PROVIDE UL 924 RELAY

IN THIS BOX.

FOR ANY DATA OR AV OUTLET REQUIREMENT

INSTALLATION. REFER TO LOW VOLTAGE DRAWINGS

LOCATIONS WITH FURNITURE PLAN PRIOR TO

PRIOR TO ORDERING. COORDINATE ALL POKE-THRU

CONFIRM POKE-THRU TRIM AND FINISH WITH ARCHITECT

COVER. PROVIDE ONE QUADRUPLEX RECEPTACLE.

WIREMOLD 6AT EVOLUTION SERIES WITH A FLUSH

POKE-THRU DEVICE BASED ON THE LEGRAND

CONTROLLER.

LOCATION PRIOR TO INSTALLATION. WIRE THROUGH 

PROVIDE JUNCTION BOX FOR CHAIR LIFT. COORDINATE 

PROVIDE 120V POWER TO WON DOOR.

TO BE 64" A.F.F

MONITOR TO BE FLUSH TO WALL. CIRCUIT MOUNTING HEIGHT 

PROVIDE SPECIALTY RECESSED AV TYPE BOX TO ALLOW 

CONTROLLER.

LOCATION PRIOR TO INSTALLATION. WIRE THROUGH 

PROVIDE JUNCTION BOX FOR CHAIR LIFT. COORDINATE 

NOTES:(E2.22 ONLY)

REQUIREMENTS IN THIS BOX.

DRAWINGS FOR ANY DATA OR AV OUTLET 

TO INSTALLATION. REFER TO LOW VOLTAGE

POKE-THRU LOCATIONS WITH FURNITURE PLAN PRIOR 

ARCHITECT PRIOR TO ORDERING. COORDINATE ALL 

CONFIRM POKE-THRU TRIM AND FINISH WITH 

COVER. PROVIDE ONE QUADRUPLEX RECEPTACLE. 

WIREMOLD 6AT EVOLUTION SERIES WITH A FLUSH 

POKE-THRU DEVICE BASED ON THE LEGRAND 

7

CHAIR LIFT AS NECESSARY.

RE-USE EXISTING JUNCTION BOX SERVING 

8 CONNECT TO EXISTING PANEL CC.

1

NOTES:(E2.23 ONLY)

1

LOCATION.

EXTEND EXISTING CIRCUIT TO NEW EQUIPMENT 

SMOKE DETECTOR AT EACH SMOKE DAMPER.

COORDINATE WITH FIRE ALARM DRAWINGS TO PROVIDE 

PROVIDE 120V POWER TO SMOKE CONTROL DAMPER, 2 

CONTROLLER.

DIGITAL SWITCH. ROUTE THROUGH CURRENT NX ROOM 

BASIS OF DESIGN IS THE CURRENT NXSW-TH3-NXBTC 9
CONTROLLER.

DIGITAL SWITCH. ROUTE THROUGH CURRENT NX ROOM 

BASIS OF DESIGN IS THE CURRENT NXSW-TH3-NXBTC 8

CONTROLLER.

LOCATION PRIOR TO INSTALLATION. WIRE THROUGH 

PROVIDE JUNCTION BOX FOR CHAIR LIFT. COORDINATE 9

7 FEB 2025
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IN THIS BOX.

FOR ANY DATA OR AV OUTLET REQUIREMENT

INSTALLATION. REFER TO LOW VOLTAGE DRAWINGS

LOCATIONS WITH FURNITURE PLAN PRIOR TO

PRIOR TO ORDERING. COORDINATE ALL POKE-THRU

CONFIRM POKE-THRU TRIM AND FINISH WITH ARCHITECT

COVER. PROVIDE ONE QUADRUPLEX RECEPTACLE.

WIREMOLD 8AT EVOLUTION SERIES WITH A FLUSH

POKE-THRU DEVICE BASED ON THE LEGRAND9

TO BE 64" A.F.F

MONITOR TO BE FLUSH TO WALL. CIRCUIT MOUNTING HEIGHT 

PROVIDE SPECIALTY RECESSED AV TYPE BOX TO ALLOW 9 
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NOTES:(E2.34 ONLY)

6 PROVIDE GFCI TYPE CIRCUIT BREAKER. 5

ABOVE DOOR.

PROVIDE THREE 2" CONDUIT SLEEVES ABOVE CEILING 

2

3

6

LOCATION WITH AV INSTALLER.

INTO ACCESSIBLE CEILING. COORDINATE EXACT 

CONDUITS SHALL ROUTE INTO MILLWORK AND STUB 

TO LOCATION SHOWN ON THE LOW VOLTAGE SHEETS. 

PROVIDE ONE 1.25" CONDUIT PER 4 PORT DATA DROP 

LOCATION WITH AV INSTALLER.

MOULDING ON EACH SIDE. COORDINATE EXACT 

ABOVE CEILING EXTENDING OUT PAST CROWN 

PROVIDE ONE 1.25" CONDUIT SLEEVE THRU WALL 

LOCATION WITH AV INSTALLER.

MOULDING ON EACH SIDE. COORDINATE EXACT 

ABOVE CEILING EXTENDING OUT PAST CROWN 

PROVIDE THREE 1.25" CONDUIT SLEEVES THRU WALL 

BEHIND THE CHAIRS.

THE TABLE OR A WALL BOX IN THE KNEE WALL 

CONDUIT NEEDS TO ROUTE TO A FLOOR BOX UNDER 

BOX. COORDINATE WITH OWNER AS TO WHETHER THIS 

PROVIDE ONE 1.25" CONDUIT BELOW SLAB TO FLOOR 

ACCESSIBLE CEILING.

AV. ROUTE ONE 1.25 CONDUIT FROM BOX TO ABOVE

COORDINATE EXACT LOCATION AND BOX TYPE WITH 

PROVIDE FLUSH MOUNTED WALL BOX FOR TV. 

CIRCUIT SHOWN ON DRAWINGS UNLESS NOTED OTHERWISE.

LIGHTING FIXTURES ARE SERVED BY CORRESPONDING

CIRCUITS. 

PROVIDE #12 AWG CONDUCTORS FOR ALL LIGHTING BRANCH

LOCATED ADJACENT TO UNIT. 

HEATER AND A 30A/3P NON-FUSED DISCONNECT 

PROVIDE 208V POWER FOR ELECTRIC WATER7

5

TO REMAIN.

EXISTING FLOOR BOX SERVING MODULAR FURNITURE 

TO REMAIN.

EXISTING FLOOR BOX SERVING MODULAR FURNITURE 10
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1

1

2 PROVIDE A 400A/3P/3R FUSED DISCONNECT FOR RTU-3B.

PROVIDE A 400A/3P/3R FUSED DISCONNECT FOR RTU-3A.

WP

L3W-30

WP

L3W-30

WP WP

L3W-34 L3W-34

DP3-38

DP3-38

L3W-57

L3W-61
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L3E-59
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L3E-65

3

L3E-67L3W-65

L3E-67

PROVIDE A 30A/2P/3R FUSED DISCONNECT FOR DCU.

3
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4 PROVIDE A MOTOR RATED SWITCH TO NEW EXHAUST FAN.

4

4

4

4

4

4

4

3

2



316 CORPORATE PARKWAY

NBP Engineers, Inc.

MACON, GEORGIA 31210

www.nbpengineers.com

CONSULTANTS

PHONE:  478-745-1691

NBP
ENGINEERS

MJS

TWT

DRAWN

CHECKED

JOB #

DATE

2312 REV.

REV.

REV.

REV.

or reused without permission and credit.

Architect and may not be reproduced 

These drawings are the property of the 

c

architects & planners

IPG, Incorporated

807 Northwood Park Drive

Valdosta, Georgia 31602

T: 229.242.3557

F: 229.242.4339

E: mail@ipgarchitects.com

www.ipgarchitects.com

FAYETTE COUNTY

JUSTICE CENTER

RENOVATION

Fayetteville, GA

EXPIRES:  06.30.2026

COA#PEF000774

NBP ENGINEERS, INC.

F
A

Y
E

T
T

E
 C

O
U

N
T

Y
 J

U
S

T
IC

E
 C

E
N

T
E

R

R
E

N
O

V
A

T
IO

N
 

O
F

1
 C

E
N

T
E

R
 D

R
IV

E
, 
F

A
Y

E
T

T
E

V
IL

L
E
, 

G
A
 3

0
2
1
4

14 APRIL 2025

IPG, Incorporated. 2025

BID DOCUMENTS
E6.01

T

TRANSFORMER

PAD MOUNTED

2000KVA

G

DIESEL GENERATOR

1875KVA/1500KWSWITCHBOARD EDP 

NEMA 3R
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SWITCH
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SERVICE RATED

800/3/800AF/

100 HP

ESTIMATED

FIRE PUMP

TO CRITICAL POWER IN JAIL

TO NON CRITICAL POWER IN JAIL

M M
PANEL HDPEC
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M
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VOLTAGE SURGE

200KVA TRANSIENT

PH
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ELECTRICAL

RISER -

GENERAL NOTES:(THIS SHEET ONLY)

A

REMAIN UNLESS NOTED OTHERWISE.

PANELBOARDS AND SWITCHBOARDS SHOWN ARE EXISTING TO 

NOTES:(THIS SHEET ONLY)

REMOVE ISOLATED GROUND BARS FROM PANEL.1

1 1PANEL - LR3W PANEL - LR3E
PANEL LR3WA

NEW

PANEL LR3EA

NEW

2 ADD NEW SPD TO EXISTING PANEL.

2 2

2

2 2 2

2

2

4-POLE

225A

EXISTING 4 SETS OF 4#350 KCMIL, #3/0G, 3"C

PROVIDE NEW 3 SETS OF 4#350 KCMIL CU, 1#1/0G, 3"C

ATS#3

EXISTING 800A

HPDEN1

MLO PANEL 

EXISTING 800A 

400/3/1/225AF

ATS #2

NON CRITICAL

4-POLE

225A

400/3/1/400AF

ATS #1

CRITICAL

4-POLE

400A

PROVIDE NEW SPLICE BOX - TAP NEW TO EXISTING
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ELECTRICAL

DETAILS -

LABEL

FLASH

ARC

LABEL

FLASH

ARC

LABEL

FAULT

ARC

NOT TO SCALE

TYPICAL ELECTRICAL EQUIPMENT LABELING

2"
FED BY ___

2"

EQPT NAME

LOAD NAME

     AMPS

PANEL BOARD

(FIRE ALARM PANEL, 

SECURITY PANEL, 

COMMUNICATIONS PANELS)

TAPE LABEL

INSIDE DOOR

CIRCUIT BREAKER, 

STARTER,

SWITCH, 

TRANSFORMER

SWITCHBOARD, SWITCHGEAR,

OR POWERSTYLE PANELS

GEAR NAME

PROJECT DATE, ORDER #

CONTRACTORS NAME

MAIN # ___

____ AMPS

____ VOLTS

TYPICAL

BREAKER 

LABEL:

HARD LABEL

OUTSIDE DOOR

PANEL ____

FED BY ___

  1 

EXIT

ATTACHED TO STRUCTURE

ACOUSTICAL LAY-IN TILE

USE 16 GA. STAINLESS

STEEL TIE WIRES TO

WIRE CHANNELS TO TEE GRID

TEE BAR GRID

OCTAGONAL BOX

BOLTED TO CHANNELS

EXIT LIGHT MOUNTING DETAIL

NOT TO SCALE
  

" x 12 GA. CHANNELS 5/82

3/8" ALL THREAD ROD

NOT TO SCALE

ELEVATION VIEW

SLAB 

POWER CONDUIT TO PANEL

AV

POWER

DATA

DATA

AV

POWER

POWER/DATA

AV

IN CORRIDOR

CABLE TRAY 

NOTE: DESIGN BASIS IS 6AT POKE THRU

CONDUIT SIZE

SEE PLANS FOR 

FURNITURE

FLEX TO 

" 1/49

TERMINATION

CAT 6

NOT TO SCALE

COVER PLATE

WITH JUMBO 

SINGLE GANG BOX

JUMBO COVER PLATE

SINGLE GANG MUD RING

TWO GANG BOX

IN CEILING

TO J-BOX 

1"C 1/2"C 

TAPE LABEL

DATA AND POWER 

CEILING

ACCESSIBLE

TO 

3"

POWER/DATA OUTLETS

2

3 4 

THIRD FLOOR POKE THRU DESCRIPTION

A

B

C

N

WIREWAY

G

* *
VARY IN SIZE.

TU/FPB UNITS   

***

EXACT CIRCUIT BREAKER SIZES

SEE PANELBOARD SCHEDULES FOR

MECHANICAL PANEL HVAC3

TU/FPB TU/FPB TU/FPB

HEATER

TO TU/FPB

TYPICAL:

TO NEXT TU/FPB

FOR FEEDER SIZE

SEE PANEL SCHEDULE

ALTERNATE PHASE PER BOX, TYP.

ON SAME FEEDER CIRCUIT

MULTIPLE UNITS

NOT TO SCALE
  5 

CIRCUITING FOR SINGLE PHASE TERMINAL UNITS TU AND FAN POWER BOXES FP

PANEL HVAC3

TO MECHANICAL 

FOR CONDUCTOR/CONDUIT SIZES

SEE PANEL SCHEDULE

(40A FOR 6KW TO 7.5KW)

(30A FOR 4KW TO 6KW)

(20A FOR 4KW AND BELOW)

CIRCUIT BREAKER

NEMA 1 ENCLOSED

SINGLE POLE, 277 VOLT

CONDUIT FOR 40A
30A, #8 AWG, 1  INCH
CONDUIT FOR 20A AND
3#10 AWG, 3/4 INCH

(40A FOR 6KW TO 7.5KW)

(30A FOR 4KW TO 6KW)

(20A FOR 4KW AND BELOW)

SINGLE POLE BREAKER AT TU/FPB UNIT

SEPARATELY ENCLOSED

TYPICAL:

CONDUIT FOR 40A

30A, #8 AWG, 1  INCH

CONDUIT FOR 20A AND

3#10 AWG, 3/4 INCH

FOR 40A

1  INCH CONDUIT

#8 AWG,

AND 30A, 

FOR 20A 

CONDUIT

3/4 INCH

3#10 AWG, 
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1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.

NOTES

Minimum KAIC: 
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2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES
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23

21

19

17

15

13

11

9

7

5

3

1

CKT

 

1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

REC

REC

REC

REC

REC

REC

REC

REC

REC

REC

REC

COURT ROOM #2

COURT ROOM #2

COURT ROOM #2

COURT ROOM #2

COURT ROOM #1

COURT ROOM #1

COURT ROOM #1

COURT ROOM #1

SERVES

WIRE

PH,

THIRD FLOOR WEST ELEC RM

SPARE

SPARE

SPARE

SPARE

WAITING RM TV

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

SERVES

SECTION 1 OF 2

IG1W

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

84

82

80

78

76

74

72

70

68

66

64

62

60

58

56

54

52

50

48

46

44

CKT

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

CD.

MLO

WIRE

SURFACE

100

22

3#10

3#10

WIRE

120

3/4"

3/4"

CD.

4

3

1700

1700

AMPS

VOLT-

MODIFIED

TRIP

208 /

TRIP

208 /

AMPS

VOLT-

CD.

MCB

WIRE

SURFACE

250

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

2

500

2

500

0

0

0

200

300

0

0

C

HDPEC

HEC1

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.
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1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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3. PROVIDE NEW 25A/1P GFCI TYPE CIRCUIT BREAKER TO CKT #19 AND 21.

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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1. FEEDER BREAKER FOR CIRCUIT #7 SHALL BE 100% RATED.

NOTES

Minimum KAIC: 

7

1

CKT

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MCB

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

250

400

200

400

800

600

800

200

800

AMPS

VOLT-

FIRST FLOOR WEST ELEC RM

CONST 184 REC

JURY 182 TV REC

RECPT REC

OFFICE REC

CONF 146 REC

RECPT 145 REC

OFFICE REC

ATTY/CLIENT 143 REC

OFFICE REC

OFFICE REC

CONF 182 FLOOR

MAG OFFICE 172 REC

COPIER

PRINTER

FAX

COPIER

FAX

COPIER

PRINTER

FAX

COPIER

SERVES

SECTION 1 OF 2

400

200

400

100

300

400

AMPS

VOLT-

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MLO

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

225

2

500

2

500

0

0

400

100

0

0

0

A

   PHASE LOAD V.A.

FIRST FLOOR CENTRAL ELEC RM

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

LVL1 CLERK 228 LTS

LVL1 N CLERCK LTS

LVL1 W CORR LTS

NORTH OFF LTS

LVL1 NW LTS

LVL 1 SW LTS

GENERAL

EXTERIOR LIGHTS

EXTERIOR LIGHTS

4th FLR GENRL LTS

3rd FLR GENRL LTS

2nd FLR GENRL LTS

1ST FLR GENRL LTS

SERVES

E8.04

ELECTRICAL

SCHEDULES -

PANELBOARD



316 CORPORATE PARKWAY

NBP Engineers, Inc.

MACON, GEORGIA 31210

www.nbpengineers.com

CONSULTANTS

PHONE:  478-745-1691

NBP
ENGINEERS

MJS

TWT

DRAWN

CHECKED

JOB #

DATE

2312 REV.

REV.

REV.

REV.

or reused without permission and credit.

Architect and may not be reproduced 

These drawings are the property of the 

c

architects & planners

IPG, Incorporated

807 Northwood Park Drive

Valdosta, Georgia 31602

T: 229.242.3557

F: 229.242.4339

E: mail@ipgarchitects.com

www.ipgarchitects.com

FAYETTE COUNTY

JUSTICE CENTER

RENOVATION

Fayetteville, GA

EXPIRES:  06.30.2026

COA#PEF000774

NBP ENGINEERS, INC.

F
A

Y
E

T
T

E
 C

O
U

N
T

Y
 J

U
S

T
IC

E
 C

E
N

T
E

R

R
E

N
O

V
A

T
IO

N
 

O
F

1
 C

E
N

T
E

R
 D

R
IV

E
, 
F

A
Y

E
T

T
E

V
IL

L
E
, 

G
A
 3

0
2
1
4

14 APRIL 2025

IPG, Incorporated. 2025

BID DOCUMENTS

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

P
O

L
E

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL L1W

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL L1W

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

L1E

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

84

82

80

78

76

74

72

70

68

66

64

62

60

58

56

54

52

50

48

46

44

CKT

L1E

LEC2

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

IG1E

84

82

80

78

76

74

72

70

68

66

64

62

60

58

56

54

52

50

48

46

44

CKT

IG1E

HEC2 LEN2

IG1W

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

35

WIRE

277

CD.

4

3

AMPS

VOLT-

MODIFIED

22

WIRE

120

CD.

4

3

AMPS

VOLT-

MODIFIED

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

38

4600

10

1200

1200

0

0

0

0

0

0

B

FED BY

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

30

3600

3

400

400

0

0

0

0

0

0

A

   PHASE LOAD V.A.

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

480

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

22

WIRE

120

CD.

4

3

AMPS

VOLT-

MODIFIED

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

0

0

0

0

0

0

0

0

0

0

0

A

   PHASE LOAD V.A.

0

0

0

0

0

0

0

0

0

0

0

C

DP1

AMPS

VOLT-

CD.

MLO

WIRE

SURFACE

400

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

83

81

79

77

75

73

71

69

67

65

63

61

59

57

55

53

51

49

47

45

43

CKT

H1

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

1

1

1

24

22

20

18

16

14

12

10

8

6

4

2

CKT

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

/

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

3

1

1

1

1

1

1

1

3

1

1

1

84

82

80

78

76

70

68

66

64

62

60

58

56

50

48

46

44

CKT

HVAC1

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

1

1

1

1

1

1

1

1

1

1

1

1

/

50

20

20

20

20

20

TRIP

480

3

1

1

1

1

1

/

18

WIRE

277

CD.

4

3

AMPS

VOLT-

MODIFIED
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400

0

0

C

L1W

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

12ST LEVEL LTS

SUBLVL HLD LTS

SERVES

WIRE

PH,

3. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

2.SUBMIT A POWER WIRING LETTER INDICATING MOCP VALUES FOR NEW HVAC EQUIPMENT PRIOR TO PURCHASING NEW BREAKER.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

83

81

79

77

75

73

71

69

67

65

63

61

59

57

55

53

51

49

47

45

43

CKT

0

0

0

0

0

0

0

0

0

0

0

A

   PHASE LOAD V.A.

13

1600

0

0

0

0

0

0

0

0

0

B

FED BY

7

800

0

0

0

0

0

0

0

0

0

C

IG1E

AMPS

VOLT-

CD.

MLO

WIRE

SURFACE

250

22

WIRE

120

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

FUTURE LOB LTS

FUTURE LOB LTS

LOBBY DOWN LTS

LOBBY DOWN LTS

LOBBY COL LTS

LOBBY COL LTS

LOBBY COL LTS

LOBBY COL LTS

LOBBY COL LTS

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

SERVES

WIRE

PH,

AMPS

VOLT-

MODIFIED

AMPS

VOLT-

FIRST FLOOR EAST ELEC RM

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

VAV1-1,2

VAV-2,10,11

VAV1-8,9,12

SERVES

SECTION 2 OF 2

CD.

MLO

WIRE

SURFACE

250

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

23

21

19

17

15

13

11

9

7

5

3

1

CKT

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SMOKE DAMPER

FIRE ALARM

FIRE ALARM

1ST FLR VAULT FM200

1ST FLR VAULT FM200

1ST FLR VAULT FM200

1ST FLR VAULT FM200

1ST FLR VAULT FM200

1ST FLR VAULT FM200

1ST FLR VAULT FM200

1ST FLR VAULT FM200

SERVES

WIRE

PH,

3

400

3

400

0

0

0

400

0

0

0

B

FED BY

0

0

0

0

0

0

0

0

0

0

0

C

HEC2

SECOND FLOOR CENTRAL ELEC RM

SPARE

SPARE

SPARE

SPARE

SMOKE DAMPER

SMOKE DAMPER

MISC. SECURITY 

MISC. SECURITY 

COURT ROOM #4

COURT ROOM #3

COURT ROOM #2

COURT ROOM #1

SERVES

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

3

900

3

900

0

0

0

200

700

0

0

A

   PHASE LOAD V.A.

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

23

21

19

17

15

13

11

9

7

5

3

1

CKT

SECOND FLOOR CENTRAL ELEC RM

SPARE

SPARE

SPARE

SPARE

SPARE

CARD ACCESS

FUTURE

FUTURE

CARD ACCESS

CARD ACCESS

DOOR POWER 

DOOR POWER 

SERVES

0

0

0

0

0

0

0

0

0

0

0

B

FED BY

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

PIU1-21

PIU1-20

PIU1-19

PIU1-18

PIU1-17

PIU1-16

PIU1-15

PIU1-14

PIU1-13

PIU1-12

PIU1-11

PIU1-10

PIU1-9

PIU1-8

PIU1-7

PIU1-6

PIU1-5

PIU1-4

PIU1-3

PIU1-2

PIU1-1

SERVES

WIRE

PH,

FIRST FLOOR CENTRAL ELEC RM

SPARE

SPARE

EWH

EWH

EWH

EWH

WH-4

WH-3

WH-2

WH-1

PIU0-2

PIU0-1

PIU1-22

SERVES

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

SPARE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

SERVES

WIRE

PH,

0

0

0

0

0

0

0

0

0

0

0

A

   PHASE LOAD V.A.

13

1600

13

1600

800

800

0

0

0

0

0

B

FED BY

7

800

7

800

0

800

0

0

0

0

0

C

DP1

800

800

800

AMPS

VOLT-

FIRST FLOOR EAST ELEC RM

SPARE

OFFICE 250 REC

SPARE

OFF 219 REC

OFF 218 REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

8-WIRE FURNITURE

SERVES
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MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

SPARE

SPARE

REC

REC

REC

REC

REC

REC

REC

REC

PRINTER

FAX

COPIER

PRINTER

FAX

COPIER

PRINTER

FAX

COPIER

SERVES

WIRE

PH,

FIRST FLOOR EAST ELEC RM

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

REC

REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

SERVES
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12

1400

12

1400

600

800

0

0

0

0

0

A

   PHASE LOAD V.A.

5

600

5

600

400

200

0

0

0

0

0

B

FED BY

12

1400

12

1400

600

200

600

0

0

0

0

C

DP1

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

PANEL LEC2

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPARE

SPARE

CORR LIGHTS

CORR LIGHTS

CORR LIGHTS

SERVES

WIRE

PH,

SECOND FLOOR CENTRAL ELEC RM

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

CORR 347/BALIF LTS

BREAK 391/JUDGE LTS

CORR 433,412,449 LTS

2ND LVL CRT 446 LTS

2ND LVL SE LTS

2ND LVL SW LTS

2ND FLR GEN LTS

2ND FLR GEN LTS

2ND FLR GEN LTS

2ND FLR GEN LTS

SERVES

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MLO

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

225

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

0

0

0

0

0

0

0

0

0

0

0

C

HEN2

800

800

800

800

600

1000

600

600

600

400

400

600

AMPS

VOLT-

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MLO

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

250

67

8000

42

5000

1600

800

600

800

0

600

600

C

IG1W

FIRST FLOOR WEST ELEC RM

MAG COURT 160 REC

MAG COURT 172 REC

WIT 173 REC

WIT 175 REC

MAG COURT 171 REC

MAG ADMIN 178 REC

FLOOR BOX

HEARING 119

HEARING 119

HEARING 119

OFFICE REC

MAG COURT 171 FLR

MAG COURT 171 FLR

MAG COURT 171 REC

MAG COURT 171 REC

MAG COURT 171 REC

MAG COURT 160 REC

MAG COURT 160 REC

MAG COURT 160 REC

MAG COURT 160 FLR 

MAG COURT 160 FLR 

SERVES

SECTION 2 OF 2

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

TELE/MATV EQUIP

TELE EQUIP

TELE/ELEC/MECH W

CENTRAL ELEC RM

FUTURE

TELE/ELEC/MECH E

SERVES

WIRE

PH,

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

83

81

79

77

75

73

71

69

67

65

63
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59

57

55

53

51

49

47

45

43
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20
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20

20

20

20

20

20

20

20

20
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20

20

20

20

20
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1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

63

7600

35

4200

1400

1800

0

0

600

400

0

A

   PHASE LOAD V.A.

22

3#13

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

800

600

600

600

800

600

800

AMPS

VOLT-

MODIFIED

22

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

800

800

800

400

400

400

600

400

400

200

600

400

800

400

AMPS

VOLT-

MODIFIED

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MCB

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

250

200

200

200

200

600

AMPS

VOLT-

FIRST FLOOR EAST ELEC RM

SPARE

SPARE

TLT 229 REC

REPAIR SHOP 214

REPAIR SHOP 214

REPAIR SHOP 214

CLERK 214 REC

IRRIGATION CNTRL

IRRIGATION CNTRL

HWRP-2C

ELEV #6 SUMP PUMP

ELEV #4 SUMP PUMP

ELEV #2 SUMP PUMP

BREAK ROOM

BREAK ROOM

BREAK ROOM

EDF 204

BREAK ROOM

BREAK ROOM

BREAK ROOM

EDF 242

SERVES

SECTION 1 OF 2

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

MAD ADMIN 178 REC

MAG COURT 171 REC

CLERK 183 REC

OFFICE REC

CONF 192 REC

CONF 192 REC

OFFICE 188 REC

OFFICE REC

OFFICE REC

CONST 184 REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

OFFICE REC

SERVES

WIRE

PH,

12

1400

0

0

0

0

0

0

0

0

0

A

   PHASE LOAD V.A.

5

600

0

0

0

0

0

0

0

0

0

B

FED BY

12

1400

0

0

0

0

0

0

0

0

0

C

L1E

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

MAG 160 REC

MAG 160 REC

MAG 171 REC

MAG 171 REC

CORR 181 REC

CON184/CLER183 REC

COURT SERV 138 REC

PRINT 138B/CORR REC

SPARE

TLT 128/129

STOR 251 REC

CORR 181

RECPT 131 REC

LOBBY 186 REC

FINGER PRING 159B

HEARING 119

8-WIRE FURNITURE

8-WIRE FURNITURE

REC

SPARE

8-WIRE FURNITURE

SERVES

WIRE

PH,

FIRST FLOOR CENTRAL ELEC RM

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

LVL1 CLERK 228 LTS

LVL1 N CLERCK LTS

LVL1 W CORR LTS

NORTH OFF LTS

LVL1 NW LTS

LVL 1 SW LTS

SPARE

SPARE

SPARE

12ST LEVEL LOB LTS

12ST LEVEL LOB LTS

1ST LVL CORR N LTS

SUBLVL CORR LTS

SERVES

22

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

TLT 201/ STR 203 REC

WAIT 200 REC

STOR 213 REC

SPARE

SPARE

CLERK 214 REC

8-WIRE FURNITURE

REC

REC

REC

REC

REC

REC

REC

REC

REC

REC

REC

REC

REC

REC

SERVES

WIRE

PH,

600

400

400

600

AMPS

VOLT-

MODIFIED

200

400

200

600

600

600

200

AMPS

VOLT-

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MLO

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

250

FIRST FLOOR WEST ELEC RM

DF CHILLER

SPARE

CONST 184 REC

CONST 184 REC

CORR 151 REC

CHAIR LIFT

TOILET 185 REC

SPARE

EDF

EDF

EDF

EDF

EDF

FUTURE CHAIR LIFT

VAV1-7,17,18,19

VAV1-3,4,5,6

VAV1-1,13,14,15

SERVES

SECTION 2 OF 2
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2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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3. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

2. REPLACE THE 20A/1P SPARE OF CKT#40  WITH A GFCI TYPE BREAKER.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

22

3#12

3#12

WIRE

120

1/2"

1/2"

CD.

4

3

600

400

AMPS

VOLT-

MODIFIED

18

2200

5

600

600

0

0

0

0

0

0

B

FED BY

L2W

3. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

2. PROVIDE GFI BREAKER FOR CKT #79.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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3. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

2.SUBMIT A POWER WIRING LETTER INDICATING MOCP VALUES FOR NEW HVAC EQUIPMENT PRIOR TO PURCHASING NEW BREAKER.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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3.. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.
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3. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

2.  PROVIDE NEW 20/3P BREAKER TO CKT #70.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

83

81

79

77

75

73

71

69

67

65

63

61

59

57

55

53

51

49

47

45

43

CKT

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

JUDGE TLT 424 REC

JUDGE 424 REC

RECPT 427 REC

8-WIRE FURNITURE

REC

REC

REC

REC

REC

REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

BREAK/COFFEE REC

SERVES

WIRE

PH,

17

2000

17

2000

0

600

1000

400

0

0

0

C

L2E

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

3

1

1

1

1

1

3

3

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

830

230000

830

230000

50200

43000

0

0

65600

34600

36600

A

   PHASE LOAD V.A.

819

226900

819

226900

50200

43000

0

0

67000

28100

38600

B

FED BY

200

175

150

125

125

TRIP

MOUNTED

AMPS

3

3

3

3

3

20

20

20

20

20

20

20

20

20

TRIP

480

AMPS

VOLT-

1

1

1

1

1

1

1

1

1

/

50200

50200

50200

43000

43000

43000

20400

19500

18600

17800

17200

18700

16000

17200

15600

AMPS

VOLT-

THIRD FLOOR CENTRAL ELEC RM

RTU 3A 

RTU 3A 

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

PANEL H3

PANEL L3E

PANEL LR3E

SERVES

2.5"

2"

CD.

MLO

1#6G

4#3/0

1#6G

4#2/0

WIRE

SURFACE

1200

65

WIRE

277

CD.

4

3

40500

47500

47000

14700

10900

15900

18800

21400

21000

AMPS

VOLT-

MODIFIED

30

20

20

20

20

20

50

TRIP

MOUNTED

AMPS

3

1

1

1

1

1

3

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

2

CKT

0

0

0

0

0

0

0

0

0

0

0

B

FED BY

799

221400

799

221400

50200

43000

0

0

60900

32500

34800

C

MSB1

18

WIRE

277

CD.

4

3

AMPS

VOLT-

MODIFIED

THIRD FLOOR CENTRAL ELEC RM

SPD

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

PANEL LEN3

SERVES CD.

MLO

WIRE

SURFACE

100

 

1. CONTRACTOR TO VERIFY EXISTING CIRCUIT BREAKER LAYOUT AND SIZE, NOTIFY ENGINEER OF ANY DISCREPANCIES.
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3. PROVIDE NEW 20A/1P CIRCUIT BREAKER TO CKT #79,81, AND 83.

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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2.  PROVIDE NEW BREAKER TO CKT #32 AND 38.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.
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MLO

WIRE

SURFACE

225

30

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

3

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

3

1

1

1

1

1

1

1

1

1

1

1

1

/ PANEL HEC3

3

1

1

1

1

1

1

1

1

1

1

1

1

3. PROVIDE NEW BREAKER FOR CKT 17,19,21,2,4,6,8,10,12,14,16,18,20

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

23

21

19

17

15

13

11

9

7

5

3

1

CKT

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

CLEAN AGNT CNTRL 

VAULT 546  FM201

VAULT 546  FM200

SECURITY

SECURITY

DOOR ACCESS 

FIRE ALARM

FIRE ALARM

FIRE ALARM

SPARE

SPARE

SERVES

WIRE

PH,

1200

600

600

AMPS

VOLT-

MODIFIED

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

37

4400

37

4400

0

0

0

1000

1000

1200

1200

A

   PHASE LOAD V.A.

35

4200

35

4200

0

0

0

1600

1000

400

1200

B

FED BY

27

3200

27

3200

0

0

0

0

1000

1000

1200

C

HEC3

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

400

400

400

1000

1000

1000

400

1200

1200

1200

1200

AMPS

VOLT-

THIRD FLOOR CENTRAL ELEC RM

SPD

SPARE

3RD FLR SMKE DAMP

3RD FLR SMKE DAMP

3RD FLR SMKE DAMP

3RD FLR SMKE DAMP

3RD FLR SMKE DAMP

3RD FLR SMKE DAMP

3RD FLR SMKE DAMP

WON DOOR

WON DOOR

WON DOOR

WON DOOR

SERVES

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MLO

3#13

3#13

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

100

30

20

20

21

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

38

24

22

20

18

16

14

12

10

8

6

4

2

CKT

1

1

1

1

1

1

1

1

1

1

1

1

/ PANEL LEC3

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

23

21

19

17

15

13

11

9

7

5

3

1

CKT

20

20

20

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

TELE/EQ 506 REC

TELE/EQ 506 REC

TELE/EQ 506 REC

TELE/COM 509 REC

TELE/COM 509 REC

TELE/COM 509 REC

TELE/ELEC/MECH W

CENTRAL ELEC RM

FUTURE

TELE/ELEC/MECH E

SERVES

WIRE

PH,

600

400

400

600

400

400

AMPS

VOLT-

MODIFIED

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

18

2200

18

2200

0

0

0

600

600

1000

0

A

   PHASE LOAD V.A.

7

800

7

800

0

0

0

0

400

400

0

B

FED BY

15

1800

15

1800

0

0

0

0

400

400

1000

C

HEN3

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

1000

1000

AMPS

VOLT-

THIRD FLOOR CENTRAL ELEC RM

SPD

SPARE

SPARE

SPARE

FUTURE

FUTURE

CARD ACCESS

CARD ACCESS

DOOR POWER 

DOOR POWER 

SERVES

1/2"

1/2"

CD.

MLO

3#12

3#12

WIRE

SURFACE

100

30

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

3

1

1

1

1

1

1

1

1

1

20

18

16

14

12

10

8

6

4

2

CKT

1

1

1

1

1

1

1

1

1

1

/ PANEL LEN3

3. PREVIOUS PANEL NAME WAS IG3W, RENAME PANEL TO LR3W

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. PROVID NEW 30A/3P CIRCUIT BREAKER TO CKT #38; ALL OTHER CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

ATT/MTG 557 REC

ATT/MTG 556 REC

OFFICE 539 REC

GEN OFF 538

WORK RM 561 REC

WORK RM 536 REC

OFFICE 535 REC

OFFICE 534 REC

OFFICE 533 REC

OFFICE 532 REC

OFFICE 531 REC

OFFICE 530 REC

OFFICE 529 REC

OFFICE 528 REC

OFFICE 527 REC

OFFICE 526 REC

OFFICE 525 REC

SUP CRT 571 AV REC

SPARE

OFF 524 REC

SEC 517 REC

SERVES

WIRE

PH,

800

800

800

800

800

800

800

800

800

800

800

800

800

800

800

800

800

800

800

800

AMPS

VOLT-

MODIFIED

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

175

21000

87

10400

800

1600

1600

1600

1600

1600

1600

A

   PHASE LOAD V.A.

178

21400

87

10400

800

1600

1600

1600

1600

1600

1600

B

FED BY

157

18800

78

9400

800

1600

1600

1600

1600

1600

600

C

DP3

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

800

800

800

800

800

800

800

800

800

800

800

800

800

800

800

600

800

800

AMPS

VOLT-

THIRD FLOOR WEST ELEC RM

SPD

CLERK 596 REC

CLERK 595 REC

JUDGE ASST. 594 REC

JUDGE 592 REC

STG/WRK 591 REC

OFFICE 521 REC

OFFICE 522 REC

OFFICE 543 REC

OFFICE 544 REC

WIT WAIT 553 REC

OFFICE 545 REC

OFFICE 542 REC

OFFICE 551 REC

OFFICE 552 REC

OFFICE 549 REC

RECPT 537 REC

ATT/MTG 558 REC

ATT/MTG 559 REC

SERVES

SECTION 1 OF 2

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MCB

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

250

30

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

3

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/ PANEL LR3W

3. PREVIOUS PANEL NAME WAS IG3W, RENAME PANEL TO LR3W

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. PROVIDE NEW 20A/1P CIRCUIT BREAKER TO CKT #79,81,33; AND A NEW 100A/3P CIRCUIT BREAKER TO CKT# 80. ALL OTHER CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

83

81

79

77

75

73

71

69

67

65

63

61

59

57

55

53

51

49

47

45

43

CKT

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SUP CRT 563 REC

SUP CRT 563 REC

SUP CRT 563 JUR REC

SUP CRT 563 FLOOR

SUP CRT 563 JUR REC

SUP CRT 563 JUR REC

SUP CRT 563 JUR REC

SUP CRT 563 REC

SUP CRT 563 REC

SUP CRT 563 LAW REC

SUP CRT 563 LAW REC

SUP CRT 563 REC

SUP CRT 563 REC

SUP CRT 563 REC

CRT REP 572 REC

SPARE

ST. ATT 578 REC

CONF 579 FLOOR REC

CONF 579 REC

CONF 579 REC

CONF 579 REC

SERVES

WIRE

PH,

400

1000

600

400

200

200

200

200

200

400

400

600

600

600

800

800

600

400

600

800

AMPS

VOLT-

MODIFIED

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

175

21000

88

10600

4800

400

600

1000

1200

800

1800

A

   PHASE LOAD V.A.

178

21400

92

11000

5000

Div Factor

400

1400

800

1200

1000

1200

B

FED BY

157

18800

78

9400

3800

800

400

1600

1000

600

1200

C

LR3W

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

3400

4000

4200

400

200

200

200

1200

400

1200

400

400

400

600

400

600

200

200

800

600

1000

AMPS

VOLT-

THIRD FLOOR WEST ELEC RM

PANEL LR3WA

SUP CRT 571 JUR REC

SUP CRT 571 JUR REC

SUP CRT 571 JUR REC

SUP CRT 571 JUR REC

SUP CRT 571 REC

SUP CRT 571 REC

SUP CRT 571 REC

SUP CRT 571 LAW REC

SUP CRT 571 LAW REC

SUP CRT 571 FLOOR

SUP CRT 571 REC

SUP CRT 571 REC

SUP CRT 571 REC

SUP CRT 571 REC

SUP CRT 571 REC

SUP CRT 563 AV REC

SUP CRT 563 REC

SUP CRT 563 REC

SERVES

SECTION 2 OF 2

1.5"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MLO

1#6G

4#1

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

250

100

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

3

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

80

78

76

74

72

70

68

66

64

62

60

58

56

54

52

50

48

46

44

CKT

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/ PANEL LR3W

2. PROVIDE GFCI TYPE CIRCUIT BREAKER FOR CKT #2, 8, 10.

1. PROVIDE NEW SINGLE WIDTH 24 POLE PANEL.  

NOTES

Minimum KAIC: 

23

21

19

17

15

13

11

9

7

5

3

1

CKT

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

23

21

19

17

15

13

11

9

7

5

3

1

 

0

35

4200

0

0

600

3600

A

   PHASE LOAD V.A.

0

33

4000

0

0

400

3600

B

FED BY

LOCATION:

24

22

20

18

16

14

12

10

8

6

4

2

 

200

200

2800

2800

2800

AMPS

VOLT-

THIRD FLOOR WEST ELEC RM

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

DIGITIAL MIXER

RCP-3

WH-4

SERVES

1/2"

1/2"

3/4"

CD.

MLO

3#12

3#12

1#10G

4#10

WIRE

SURFACE

100

20

20

20

20

20

20

20

20

20

30

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

3

24

22

20

18

16

14

12

10

8

2

CKT

1

1

1

1

1

1

1

1

1

1

1

1

/ PANEL LR3WA

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

2. PROVIDE NEW 30A/3P CIRCUIT BREAKER TO CKT #38; PROVIDE NEW 20A/1P GFCI TYPE CIRCUIT BREAKER TO CKT #33.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

BRK 585 EWC REC

BRK 585 EWC REC

BRK 585 REC

BRK 585 REC

BRK 585 FRIDGE REC

COR 560/TLT 584 

VAULT 541

VAULT 541

CORR 525 REC

CORR 519 REC

CORR 518 REC

CORR SW REC

CORR 503 REC

TLT 548/547

CORR 560 REC

CORR 560 REC

TLT589/586/ST 587 REC

CORR 590 REC

CORR 577 REC

CORR 577/STAIR REC

TLT 593 REC

SERVES

WIRE

PH,

200

200

200

200

400

600

600

600

800

800

400

400

600

600

1200

1000

600

800

1200

1000

400

AMPS

VOLT-

MODIFIED

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

132

15900

68

8200

200

1400

1200

1200

2000

1400

800

A

   PHASE LOAD V.A.

91

10900

63

7600

200

800

1400

1200

1200

1200

1600

B

FED BY

122

14700

65

7800

200

400

1400

1200

1200

1400

2000

C

DP3

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

200

400

800

800

800

400

400

800

800

600

600

800

400

600

600

800

600

400

AMPS

VOLT-

THIRD FLOOR WEST ELEC RM

SPD

LADDER 511 REC

TLT 600/599

JUDGE 598 REC

JUDGE ASST 597 REC

WIT WAIT 562 REC

CORR 560 EWC

CORR 560 EWC

OFF 582 REC

JURY 573 REC

JURY 573 REC

JURY 573 REC

TLT 574/JURY 573 REC

JURY 580 FLOOR

JURY 580 REC

JURY 580 REC

TLT 581/ JURY 580 REC

BRK RM 546 REC

BRK RM 546 REC

SERVES

SECTION 1 OF 2

3#12

1/2"

1/2"

1/2"

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

CD.

MCB

1/2"

3#12

3#12

3#12

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

WIRE

SURFACE

250

30

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/

3

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

PANEL L3W

3. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

2. PROVIDE A NEW 20A/3P BREAKER FOR CKT #45 AND 53.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

83

81

79

77

75

73

71

69

65

63

61

57

53

51

45

43

CKT

20

20

20

20

20

20

20

20

30

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

3#12

3#12

3#12

3#12

4#10

3#12

3#12

3#12

4#12

4#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

3/4"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

BREAK 510 REC

BREAK 510 REC

BREAK 510 REC

BREAK 510 REC

SPARE

BREAK 510 REF

EF-3

EF-2

DAC/DCU-2

EF-4

EF-1

EF-11

SUP CRT 571 CHR LIFT

SPARE

SUP CRT 563 CHR LIFT

JUDGE 598 TV REC

SERVES

WIRE

PH,

1000

200

200

200

200

200

200

2000

2000

700

700

700

600

600

600

600

600

600

200

AMPS

VOLT-

MODIFIED

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

132

15900

64

7700

200

1000

2400

1500

1200

800

600

A

   PHASE LOAD V.A.

91

10900

27

3300

200

0

200

900

800

400

800

B

FED BY

122

14700

57

6900

1000

200

600

2200

900

1200

800

C

L3W

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

800

400

400

200

200

800

200

200

600

600

400

200

200

200

400

AMPS

VOLT-

THIRD FLOOR WEST ELEC RM

EF-3C

EF-2B

EF-2A

EF-1B

EF-1A

CRT REPT 601 REC

CRT REPT 601 FLOOR

SPARE

TLT 569/570 REC

CORRR 564 REC

CONF 583 FLOOR 

CONF 583 REC

AV EQUIP 576

AV EQUIP 576

BREAK 510 REC

WIT WAIT 554 REC

VESTIBULE 555 REC

STOR 575 REC

STOR 550 REC

STOR 540 REC

COR 520/RECP537 REC

SERVES

SECTION 2 OF 2

1/2"

1/2"

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

CD.

MLO

3#12

3#12

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

WIRE

SURFACE

250

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

84

82

80

78

76

74

72

70

68

66

64

62

60

58

56

54

52

50

48

46

44

CKT

1

1

1

1

1

1

1

1

2

1

1

1

3

1

3

1

/ PANEL L3W

3. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

2.SUBMIT A POWER WIRING LETTER INDICATING MOCP VALUES FOR NEW HVAC EQUIPMENT PRIOR TO PURCHASING NEW BREAKER.

1. CIRCUIT BREAKERS SHALL BE PROVIDED AS NEW UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

25

19

13

7

1

CKT

50

45

70

45

70

TRIP

480

65

1#10G

4#6

1#8G

4#4

1#10G

4#6

1#8G

4#4

WIRE

277

1"

1.25"

1"

1.25"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPARE

TU3B-13,11,19

TU3B-12,14,20

TU3B-21,15,17,18

TU3B-2,5,8,22

TU3B-1A,4,7,10,3

TU3B-1,6,9,16

TU3A-17,20,24,21

TU3A-16,19,22

TU3A-15,18,25

TU3A-3,6,9,12,26

TU3A-2,5,8,11,14

TU3A-1,4,7,10,13,23

SERVES

WIRE

PH,

6500

7000

7000

11000

11000

10500

5500

5000

5000

11000

11500

11500

AMPS

VOLT-

MODIFIED

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

170

47000

170

47000

0

0

0

7000

10500

11500

18000

A

   PHASE LOAD V.A.

171

47500

171

47500

0

0

0

7000

11000

11500

18000

B

FED BY

146

40500

146

40500

0

0

0

6500

11000

5500

17500

C

DP3

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

6500

6500

6500

6500

6500

AMPS

VOLT-

THIRD FLOOR CENTRAL ELEC RM

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPARE

SPARE

SPARE

SPARE

FPB-1

FPB-3

FPB-2

FP3A-2

FP3A-1

SERVES

3/4"

3/4"

3/4"

3/4"

3/4"

CD.

MLO

3#8

3#8

3#8

3#8

3#8

WIRE

SURFACE

400

40

40

40

40

40

40

40

40

40

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

3

3

3

3

3

/ PANEL HVAC3

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

PANEL

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

800

800

800

800

200

800

800

1000

800

800

800

800

800

1000

200

200

800

200

800

600

1000

AMPS

VOLT-

MODIFIED

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

130

15600

67

8000

1200

1600

1200

1200

600

600

1600

A

   PHASE LOAD V.A.

143

17200

77

9200

1400

1000

1800

1600

1400

1200

800

B

FED BY

133

16000

70

8400

1200

1000

1600

1600

1400

600

1000

C

DP3

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

/ PANEL LR3E

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

 

LOCATION:

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

 

PANEL

22

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SUP CRT 571 REC

SUP CRT 563 REC

DA CONF RM 523 REC

DA CONF RM 523 REC

DA CONF RM 523 REC

DA CONF RM 523 REC

SERVES

WIRE

PH,

200

200

400

400

800

800

AMPS

VOLT-

NEW

0

28

3400

0

0

200

3200

C

LR3W

2. PROVIDE NEW 70A/3P CIRCUIT BREAKER TO CKT #25.

1. CIRCUIT BREAKERS ARE EXISTING UNLESSS OTHERWISE NOTED.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

20

20

20

20

20

20

60

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

480

35

1#8G

4#4

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

277

1.25"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

WH-3

NORTH OFF LTS

C 564/572/616/583 LTS

JURY/ST ATT LTS

SUP CRT 617/625 LTS

SUP CRT 607/615 LTS

EAST OFF LTS

FLX CRT/SE OFF LTS

S OFF/ F/C 511 LTS

E CORR 634/666 LTS

WEST CORR 554 LTS

VAULT/SW OFF LTS

WEST OFF/BRK LTS

SERVES

WIRE

PH,

12000

12000

12000

2100

1200

1500

2300

2300

2000

2200

2600

1800

1800

1400

1300

AMPS

VOLT-

MODIFIED

67

18600

67

18600

0

0

12000

1500

2000

1800

1300

A

   PHASE LOAD V.A.

70

19500

70

19500

0

0

12000

1200

2300

2600

1400

B

FED BY

74

20400

74

20400

0

0

12000

2100

2300

2200

1800

C

DP3

AMPS

VOLT-

THIRD FLOOR CENTRAL ELEC RM

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SPARE

SERVES CD.

MLO

WIRE

SURFACE

200

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

3

1

1

1

1

1

1

1

1

1

1

1

1

/ H3

3. PREVIOUS PANEL NAME WAS IG3E, RENAME PANEL TO LR3E

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

41

39

37

35

33

31

29

27

25

23

21

19

17

15

13

11

9

7

5

3

1

CKT

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

ATT/MTG 649 REC

ATT/MTG 650 REC

ATT/MTG 651 REC

ATT/MTG 648 REC

SUP CRT 640 JUR REC

DRG CRT 641 REC

DRG CRT 642 REC

DRG CRT 662 REC

CRT MGR 665 REC

OFFICE 664 REC

WRK RM 667 REC

OFFICE 66 REC

LIB 660 REC

JUDGE 659 REC

FLX CRT 654 JUR REC

FLX CRT 654 JUR REC

FLX CRT AV REC

FLX CRT 654 JUR REC

FLX CRT 654 REC

SUP CRT 654 JUR REC

FLX CRT 654 REC

SERVES

WIRE

PH,

400

600

400

200

800

800

800

800

400

800

800

400

600

400

400

400

400

400

200

200

600

AMPS

VOLT-

THIRD FLOOR EAST ELEC RM

SUP CRT 640 REC

SUP CRT 640 REC

SUP CRT 640 REC

SUP CRT JUR 640 REC

ST. ATT 622 REC

ST. ATT 623REC

STG 594 REC

ST. ATT 627 REC

SUP CRT 632 FLOOR

SUP CRT 632 REC

SUP CRT 632 REC

SUP CRT 632 REC

SUP CRT 632 REC

SUP CRT 632 REC

SUP CRT 632 REC

FLX CRT 654 LAW REC

FLX CRT 654 LAW REC

FLX CRT 654 FLOOR

FLX CRT 654 REC

FLX CRT 654 REC

FLX CRT 654 REC

SERVES

SECTION 1 OF 2

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MCB

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

250

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

42

40

38

36

34

32

30

28

26

24

22

20

18

16

14

12

10

8

6

4

2

CKT

3. PREVIOUS PANEL NAME WAS IG3E, RENAME PANEL TO LR3E

2. WHERE LOADS ARE INDICATED IN THE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDED TO EXISTING PANEL.

1. PROVIDE A NEW 100A/3P CIRCUIT BREAKER TO CKT # 74; AND A NEW 30A/3P CIRCUIT BREAKER TO CKT# 80; ALL OTHER CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE.

NOTES

Minimum KAIC: 

83

81

79

77

75

73

71

69

67

65

63

61

59

57

55

53

51

49

47

45

43

CKT

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

208

22

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

120

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

4

3

MULTISECTION    CONN  AMPS

MULTISECTION    CONN  V A 

PANEL SECTION  CONN AMPS

PANEL SECTION  CONN  V A 

SUP CRT 632 REC

SUP CRT 632 REC

SUP CRT 632 REC

SUP CRT 632 REC

STG 661 REC

STG 661 REC

PROBATION 653 REC

WIT. WAIT 652

SUP COURT 640 REC

SUP COURT 640 REC

SUP CRT 640 REC

JUDGE ASST 605 REC

CLERK 609 REC

CLERK 607 REC

JUDGE ASST 608 REC

JUDGE 609 REC

WORK RM 588 REC

OFFICE 612 REC

OFFICE 613 REC

OFFICE 614 REC

OFFICE 619 REC

SERVES

WIRE

PH,

200

200

1200

1200

400

400

800

800

400

400

400

800

800

800

800

800

1000

1000

800

800

800

AMPS

VOLT-

MODIFIED

130

15600

63

7600

1200

400

600

1200

1000

1200

2000

A

   PHASE LOAD V.A.

143

17200

67

8000

200

400

1600

1600

1600

1200

1400

B

FED BY

133

16000

63

7600

200

1200

1000

1000

2000

1200

1000

C

LR3E

0

0

0

200

800

200

600

1200

400

1200

800

200

400

200

200

200

600

1200

AMPS

VOLT-

THIRD FLOOR EAST ELEC RM

SPD

PANEL LR3WA

SUP CRT JUR 632 REC

SUP CRT 632 AV REC

SUP CRT JUR 632 REC

SUP CRT JUR 632 REC

SUP CRT 640REC 

SUP CRT 640 REC 

SUP CRT 640 REC 

SUP CRT 640 AV REC

SUP CRT JUR 640 REC

SUP CRT 640 FLOOR

SUP COURT 640 REC

SUP COURT 640 REC

SUP CRT 632 REC

SUP CRT 632 REC

SUP CRT 632 REC

SERVES

SECTION 2 OF 2

1.5"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

1/2"

CD.

MLO

1#6G

4#1

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

3#12

WIRE

SURFACE

250

30

100

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

TRIP

MOUNTED

AMPS

3

3

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

80

74

72

70

68

66
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208 I 120 3 PH, NEW PANEL LR3EA MLO 100 AMPS 208 I 120 3 PH, MODIFIED PANEL L3E 
4 WIRE FED BY LR3 E SURFACE MOUNTED 4 WIRE FEO BY OP3 

� VOLT- � PHASE LOAD VA. � VOLT- � � VOLT- � PHASE LOAD VA � VOLT-
CKT TRIP 0 WIRE co. SERVES AMPS 0 A B C 0 AMPS SERVES co. WIRE TRIP 0 CKT � � � � CKT TRIP 0 WIRE CD. SERVES AMPS 0 A B C 0 AMPS � � � 
1 20 1 3#12 1/2' FLEX COURT VEST 200 1 200 2 SPARE 20 1 2 1 20 1 3#12 1/2" M TLT 602/ 804 REC 400 1 1800 2 1200 
3 20 1 3#12 112' FLEX CRT AV REC 400 3 400 4 SPARE 20 1 4 3 20 1 3#12 1/2" TLT 62W JURY 628 REC 600 3 1400 4 800 
5 20 1 3#12 112' SUP CRT 632 REC 200 5 200 6 SPARE 20 1 6 5 20 1 3#12 1/2" CORR626 REC 1000 5 1400 6 400 
7 20 1 3#12 1/2' SUP CRT 632 REC 200 7 200 8 SPARE 20 1 8 7 20 1 3#12 1/2" CORR626/ STAJR REC 1000 7 1200 8 200 
9 20 1 3#12 112' FLX CRT 654 REC 200 9 200 10 SPARE 20 1 10 9 20 1 3#12 1/2" TLT610 REC 200 9 400 10 200 
11 20 1 SPARE 11 0 12 SPARE 20 1 12 11 20 1 3#12 1/2" CORR618 REC 600 11 600 12 200 
13 20 1 SPARE 13 0 14 SPARE 20 1 14 13 20 1 3#12 1/2" CORR644 REC 1200 13 2200 14 1000 
15 20 1 SPARE 15 0 16 SPARE 20 1 16 15 20 1 3#12 1/2" CORR644 REC 1200 15 2000 16 800 
17 20 1 SPARE 17 0 18 SPARE 20 1 18 17 20 1 3#12 1/2" CORR503 REC 600 17 1400 18 800 
19 20 1 SPARE 19 0 20 SPARE 20 1 20 19 20 1 3#12 1/2" CORR503 REC 1200 19 1800 20 400 
21 20 1 SPARE 21 0 22 SPARE 20 1 22 21 20 1 3#12 1/2" CORR REC 400 21 1200 22 800 
23 20 1 SPARE 23 0 24 SPARE 20 1 24 23 20 1 3#12 1/2" CORR 645/JAN 648 REC 600 23 1600 24 1000 

25 20 1 3#12 1/2" CORR671 REC 600 25 800 26 200 
27 20 1 3#12 1/2" CORR512 REC 1000 27 1200 28 200 
29 20 1 3#12 1/2" CORR633/ STAJR REC 600 29 1000 30 400 
31 20 1 3#12 1/2" STOR624 REC 400 31 800 32 400 
33 20 1 SPARE 33 200 34 200 
35 20 1 3#12 1/2" TL T 638/639 REC 400 35 600 36 400 
37 20 1 3#12 1/2" SUP CRT 640 REC 1200 37 1200 38 
39 20 1 3#12 1/2" SUP CRT 640 REC 1200 39 1200 40 
41 20 1 3#12 1/2" SUP CRT 640 REC 600 41 600 42 

Minimum KAIC: 22 PANEL SECTION CONN V A  400 600 200 LOCATION: THIRD FLOOR EAST ELEC RM Minimum KAIC: 22 PANEL SECTION CONN V A  9400 7600 7600 LOCATION: 
PANEL SECTION CONN AMPS 3 5 2 PANEL SECTION CONN AMPS 78 63 63 
MULTI SECTION CONN V A  0 0 0 MULTISECTION CONN V A  18700 17200 17800 

NOTES MULTI SECTION CONN AMPS 0 0 0 NOTES MULTISECTION CONN AMPS 156 143 148 
1. PROVIDE NEW SINGLE WIDTH 24 POLE PANEL 1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED ornERWISE.

2. PROVIDE GFI BREAKER TO CKT #14.
3. WHERE LOADS ARE INDICATED IN rnE VA COLUMN, THESE ARE NEW CIRCUITS BEING ADDEO TO EXISTING PANEL

SECTION 1 OF 2 MCB 250 AMPS 208 I 120 3 PH, MODIFIED PANEL 
SURFACE MOUNTED 4 WIRE FED BY 

� � VOLT- � PHASE LOAD VA 
SERVES co. WIRE TRIP 0 CKT � CKT TRIP 0 WIRE co. SERVES AMPS 0 A B � � 
JURRY 668 REC 1/2' 3#12 20 1 2 43 20 1 3#12 112" STOR 855/ AV 668 REC 400 1 600 

JURY 668 FLOR 1/2' 3#12 20 1 4 45 20 1 3#12 112" VESTIBULE 647 REC 200 3 1700 
TLT652m53 REC 1/2' 3#12 20 1 6 47 20 3 4#12 1�" SUP CRT 632 CHR LIFT 600 5 
TLT661 REC 1/2' 3#12 20 1 8 600 7 800 
EQUIP STOR 683 REC 1/2' 3#12 20 1 10 600 9 1400 
TLT618/617 REC 1/2' 3#12 20 1 12 53 20 3 4#12 1�" SUP CRT 640 CHR LIFT 600 11 
BREAK RM 616 REC 1/2' 3#12 20 1 14 600 13 1000 
BREAK RM 616 REC 1/2' 3#12 20 1 16 600 15 1400 
BREAK RM 616 REC 1/2' 3#12 20 1 18 59 20 1 3#12 112" EF-o 700 17 
BREAK RM 616 EWC 1/2' 3#12 20 1 20 61 20 1 3#12 112" EF-o 700 19 1700 
FLX CRT617 REC 1/2' 3#12 20 1 22 63 20 1 3#12 112" ER! 700 21 1500 
JUDGE 603 REC 1/2' 3#12 20 1 24 65 20 1 3#12 112" Ef.-10 400 23 
AV EQUIP 825 REC 1/2' 3#12 20 1 26 ffl 30 2 4#10 314" OAC/ OCU-2 2000 25 2400 
AV EQUIP 625 REC 1/2' 3#12 20 1 28 2000 27 2400 
CORR644 EWC 1/2' 3#12 20 1 30 71 30 2 4#10 314" OAC/ OCU-2 2000 29 
CORR644 EWC 1/2' 3#12 20 1 32 2000 31 2000 
CORR631 REC 1/2' 3#12 20 1 34 75 20 1 3#12 112" Ef.-7 200 33 200 
SUP COURT 640 REC 1/2' 3#12 20 1 36 77 20 1 3#12 1�" EF-o 200 35 
SPO 30 3 38 79 20 1 3#12 1/2" WIT WAIT 643 REC 800 37 800 

81 20 1 3#12 1/2" WIT WAIT513 REC 1000 39 1000 
83 20 1 3#12 112" JUDGE SEC 658 REC 800 41 

THIRD FLOOR EAST ELEC RM Minimum KAIC: 22 PANEL SECTION CONN V A  9300 9600 
PANEL SECTION CONN AMPS 77 80 
MULTISECTION CONN V A  18700 17200 

NOTES MULTISECTION CONN AMPS 156 143 
1. CIRCUIT BREAKERS ARE EXISTING UNLESS NOTED OTHERWISE. 
2. PROVIDE NEW BREAKER FOR CKT #47 , 53 ,67,71; PROVIDE NEW GFCI TYPE CIRCUIT BREAKER FOR CKT #46 ANO 48.
3. WHERE LOADS ARE INDICATED IN THE VA COLUMN, rnESE ARE NEW CIRCUITS BEING ADDEO TO EXISTING PANEL

L3E SECTION 2 OF 2 MLO 260 AMPS 
L3 E SURFACE MOUNTED 

� VOLT- � 
C 0 AMPS SERVES co. WIRE TRIP 0 CKT � � 

2 200 JUDGE 603 TV REC 1�· 3#12 20 1 44 
4 1500 TlT 638 HAND ORY �4• 3#10 25 1 46 

2100 6 1500 TlT639 HAND ORY �4• 3#10 25 1 48 
8 200 JUDGE 809 REC W' 3#12 20 1 50 
10 800 JURY 628 REC. 1�· 3#12 20 1 52 

1400 12 800 JURY 628 REC. 1�· 3#12 20 1 54 
14 400 JURY 628 FLOOR 1�· 3#12 20 1 56 

16 800 ATT/ CLT516 REC 1�· 3#12 20 1 56 

1700 18 1000 RECPT 514 REC 1�· 3#12 20 1 60 
20 1000 PUB OEFNO 51S REC 1�· 3#12 20 1 82 
22 800 JURY620 REC 1�· 3#12 20 1 64 

1200 24 800 JURY620 REC 1�· 3#12 20 1 66 
26 400 JUR 620ffi T 621 REC 1�· 3#12 20 1 88 
28 400 JURY 620 FLOOR 1�· 3#12 20 1 70 

2800 30 800 JUDGE ASST 657 REC W' 3#12 20 1 72 
32 EF-1 C 20 1 74 
34 EF-10 20 1 76 

200 36 EF�C 20 1 78 
38 EF-20 20 1 80 
40 EF-3 A 20 1 62 

800 42 EF�B 20 1 84 
10200 LOCATION: THIRD FLOOR EAST ELEC RM 
85 
17800 
148 
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5 THIRD  LEVEL  SECURITY  OFFICE
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1 MAIN  CONTROL  ROOM  &  LOBBY  LAYOUT
SCALE: 1/2" = 1'-0"T311

NOTES:

T3.02
1

GENERAL  NOTES:

2 ELEVATION  SEC  ROOM - CENTRAL  CONTROL
SCALE: 1" = 1'-0"T311

WALL  VIEW ROOM  VIEW

T3.02
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3 EXISTING  IDF  ROOM  LAYOUT  3RD  FLOOR
SCALE: 1/2" = 1'-0"T311

4 EXISTING  IDF  ROOM  LAYOUT  3RD  FLOOR
SCALE: 1/2" = 1'-0"T311
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